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INTRODUCTION

In order to reduce acid rain in the United States and Canada, Title 1V of the Clean Air Act
Amendments of 1990 established the Acid Rain Program. The program will cut sulfur dioxide emissonsin
half and subgtantialy reduce nitrogen oxide emissons from dectric utility plants. To achieve these reductions
at the lowest cogt to society, the program employs both traditional regulatory techniques and innovative,
market-based approaches. The centerpiece of the program is the allowance trading system, under which
affected utility units are alocated "dlowances' (each "dlowance' permits a utility to emit one ton of SO,)
based on historical fud consumption and specified emission rates. The alowances can be traded as
commodities.

To ensure that alowances are consistently valued and to ensure that al of the projected emission
reductions are in fact achieved, it is necessary that actua emissions from each affected utility unit be accurately
determined. To fulfill this function, Title IV requires that affected units continuoudy measure and record their
SO,, NO,, and CO, emissons, aswedl as volumetric flow, opacity, and diluent gaslevels. Most plants will
fulfill these requirements by using continuous emission monitoring sysems. The EPA initidly promulgeted
regulations for Acid Rain Program continuous emission monitoring (CEM) requirements at 40 CFR Part 75
on January 11, 1993 (58 FR 3590) and has published interim and direct find rule revisonsto Part 75 as well
astechnicd revisons since that time. The most recent revisons include extensive rule revisons published on
May 26, 1999 (64 FR 28564) to 40 CFR Parts 72 and 75 and May 14, 1999 revisions (64 FR 26484) to
the flow test methods in 40 CFR Part 60, Appendix A.

Initidly, this manua addressad policy questions involving the implementation of the Acid Rain CEM
Program. Effective with Update #7 issued in November 1995, the name of this manua was changed to the
"Acid Rain Program Policy Manud," and the manua now includes questions and answers related to Acid
Rain Program policy issues other than Part 75 issues.

Thismanua provides a series of Questions and Answers that can be used on a nationwide basisto
ensure that the Acid Rain Program is applied consistently for al sources affected by the program. The manua
includes a generd table of contents that lists the mgjor topic area and a separate table of contents for each
topic area that identifies the appropriate page reference for each Question and Answer applicable to that
area. At the end of this manua, akey word index is provided that identifies for each key word the question
number(s) where an issue concerning that key word is addressed.

This manud isintended to be aliving document. The EPA will issue new Questions and Answers as
they arise and will revise previoudy issued Questions and Answers as necessary to provide clarification. It
should be noted that the materids in this manua are guidance materias only and are intended to clarify the
regulations. This document is not intended, nor can it be relied upon, to create any rights enforceable by any
party in litigation with the United States. EPA may decide to follow the guidance provided in this documert,
or to act at variance with this guidance, based on its andysis of the specific facts presented. This guidance
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I ntroduction

may be revised without public notice to reflect changesin EPA's gpproach to implementation, or to clarify and
update text.

The contents of this manua are available to the generd public through the Internet on the Acid Rain
Homepage. The eectronic versonis provided in an Adobe Acrobat file (pdf format). Updates to the manud
will be issued as separate Adobe Acrobet files. Periodicaly, EPA will reissue acomplete manud that
incorporates the updates. This verson of the manud includesthe origind March 11, 1993 verson, and
Updates #1 through #12 to thet origina verson. Table A, below, providesaligt of the questionsin this
update and their status (new or revised). Two new sections, 22 and 24, are dso included. Section 22 deals
with Subtractive Configurations and Section 24 covers NO, Apportionment. Findly, the contact list
(Appendix A) has been updated and the " Quarterly Report Review Process for Determining Final Annual
Data" (part of Appendix C) has been revised (the other documents from Appendix C have not been revised).

If after reviewing the regulations and this manud, the reader till has an unresolved issue, the reader
should contact the appropriate EPA Headquarters or Regiona Office contact. An Acid Rain CEM Program
contact list gppearsin Appendix A of this manud.

In response to the recent rule revisions, and given that certain questions and answers that were time-
sengtive are no longer applicable, this verson of the manua "retires’ a number of questions and answers. In
addition, for ease of reference, EPA has retained the same numbering for al questions and answers from
previous versions of the manud. The "Higtory™ information in each answer indicates when the question and
answer was origindly published and when, if gpplicable, it wasretired or revised. The table of contents for
each section dso identifies which questions and answers have been retired or revised.
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I ntroduction

Table A: New/Revised Questions

Question

Question

Question

Number Status Number Status Number Status
113 New 10.31 New 223 New
114 New 10.32 New 24 New
115 New 10.33 New 225 New
116 New 10.34 New 226 New
117 New 10.35 New 27 New
216 New 10.36 New 28 New
326 New 10.37 New 229 New
327 New 116 New 22.10 New
3.28 New 134 Revised 211 New
329 New 135 Revised 212 New
330 New 13.6 Revised 241 New
331 New 14.90 New 242 New
332 New 1491 New 243 New
333 New 14.92 New 244 New
334 New 14.93 New 245 New
335 New 14.94 New 246 New
4.23 New 14.95 New 24.7 New
56 Revised 14.96 New 24.8 New
6.5 New 14.97 New 249 New
722 New 14.98 New 24.10 New
8.30 New 14.99 New 2411 New
831 New 14.100 New 24.12 New
8.32 New 14.101 New 2413 New
8.33 New 14102 New 2513 New
834 New 15.28 New 25.14 New
835 New 15.29 New 25.15 New
10.28 New 1530 New 26.19 New
10.29 New 221 New 291 New
10.30 New 22 New
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Section 1

General

Question 1.1

Question 1.2
Topic:

Question:

Answer:

References:
Key Words:

History:

Question 1.3
Topic:

Question:

Answer:

Refer ences:
Key Words:

History:

RETIRED

REVISED
Time-shared Andyzers

If two individual probes (for example, where the probes are ingtaled in two different
ducts) share an andyzer, are they consdered individuad monitoring systems?

Yes. The minimum data capture requirements of § 75.10(d)(1) therefore apply to
each system separately (i.e., aminimum of one cyde of operation (sampling, andyzing,
and data recording) must be completed in each successve 15-minute interva, for each
monitoring system).

§ 75.10(d)

Time-sharing

Firg published in May 1993, Update #1; revised in October 1999 Revised Manua

Acceptable Monitors

Aredl types of monitors, including in-stu monitors, gppropriate for usein the Part 75
program?

Yes, dl types of CEMS are appropriate for use in the CEM program as long as the
CEMSis aile to meet the design specifications, al the initid performance test
requirements, and the annua, semi-annud, quarterly, and daily QA/QC requirements
of Part 75.

§ 75.10, § 75.66(1)

Monitors, Petitions

First published in November 1993, Update #2
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General

Section 1

Question 1.4
Topic:

Question:

Answer:

References:

REVISED
Use of Opticd In-stu Monitoring

Can | use an opticd in-9tu monitoring system under the Acid Rain Program? If so,
how do | challenge the system with calibration gases and what procedure should | use
to caculate the required gas tag values?

Yes. Anopticd in-stu syslem may be used so long asit is gpproved by the Acid Rain
Program viaissuance of a monitoring system certification. This means the sysem must
undergo al required tests and pass. To test the instrument linearity and calibration
error, EPA Protocol gases must be used. The use of acdibration cdl thet is placed in
the measurement path is acceptable. The calibration cell must be located so asto
chdlenge the entire measurement system. Thisis andogous to the injection of
cdibration gas to the probe tip of extractive systems.

For path messurement systems where the cdibration gas materials are introduced into
acdl of different optica path length than the measurement optica peth length, use the
following equation to caculate the cdlibration gas tag vaues needed for dally
cdibration error tests or linearity checks.

EAV * SAV ( _MPL
CCPL
Where:
EAV = Equivdent Audit Value
SAV = Specified Audit Vaue
MPL = Measurement Path Length
CCPL = Cadlibration Cdl Path Length

The EAV isthe actua tag value of the EPA protocol gasto beinjected. The SAV is
the required reference gas concentration specified in Section 5.2 of Appendix B of the
rule as a percentage of the caculated span vaue.

The design should be such that the audit cdibration gasis mantained at the same
temperature and pressure as the stack gas to be measured. Alternatively, the owner or
operator could determine the calibration cell temperature and apply appropriate
corrections to the audit measurements to represent monitor performance at actua
effluent conditions, subject to the gpprova of the Adminigirator. Any such petitions
must be approved by the Administrator prior to implementation of acceptable testing.

§75.10

Page 1-2

Acid Rain Program Policy Manual -- March 28, 2000



Section 1 General
Key Words: Monitors
History: Firg published in March 1995, Update #5; revised in October 1999 Revised Manual
Question 1.5 REVISED
Topic: Publication of Regulationswith All Revisons
Question: There have been severd revisonsto Part 75 since the original 1993 rule. Will EPA
produce a single consolidated rule incorporating al the changes?
Answer: Yes. The Office of the Federad Register and the Government Printing Office are
responsble for publishing updated regulationsin the Code of Federal Regulations
(CFR). The Office of the Federal Register produces a consolidated version each year.
The consolidated version generally becomes available in January or February and
contains dl rule revisons through July 1 of the previous caendar year. Therefore, the
Office of the Federal Register version that becomes available in January or February
2000 will include the May 26, 1999 revisonsto Part 75. ARD plansto release a draft
consolidated version later thisyear. The Government Printing Office can be contacted
at (202) 512-1800.
References: N/A
Key Words: N/A
History: Firgt published in November 1995, Update #7; revised in October 1999 Revised
Manudl
Question 1.6 RETIRED
Question 1.7 RETIRED
Question 1.8 RETIRED
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General Section 1
Question 1.9 RETIRED

Question 1.10 RETIRED

Question 1.11

Topic: Policy Manua/Guidance Updates

Question: Will ARD update the Policy Manud to be consstent with rule revisons? How will
additiona guidance be made available?

Answer: Yes. Inaddition to the October 1999 Revised Policy Manua and subsequent Policy
Manud updates, EPA will provide additiona guidance intwo ways. (1) the EDRv2.1
ingructions will be periodicaly updated; and (2) EPA will post answers on the Internet
to questions received viae-mail. A specid location has been established on the ARD
website to post questions and answers. Go to: www.epa.gov/acidrain/so2emis.html.
Each EDR v2.1 update will be referenced by its date. The EDR v2.1 Reporting
Instructions were released on May 4, 1999. Thefirst update to the EDR v2.1
ingtructions was released on August 16, 1999. To help sources understand the
differences between the May 4 and August 16, 1999 ingtructions, the August 1999
indructions include a list of the changes made. No changes are planned that will affect
how the EDR is structured. The scope of the changes will be limited to the following:
(2) correction of errors; (2) incluson of additiona reporting codes, as necessary; (3)
expangon or re-wording of portions of the ingtructions, for clarity; and (4) addition of
gpecid indructions for Subpart H sources thet report data only during the ozone
Season.

References: N/A

Key Words: Electronic data reporting

History: Firgt published in October 1999 Revised Manua
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Section 1 General

Question 1.12
Topic: Time Table for Implementation of Rule Revisons
Question: The revisonsto Part 75 that were published on May 26, 1999 became effective on
June 25, 1999. Must dl of the new rule provisons be implemented immediady? If
nat, can you provide guidance, including atime table, for implementing the new rule
provisons?
Answer: EPA has identified Sx categories of rule provisonsin the May 26, 1999 rulemaking:

(1) Category 1: Provisonsthat have an effective date of June 25, 1999 that are
required and must be implemented beginning on June 25, 1999.

(2) Category 2: Provisonsthat have an effective date of June 25, 1999 that are
optiona and may be used on and after June 25 1999.

(3) Category 3: Provisonsthat will be required on a date after June 25, 1999 (April
1, 2000, in most cases). These provisions may, at the discretion of the owner or
operator, be used on and after June 25, 1999.

(4) Category 4: Provisonsthat have an effective date of June 25, 1999, but for which
EPA is extending the required implementation dete in this policy beyond June 25,
1999 to dlow for equipment and DAHS upgrades.

(5) Category 5: One provision that has an effective (starting) date of January 1, 2000
and may not be used until that date.

(6) Category 6: Provisonsthat were deleted or replaced with aless stringent
requirement from Part 75 in the May 26, 1999 find rule revisions.

Table 1, below, summarizes the mgor Part 72 or 75 revisions that were promulgated
on May 26, 1999. Each rule provision has been placed in one of the categories
described above and guidelines are given for implementation of each provision. The
category number assigned to each rule provision appearsin square brackets in the first
column of Table 1 (eq., [2] standsfor Category 2). Note that full implementation of
severa new rule provisonsin Categories 1, 2, 3, and 4 requires aDAHS upgrade
from EDR v1.3to EDR v2.1. However, since you are not allowed to submit
quarterly report datato EPA in EDR v2.1 format until the first quarter of 2000 and are
not required to submit in EDR v2.1 format until the second quarter of 2000, interim
guidance is needed to implement these provisons while EDR v1.3 is il being used
(i.e,, inthe period from June 25, 1999 to April 1, 2000 (or January 1, 2000, if the
EDR v2.1 upgradeis donein the first quarter of 2000)). Table 1 providesthe
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General

Section 1

necessary interim guiddines. Note that where Table 1 indicates that you should
conduct certain reporting "after the EDR v2.1 DAHS upgrade isdone" (or Smilar
phrase), you cannot use EDR v2.1 reporting prior to reporting data for the first quarter
of 2000 even if your DAHS upgrade is completed prior to that time.

Tablel: Summary of May 26, 1999 Revisionsto 40 CFR Parts 72 and 75

With Implementation Guidelines

Category 1 Provisions

Effective
Part 75 or 72 Rule Provision Date or Date or Key Rule - . .
and [Category] D.ate Quar.ter Citation(s) Guidelinesfor Implementation and Reporting
First Required
Allowed

New certification and 6-25-99  |6-25-99 §75.20(a), (b), | Asof 6-25-99, the process for submitting and reviewing

recertification procedures [1] and (9) certification and recertification applications has been made
uniform. Thereisnow a 120 day review period for both
types of applications. There are new (restricted)
definitions of recertification eventsin § 75.20(b) and (g)(6).
Only arecertification event requires aformal recertification
application.
EPA plans to implement a more efficient mechanism for
receiving and processing the electronic portion of
certification and recertification applications by January 1,
2000. Please continue to submit certification or
recertification applications and test results in the usual
way until this procedureisin place.

Determination of the upper and | 6-25-99  |6-25-99 Appendix A, | Starting 6-25-99, keep records of these determinations.

lower boundaries of the "range Section 6.5.2.1 | When the EDR v2.1 DAHS upgrade is done, report the

of operation" and definition of upper and lower boundaries of the range of operation in

the "low," "mid," and "high" RT 536.

load levels[1]

Keeping of certain on-site 6-25-99  |6-25-99 Appendix B, |Begin keeping amaintenance log (if oneis not currently

maintenance records and Section 1.1.3 [ kept) as of June 25, 1999. Also record the current values

records of flow monitor of the flow and moisture monitor polynomials, K-factors,

polynomial coefficients, etc., and keep records of any changes to these values,

moisture monitor K-factors, beginning on June 25, 1999.

etc. [1]

Changesto the general RATA | 6-25-99  |6-25-99 Appendix A, |Usethese provisionsfor all RATAS performed on or after

procedures [1] Sections 6.5.7 | 6-25-99.

through 6.5.9

Keep appropriate records when required.

(cont.)

Page 1-6
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Section 1

General

Tablel: Summary of May 26, 1999 Revisionsto 40 CFR Parts 72 and 75

With Implementation Guidelines

Category 1 Provisions (cont.)

Effective
L Date or Date or
Part 756“(1); {é;l;;zz]owson Date Quarter CI:(i'gtil(?)zl(z) Guidelinesfor Implementation and Reporting
First Required
Allowed
Minimum separation of 25% of | 6-25-99  [6-25-99 Appendix A, [Usethese provisionsfor all flow RATASs performed on
the range of operation between Section and after 6-25-99.
flow RATA audit points at 6.5.2(a) and
adjacent load levels[1] Appendix B,
Section
2.3.1.3(c)(6)
Data validation rules for 6-25-99  |6-25-99 Appendix B, |Usetheseprovisionsfor all RATAs and linearity checks
RATAs and linearity Sections 2.2.3 | performed on and after 6-25-99.
checks[1] and 2.3.2
"Additional” calibration error 6-25-99  |6-25-99 Appendix B, |Usethese calibration error test provisions and the
test requirements following Section 2.1.3 | associated data validation rules on and after 6-25-99.
failed calibrations, corrective
maintenance, and certain
"routine" and "non-routine"
monitor adjustments [1]
New fuel flowmeter quality 6-25-99  |6-25-99 Appendix D | In determining the deadline for the next fuel flowmeter
assurance schedule under Section2.1.6  |accuracy test, you may count any calendar quarter since
Appendix D (i.e., perform the last accuracy test as a"non-fuel flowmeter QA
accuracy testing once every operating quarter" (including quarters prior to Q2 1999), if
four "fuel flowmeter QA the applicable fuel was combusted for < 168 hoursin the
operating quarters,” not to quarter.
exceed 20 consecutive calendar
quarters) [1] When reporting in EDR v1.3 format, claim fuel flowmeter
QA test extensionsin RT 910. After the upgradetov2.1,
use RT 696 to claim accuracy test deadline extensions.
Two-load annual flow 6-25-99  |6-25-99 Appendix B, |On and after June 25, 1999 perform two-load annual flow
RATAs[1] Section RATAS, for routine QA purposes, at the two most
2.31.3(c)(1) |frequently-used load levels, as defined in Section 6.5.2.1 of

Appendix A (unless the unit qualifies for asingle-load
test). Owners and operators should perform the historical
load analysis described in Section 6.5.2.1 of Appendix A,
to ensure that the proper load levels are chosen for the
RATA.

When this provision is used prior to the date of the EDR
v2.1 DAHS upgrade, indicate thisin RT 910 of the
quarterly report. Thereafter, indicate the number of flow
RATA load levelsin RT 611.

(cont.)
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General

Section 1

Tablel: Summary of May 26, 1999 Revisionsto 40 CFR Parts 72 and 75

With Implementation Guidelines

Category 1 Provisions (cont.)
Effective
Part 75 or 72 Rule Provision Date or Date or Key Rule N . .
and [Category] D.ate Quar.ter Citation(s) Guidelinesfor Implementation and Reporting
First Required
Allowed
Use of "conditionally valid" 6-25-99  |6-25-99 §75.20(b)(3) |[Only data measured and recorded on and after June 25,
datafor recertifications and and § 75.20 1999 can be considered conditionally valid data.
diagnostic tests (required) and (d)(2)(iii)
for initial certifications and If the provision is used prior to the upgrade to EDR v2.1,
routine linearity checks and document thisin RT 910. Alsoindicatein RT 910 any
RATAS (optional) [1] quarter that ends with a"conditionally valid" data status
for any pollutant or parameter.
After the upgrade to EDR v2.1, use RT 556 to document
all periods of conditionally valid data.
RATA deadlines are 6-25-99  |6-25-99 §722 In determining the deadline for the next RATA of aCEMS,
determined on the basis of "QA (QA operating [ you may count any calendar quarter since the last RATA
operating quarters,” rather than quarter of the system as a"non-QA operating quarter" (including
calendar quarters[1] definition) quarters prior to Q2 1999), if there are < 168 unit or stack
operating hours in the quarter.
Appendix B,
Sections In the time period from 6/25/99 to 4/1/00 (or 1/1/00 if the
231l1land EDR v2.1 upgrade occursin the 1st quarter of 2000), if
2312 you extend any RATA deadline(s) based on "non-QA
operating quarters,” indicate thisin RT 910 of the
electronic quarterly report. Thereafter, use RT 697 to
claim RATA deadline extensions.
Category 2 Provisions
Effective
.. Date or Date or
Part 7::; {é;:;:’;}owson Date Quarter Cfgiizl(z) Guidelinesfor |mplementation and Reporting
First Required
Allowed
Use of the abbreviated flow-to- | 6-25-99  |Optional Appendix B, |Thistestisessentially identical to the diagnostic test
load ratio or GHR diagnostic procedure  |Section 2.2.5.3 | procedure described in Question 13.15.
test to validate flow rate data which may
following corrective be used on If this provision is used prior to the date of the EDR v2.1
maintenance of the flow and after DAHS upgrade, indicate thisin RT 910 of the quarterly
monitor or magjor component 6-25-99 report. Thereafter, report RT 556 when the diagnostic test
replacement [2] is performed.

(cont.)

Page 1-8
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Section 1

General

Tablel: Summary of May 26, 1999 Revisionsto 40 CFR Parts 72 and 75

With Implementation Guidelines

Category 2 Provisions (cont.)
Effective
.. Date or Date or
Part 756“(1); {é;l;;zz]owson Date Quarter CI:(i'gtil(?)zl(z) Guidelinesfor Implementation and Reporting
First Required
Allowed
Conditiona exemption from 6-25-99  |Optiona 8§75.21(a)(7) [Asof June 25, 1999, you may implement this provision
0O, RATA testing, for units procedure using fuel usage datafor calendar year 1999.
with SO, monitors, if the which may
annual usage of fuel with a be used on Keep records of the annual high-sulfur fuel usage. Prior to
sulfur content greater than and after the EDR v2.1 upgrade, claim the SO, RATA exemption
"very low sulfur fuel" (as 6-25-99 by reporting the year-to-date usage of high sulfur fuel in
defined in § 72.2) is# 480 RT 910. Thereafter, report RT 697 to claim the RATA
hours per year [2] exemption.
Cap of 1.111 on the bias 6-25-99  |Optiona Appendix A, |Thevaueof 1.111 for aBAF may be applied to data on
adjustment factor (BAF) for procedure  |Section and after June 25, 1999 to substitute for a higher BAF
low emitting sources of SO, whichmay [7.6.5(b) from apreviously performed RATA at aqualifying low
and NO, [2] be used on emitting source. The BAF value of 1.111 must be
and after automatically applied to the unadjusted SO, and NO, data
6-25-99 by the DAHS.
Revised aternative relative 6-25-99  |Optiona Appendix B, |If the new alternate RA specifications are used prior to the
accuracy specifications for procedure  |Section 2.3.1.2 | date of the EDR v2.1 upgrade, indicate thisin RT 910 of
low emitting sources of SO, whichmay [and Figure2 |the quarterly report.
and NO, and for CO, be used on
monitors[2] and after Thereafter, report a"1" in column 128 of EDR RT 611 to
6-25-99 indicate that the alternative specification is used.
New options for gas RATA 6-25-99  |Optiona Appendix A, |Keep appropriate records as part of the test log, indicating
reference method traverse point procedure  |Section 6.5.6 |the number and location of the RM traverse points.
location [2] which may
be used on
and after
6-25-99
Use of astratification test to 6-25-99  |Optiona Appendix A, [Keep on-siterecords of all stratification tests performed.
qualify for single-point gas procedure  [Sections 6.5.6
RATA sampling or to qualify whichmay [through 6.5.6.3
to use a"short" reference be used on
method measurement line and after
following awet scrubber [2] 6-25-99

(cont.)
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Section 1

Tablel: Summary of May 26, 1999 Revisionsto 40 CFR Parts 72 and 75

With Implementation Guidelines

Category 2 Provisions (cont.)

Effective
.. Date or Date or
Part 756“(1); {é;l;;zz]owson Date Quarter CI:(i'gtil(?)zl(z) Guidelinesfor Implementation and Reporting
First Required
Allowed
Single-load annual flow RATA | 6-25-99  [Optional Appendix B, |If thisprovision isused prior to the date of the EDR v2.1
testing for units that have provision  |Section DAHS upgrade, indicate thisin RT 910 of the quarterly
operated at one load level (L, whichmay [2.3.1.3(c)(3) |report. Thereafter, report RT 695 to make a single-load
M, or H) for $ 85% of thetime be used on flow RATA claim.
since thelast annua flow and after
RATA [2] 6-25-99
Quarterly linearity check or 6-25-99  |Optiona Appendix B, | Thefirst quarter for which you may claim an exemption to
leak check exemption, based on provision  [Sections2.2.1 |alinearity check or leak check is the second quarter of
infrequent operation (i.e, whichmay |and 2.2.2 1999.
< 168 unit or stack operating be used on
hours in the quarter) [2] and after If these provisions are used prior to the date of the EDR
6-25-99 v2.1 DAHS upgrade, indicate thisin RT 910 of the
quarterly report. Thereafter, report RT 698 to claim
quarterly linearity check or leak check exemptions.
Linearity exemption for SO, 6-25-99  |Optional Appendix A, | Thefirst quarter in which you may claim thislinearity
and NO, monitors with a span provision  |Section 6.2 check exemption is the second quarter of 1999.
value of # 30 ppm [2] which may
be used on
and after
6-25-99
Linearity check only required | 6-25-99  |Optional Appendix B, | The second quarter of 1999 isthe first quarter you may
on the range(s) actually used provision  |Section2.2.1 |claim alinearity exemption based on this provision.
for reporting during the which may
quarter [2] be used on If this provision isimplemented prior to the date of the
and after EDR v2.1 DAHS upgrade, indicate thisin RT 910 of the
6-25-99 quarterly report. Thereafter, use RT 698 to claim
quarterly linearity check exemptions.
"Grace periods’ for RATAS, 6-25-99  |Optiona Appendix B, |Grace periods may be applied to any missed QA test
linearity checks, and leak provision  |Sections2.2.4 |deadline, beginning with the second quarter, 1999 test
checks, to extend the deadlines whichmay |and 2.3.3 deadline
for missed QA tests[2] be used on (i.e., June 30, 1999).
and after
6-25-99 If grace periods are used prior to the date of the EDR v2.1

DAHS upgrade, indicate thisin RT 910 of the quarterly
report. Thereafter, report RT 699 when a grace period is
used to extend a QA test deadline.

(cont.)
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Section 1

General

Tablel: Summary of May 26, 1999 Revisionsto 40 CFR Parts 72 and 75

With Implementation Guidelines

Category 2 Provisions (cont.)
Effective
.. Date or Date or
Part 756“(1); {é;l;;zz]owson Date Quarter CI:(i'gtil(?)zl(z) Guidelinesfor Implementation and Reporting
First Required
Allowed
Use of amid-level calibration | 6-25-99  |Optional Appendix A, |If thisprovisionisimplemented prior to the date of the
gasfor daily calibration error provision  |Sections6.3.1 |EDR v2.1 DAHS upgrade, indicate thisin RT 910 of the
tests[2] whichmay [|and7.2.1 quarterly report. Perform calibration error testsin the
beusedon |Appendix B, |usua manner, replacing the letter "H" in column 71 of RT
and after Section2.1.1 (230 with "M". This substitution may be performed
6-25-99 manually prior to the EDR v2.1 upgrade.
Alternative calibration error 6-25-99  |Optiona Appendix A, |Report the reference and measured values to 0.01 inches of
specification for low-span provision  [Section 3.1 H,O in columns 37 and 50 of EDR record type 230. If the
differential pressure-type flow which may vaue of
monitors [2] be used on * R - A *islessthan 0.05 inches H,O, report the resultsin
and after column 63 of RT 230 as 0.0, since the field only has one
6-25-99 decimal place. Reporta"1" in column 68 of RT 230 to
indicate that the alternate performance specification is
being used.
Use of "like-kind replacement” | 6-25-99  |Optional §75.20(d) If like-kind replacement analyzer is used, assign it a 3-digit
non-redundant backup provision component ID starting with "LK" (eq. LK1) and includeit
analyzers|[2] which may in RT 510 as a component of the primary monitoring
be used on system. Perform alinearity test when the monitor is
and after brought into service. Report the results of the validating
6-25-99 linearity test of the analyzer.
Report all quality assured data from the analyzer under the
3-digit "LK" component ID and flag each hour of datawith
aMODC of "17". Manual entry of the "LK" component
ID and the MODC of 17 is permitted.
Use of default high rangevalue | 6-25-99  |Optional Appendix A, |If you elect to implement this provision prior to the EDR
for SO, or NO, concentration, provision  [Sections v2.1 upgrade, the necessary mathematical a gorithms must
in lieu of maintaining ahigh whichmay |2.1.1.4(f) and [be automated within the DAHS. Report aMODC of "19"
monitor range (dual-span units, beusedon [2.1.2.4(e) for hours in which the default high range value is used.
only) [2] and after The code "19" may be manually entered into RTs 200 and
6-25-99 201 until the deadline for the EDR v2.1 upgrade (April 1,
2000). Thereafter, the code must be generated
automatically by the DAHS.

(cont.)
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Section 1

Tablel: Summary of May 26, 1999 Revisionsto 40 CFR Parts 72 and 75

With Implementation Guidelines

Category 2 Provisions (cont.)

Effective
.. Date or Date or
Part 756“(1); {é;l;;iz]owson Date Quarter CI:(i'gtil(?)zl(z) Guidelinesfor Implementation and Reporting
First Required
Allowed
New Appendix D fuel 6-25-99  |Optiona Appendix D | If you elect to use these new options prior to the EDR
sampling options [2] provisions |Section 2.2 for |v2.1 upgrade report the sulfur content, GCV, and (if
whichmay [oil and Section | applicable) density value used to determine emissions for
beusedon (2.3 for gas the hour in RTs 302, 303, 313, and 314. Use the existing
and after code that is most appropriate to report the method of oil
6-25-99 sampling in RT 313. Indicatein RT 910 the sampling
procedures used if they are not fully supported by EDR
v13.
Expanded use of "diluent cap" | 6-25-99  |Optional Appendix F, | EPA recommends that these provisions not be
value[2] provision  [Sections 3.3.4, |implemented until the EDR v2.1 upgrade is performed.
whichmay [(4.1,4.4.1,
beusedon [5.2.1,5.2.2,
and after 5.2.3, and
6-25-99 524
Use of optional fuel flow-to- 6-25-99  |Optional Appendix D | Theinitial baseline flow-to-load ratio may be established
load ratio test to extend fuel provision  |Section2.1.7 |using the historical data collected after the most recent fuel
flowmeter QA test deadline [2] which may flowmeter accuracy test. If you elect to extend your fuel
be used on flowmeter accuracy test deadline using the fuel flow to
and after load ratio test procedure, the test must be performed and
6-25-99 passed for each quarter after the baseline data collection

period ends, including quarter(s) prior to the second
quarter of 1999.

Y ou may extend afuel flowmeter accuracy test deadline
starting with the second quarter of 1999.

If the fuel flow-to-load ratio test is used prior to the
deadline for the EDR v2.1 upgrade (April 1, 2000),
indicate thisin RT 910 of each quarterly report and
summarize the test results. Thereafter, use RTs 629, 630,
and 696 to report the test results and to claim extensions
of the flowmeter accuracy test deadline.

(cont.)
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Section 1

General

Tablel: Summary of May 26, 1999 Revisionsto 40 CFR Parts 72 and 75

With Implementation Guidelines

Category 3 Provisions
Effective
.. Date or Date or
Part 756“(1); {é;l;;zz]owson Date Quarter CI:(i'gtil(?)zl(z) Guidelinesfor Implementation and Reporting
First Required
Allowed
Genera record keeping 6-25-99  |4-01-00 §75.57 These recordkeeping provisions correspond to the required
requirementsin § 75.57 through or through DAHS upgrade from EDR v1.3 to v2.1, with one
§75.59[3] 1-01-00, §75.59 exception: if any new rule option is used prior to 4/1/00,
depending the associated recordsin § 75.57 through § 75.59 must be
on date of kept on-site.
DAHS
upgrade to Otherwise, in the interval from 6/25/99 to 4/1/00 (or 1/1/00
EDRv2.1 if the DAHS upgrade is donein the first quarter of 2000),
the general recordkeeping provisionsin § 75.54 through
8§ 75.56 remain in effect.
Reporting of SO, emission 6-25-99  |4-01-00 8§ 75.57(b)(5) [Hourly reporting of SO, emission rates (Ib./hr) and heat
rates and heat input rates [3] or and (c)(4) input rates (mmBtu/hr) isrequired. Therewasan error in
1-01-00, § 75.54(b)(5) of the previous version of Part 75. Instead
depending of requiring the heat input rate in mmBtu/hr, the rule had
on date of erroneously required total heat input in mmBtu. Also,
DAHS there were misstatementsin § 75.54(c)(3). The
upgrade to reguirement to report SO, emissionsin Ib/hr was described
EDRVv2.1 as mass emissions of SO, rather than as an emission rate.
Both of these errors have been corrected in the May 26,
1999 findl rule.
Quarterly stack flow-to-load 6-25-99  |Second Appendix A, |EPA encourages sources to begin performing the flow-to-
ratio or gross heat rate test [3] quarter in  |Sections 7.7 | load ratio test before the second quarter of 2000.
2000 and 7.8
Prior to upgrading your DAHS to EDR v2.1 format report
Appendix B, |flow-to-load ratio test results (pass/fail) in RT 910.
Section 2.2.5 | Thereafter, report the test resultsin RT 605 and RT 606.
Electronic submittal of 6-25-99  |First quarter |8 75.64(f) Electronic submittal of quarterly reportsis currently
quarterly reports [3] in 2001 alowed and is the recommended method of submitting

data. Beginning on January 1, 2001, submittal through an
electronic modem or other approved method is required.

(cont.)
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Tablel: Summary of May 26, 1999 Revisionsto 40 CFR Parts 72 and 75

With Implementation Guidelines

Category 3 Provisions (cont.)

Effective
.. Date or Date or
Part 756“(1); {é;l;;iz]owson Date Quarter CI:(i'gtil(?)zl(z) Guidelinesfor Implementation and Reporting
First Required
Allowed
Determination of the normal 6-25-99  |Second Appendix A, |EPA recommends that these determinations be made as
load level(s) and the two most quarter in  |Sections soon as possible after June 25, 1999, in order to ensure
frequently-used load levels[3] 2000 6.5.2.1and that, in the interim period from 6/25/99 to 4/1/00: (1) gas
7.6.5 monitor RATAs are done at the "normal” load level, in
accordance with Section 6.5.2.1 of Appendix A and
Appendix B, |Section 2.3.1.3 of Appendix B;
Section 2.3.1.3 | (2) 2-load annual flow RATAs are done at the two most
frequently-used load levels, in accordance with Section
6.5.2.1 of Appendix A and Section 2.3.1.3 of Appendix B;
and (3) the bias adjustment factors for multi-load flow
RATASs are determined in accordance with revised Section
7.6.5 of Appendix A.
If the load level determinations are made prior to the EDR
v2.1 upgrade, keep the required records of the historical
data analysis and report the results of the data analysisin
RT 910. Thereafter, report thisinformation in RT 536.
Annual span/range 6-25-99  |12-31-99 Appendix A, | Perform the annual span and range evaluation required by
evauation [3] Sections these provisions no later than 12-31-99 for the 1999
2115, calendar year and at least once in each subsequent year.
2.1.25,
2.1.3.3,and
2143
(cont.)
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Section 1

General

Tablel: Summary of May 26, 1999 Revisionsto 40 CFR Parts 72 and 75

With Implementation Guidelines

Category 4 Provisions
Effective
Part 75 or 72 Rule Provision Date or Date or Key Rule - . .
and [Category] D.ate Quar.ter Citation(s) Guidelinesfor Implementation and Reporting
First Required
Allowed
New monitoring plan updating | 6-25-99  |1-01-00 §75.53(b), (€), | § 75.53(b) requires monitoring plans to be updated
procedures [4] and (f) whenever changes are made to a monitoring system that
affect the information in the monitoring plan. EPA is
moving toward an all-electronic process for updating
monitor plans. At the present time, the Agency is able to
receive electronic monitor plan updates in the quarterly
report submittals, but not at other times.
EPA projects that by January 1, 2000, a mechanism will
bein place for receiving electronic monitor plan updates at
all times. Until then, sources should continue to provide
hardcopy monitor plan updates to the States and Regions
and submit updated monitoring plan datain each quarterly
report, as has been donein the past.
Use of EPA protocol 6-25-99  |8-25-99 Appendix A, |Asof June 25, 1999, the results of an EPA inquiry showed
calibration gases that conform Section 5.1 that all major caibration gas suppliers were either using
to the September, 1997 the 1997 protocol or would be using it within a few weeks
protocol document, for daily of the effective date of the rule.
calibrations, linearity checks
and reference method Therefore, calibration gases received or ordered prior to
testing [4] August 25, 1999 may be used until their expiration date.
All gas cylinders ordered on and after August 25, 1999
must meet the new protocol.
Use of maximum potential 6-25-99  }4-01-00 §75.33 Implementation of this provision is not required until the
concentration of SO,, maximum deadline for upgrading to EDR v2.1 (April 1, 2000).
potential flow rate, or
maximum NO, emission rate Use of this provision prior to the required EDR v2.1
when percent monitor data upgrade is allowed if the change isincorporated into the
availability (PMA) is< DAHS in an automated fashion and the proper MODC
80.0% [4] code of 12 isused in RTs 200, 220, and 320. Manual
entry of the MODC code is permitted.
Reporting of 200% of therange | 6-25-99  {4-01-00 Appendix A, [Implementation of the provision is not required until the
for afull-scale exceedance of Sections deadline for upgrading to EDR v2.1 (April 1 2000).
the high range of an SO, 2115,
analyzer, NO, analyzer or flow 2.1.25,and Use of this provision prior to the required EDR v2.1
monitor [4] 2143 upgrade is allowed if the change isincorporated into the

DAHS in an automated fashion and if the proper MODC
code of 20isused. Manual entry of the MODC is
permitted.

(cont.)
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Tablel: Summary of May 26, 1999 Revisionsto 40 CFR Parts 72 and 75

With Implementation Guidelines

Category 4 Provisions (cont.)

Part 75 or 72 Rule Provision | Effective Date or Key Rule Guidelinesfor Implementation and Reporting Date
and [Category] pateor | U3 | Citation(s) First Allowed
Required
CO, and heat input rate 6-25-99  |4-01-00 §75.35and Use of the new mathematical agorithms for CO, and heat
missing data procedures [4] §75.36 input rate missing data is required beginning on April 1,
2000 for unitsthat use CEM S for CO, and heat input rate.
Although the rule allows use of the algorithms prior to
April 1, 2000, EPA advises that they not be used until the
EDR v2.1 upgrade has been done and the missing data
routines can be automatically implemented by the DAHS.
Quiality assurance of moisture | 6-25-99  |4-01-00 §75.11(b), This requirement applies only to units for which moisture
data and moisture missing data §75.12(b), corrections are required to properly calculate emissions or
routines [4] §75.37, heat input rate. Incorporate the selected moisture
§75.4(i), and | methodology and program the missing data routines into
§75.20(c)(5) |the DAHS by the deadline for the EDR v2.1 upgrade
through (c)(7) | (April 1, 2000). The new moisture provisions are not
adequately supported by EDR v1.3; therefore, EPA
recommends that you not implement these provisions until
the DAHS is upgraded to EDR v2.1.
Sources that have historically accounted for moisture and
reported percent moisture in RT 220 of EDR v1.3 should
continue to do so until the EDR v2.1 upgradeis
performed.
Beginning on April 1, 2000, report moisture datain RT
212 or, if adefault percent moisture value is used, report
thevaluein RT 531.
Use of special component type | 6-25-99  }4-01-00 Appendix A, |Continue to report acomponent type code of SO2 or
code for dual range analyzer Sections NOX in column 23 of RT 510, until April 1, 2000 or
with asingle component ID [4] 2.1.1.4(d) and |January 1, 2000, depending on the date of the DAHS
2.1.2.4(c) upgrade to EDR v2.1. Y ou must use the new "special”

component type code SO2A or NOXA when you upgrade
to EDR v2.1 format.

(cont.)
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Tablel: Summary of May 26, 1999 Revisionsto 40 CFR Parts 72 and 75

With Implementation Guidelines

Category 4 Provisions (cont.)

Part 75 or 72 Rule Provision | Effective Date or Key Rule Guidelinesfor Implementation and Reporting Date
and [Category] pateor | U3 | Citation(s) First Allowed
Required
Revised definition of pipeline | 6-25-99  [4-01-99 §722 The revised definitions of "Pipeline natural gas' (PNG)
natural gas and natural gas [4] Definitions and "Natural gas' (NG) in 8 72.2 must be used when you
and Appendix | begin reporting in EDR v2.1 format. (Either April 1, 2000
D, Sections or January 1, 2000 if the EDR v2.1 upgrade is done at that
23.1,232, time). Prior to the EDR v2.1 upgrade, continue monitoring
and 2.3.3 and reporting data in the previously accepted manner.
The Agency will be issuing guidance on the use of the
revised definitions of pipeline natural gas and natural gasin
the near future. Please consult this guidance to assist you
in determining whether the fuel that you combust qualifies
as pipeline natural gas or natural gas.
Category 5 Provisions
Effective
.. Date or Date or
Part 756“(1); {é;l;;iz]owson Date Quarter CI:(i'gtil(?)zl(z) Guidelinesfor Implementation and Reporting
First Required
Allowed
Low mass emissions (Ime) unit | 11-26-98 |Optional §75.19 The LME methodology was originally promulgated on
excepted methodology [5] (origina) |provisions October 27, 1998. Use of this methodology is optional
and that may but must begin at the start of a calendar year and may not
6-25-99  |not be used be used until January 1, 2000. See § 75.53(f)(5) and
(revised)  |until §75.19(a) for LME monitoring plan and application
1-01-00 requirements.
The use of the LME provisions requires the submission of
an EDR inv2.1 format. Y ou may not report datafor a
LME unit using EDR v1.3. Therefore, if you elect to
report as an LME unit in 2000, EDR v2.1 reporting format
must be used, starting on January 1, 2000.

(cont.)

Acid Rain Program Policy Manual -- March 28, 2000

Page 1-17



General

Section 1

Tablel: Summary of May 26, 1999 Revisionsto 40 CFR Parts 72 and 75

With Implementation Guidelines

Category 6 Provisions
Effective
Part 75 or 72 Rule Provision Date or Date or Key Rule
and [Category] Date Quarter Ci'gtion(s) Guidelinesfor Implementation and Reporting
egory First Required
Allowed
Requirement for a4 month 6-25-99 |INA Removed from | Successive RATAS performed on and after June 25, 1999
waiting time between Appendix B, |may be separated by fewer than 4 months.
successive RATAs removed Section 2.3.1
from rule [6]
Requirement for a2 month 6-25-99 |INA Appendix B [On and after June 25, 1999, the minimum waiting time
waiting time between section 2.2.1 | between successive linearity tests has been reduced to 30
successive linearity checks days, "to the extent practicable.”
removed from rule [6]
Quarterly reports for Owners and operators should discontinue the submittal of
"deferred” Acid Rain units (i.e,, | 6-25-99  [NA § 75.64(a) abbreviated EDR reports for deferred units, starting with
existing affected units that were the second calendar quarter of 1999.
shut down on the applicable
compliance deadlinein
8§ 75.4(d), and have never
operated since) need not be
submitted until the unit
re-commences commercial
operation [6]
Restriction to two RATA 6-25-99 |INA Appendix B | On and after June 25, 1999, you may perform as many
attempts to obtain an annual Section 2.3.1.4 | RATASs as are deemed necessary to obtain an annual
frequency or favorable BAF RATA frequency or amore favorable BAF.
removed from
rule[6]
Requirement to perform annual | 6-25-99  |NA Removed from [ As of June 25, 1999, SO, and flow RATAS need not be
concurrent flow and SO, Appendix A, |performed concurrently at normal load.
RATASs removed from rule [6] Section 6.5
Submittal of reasons for 6-25-99 |INA §75.54(g) and | Beginning with the quarterly report for the third quarter of
missing datain RT 550 [6] §75.57(h) 1999, submission of this record typeis optional.
Requirement to maintain an on- | 6-25-99  |NA Removed from | Maintenance of an on-site spare parts inventory is no
Site spare partsinventory Appendix B |longer required, as of June 25, 1999.
removed from rule [6] Section 1.3
References: N/A
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General

Key Words:

History:

Question 1.13

Topic:
Question:

Answer:

Refer ences:
Key Words:

History:

Question 1.14

Topic:

Question:

Answer:

References:

Key Words:

History:

Electronic data reporting, Electronic report formats, Reporting

First published in October 1999 Revised Manua

Policy Manud Updates

Are pagt Policy Manud updates ill valid?

Yes, but only if the particular question isin the Revised Policy Manuad (dated October
14, 1999). The Revised Policy Manud includes al old questions (including those
distributed through updates) that are ill valid for policy purposes. Mot questions
have been revised, so you should reread the answers and make certain the substance
is unchanged.

N/A

N/A

Firg published in March 2000, Update #12

Audit Checklist

Is EPA planning on revisng the Levd 2 audit checklis which isincduded in the Acid
Rain CEMS Fidd Audit Manuad and used when conducting field audits?

Not at thistime. For itemsthat are not gpplicable following the Part 75 revisons, you
may just put "N/A" on the form. Y ou should make sure you are using the latest verson
of the form, available from the web Ste. Y ou may dso dter the format if you choose.
N/A

N/A

Firg published in March 2000, Update #12
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Question 1.15
Topic:
Question:

Answer:

Refer ences:

Key Words:

History:

Question 1.16

Topic:

Question:

Answer:

References:

PEMS
Is EPA congdering alowing the use of PEMS?

EPA is conducting aPEMS study. The Agency has done some preliminary
background work, but extensve field tests are needed to determine whether PEMS
should be dlowed to be used under the Acid Rain Program or Subpart H.

N/A
Predictive emissons monitoring sysems

Firg published in March 2000, Update #12

Exemptions From Part 60 Requirements

My facility is subject to continuous monitoring requirements under both 40 CFR Part
60 and 40 CFR Part 75. The May 26, 1999 revisonsto Part 75 alow usto clam an
exemption from linearity testing of our gas monitors for quarters in which the unit
operates for fewer than 168 hours. May | obtain asmilar exemption from the Part 60,
Appendix F quality assurance provisons for quarterly cylinder gas audits (which are
smilar to Part 75 linearity checks) for quartersin which the unit operates for fewer
than 168 hours?

Y ou may only obtain an exemption from the Part 60 cylinder gas audit (CGA)
requirement if the permitting authority dlowsit. When asourceis regulated under
different programs with smilar rule provisons (in this case, linearity checks and
cylinder gas audits), the facility must comply with each of these rule provisons
separady, unless the regulatory agency alows exceptionsto this. Therefore, unless
the permitting authority in the region or sate stipulates otherwise, you would have to
follow the procedures of Part 60, Appendix F, which require quarterly cylinder gas
audits, even for quarters in which the unit operates for fewer than 168 hours.

40 CFR Part 60, Appendix F; 40 CFR Part 75, Appendix B, Section 2.2.3(f)

Page 1-20

Acid Rain Program Policy Manual -- March 28, 2000



Section 1 General

Key Words: Qudlity assurance

History: First published in March 2000, Update #12
Question 1.17
Topic: Rule Revisons and OTC NBP Sources
Question: My source isan OTC NO, Budget Program (NBP) source and is not subject to the

Acid Rain Program. Can we take advantage of some of the new Part 75 rule revisons
that were promulgated on May 26, 19997

Answer: Y ou may only use the new Part 75 rule provisonsiif :
(1) Your State permits use of the revised rule; and

(2) The EDR verson in which you report data (i.e,, v.2.0 or v.2.1) is consistent with
the new Part 75 provison(s) that you intend to use.

The best way to ensure that condition (2) above ismet is to fully implement the NO,
mass emissions provisions of Subpart H of Part 75 (see 88 75.70 through 75.75).
Note that if you choose this option, you may no longer use any monitoring or reporting
option allowed by the January, 1997 NO, Budget Program Guidance, if the option is
not alowed under Part 75. 'Y ou must aso upgrade your DAHS software from EDR
v2.0to EDRV2.1.

If you want to implement some, but not dl, of the new Part 75 provisions and wish to
continue reporting in EDR v2.0, you mugt petition your State for permission to do so.
EPA advises States to use discretion in granting such petitions. Asagenerd guiddine,
petitions are considered approvableif the rule provisons that the source is requesting
permission to use are consstent with EDR v2.0 reporting. However, if implementation
of the new rule provisons requires any of the new record types or new data fields
associated with EDR v2.1, the State should carefully assess the potentid impact of not
receiving the extrainformation that EDR v2.1 would provide. If the State considers
the impact of not recaiving that information to be minimd, or if the State and the facility
can agree upon an dternaive way of documenting compliance with the new rule
provisons (eg., use of EDR RT 910, the dectronic cover |etter), then the petition may
be approved.

Note that regardless of whether the State approves any such petitions, NO, Budget
sources mug report dl required datain asingle EDR verson. You may not report in a
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format conssting of EDR v2.0 with afew v2.1 records added on, nor may you report
in EDR v2.1 with afew v2.0 records added on.

The Clean Air Markets Division will issue written guidance to the States to assist them
in evauating the types of petitions described in the previous paragraphs. Until that
guidance isfinaized, States receiving such petitions should make case-by-case
determinations and should contact EPA if any questions or issues arise.

References: N/A
Key Words: Applicability
History: First published in March 2000, Update #12
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SECTION 2
SO, MONITORING

Page
2.1 MOVED  SeeQuestion 23.1
2.2 RETIRED
2.3 RETIRED
24 RETIRED
2.5 RETIRED
2.6 REVISED SO, Monitoringfor GasonlyHours . ...................... 2-1
2.7 MOVED  SeeQuestion 25.1
2.8 MOVED  See Question 25.2
2.9 MOVED  See Question 25.3
2.10 MOVED  See Question 25.4
211 MOVED  See Question 25.5
2.12 MOVED  See Question 25.6
2.13 RETIRED
2.14 RETIRED
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Pege
2.15 RETIRED

2.16 Useof Default SO, VaUe . ... ..o 2-4
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Section 2 SO, Monitoring
Question 2.1 RENUMBERED ASQUESTION 23.1
Question 2.2 RETIRED
Question 2.3 RETIRED
Question 2.4 RETIRED
Question 2.5 RETIRED
Question 2.6 REVISED
Topic: SO, Monitoring for Gas-only Hours
Question: If I have an ail or cod unit with an SO, CEM S that occasiondly burns solely natura
gas, may | use adifferent monitoring gpproach for SO, for hours when | burn only
natura gas or may | continue to use an SO, CEMS?
Answer: If you are usng a CEM S as your monitoring approach for SO,, you may continue to

use an SO, CEMS or you may use another method for determining SO, emissons for
periods when you are only burning naturd gas. The three methods that § 75.11(€)
dlowsae

(1) Under § 75.11(e)(2), you may certify agasfue flow meter and use the procedures
in Appendix D to perform fud sampling and analys's (see Section 2.3 of Appendix
D). Thisoption isavailable for either pipeline naturd gas or other gaseous fuels.

(2) Under § 75.11(e)(1), you may determine hest input rate using a CO, or O,
monitor and a flow monitor, then use a default SO, emission rate from Section
2.3.1.1 or Section 2.3.2.1.1 of Appendix D to convert to SO, emissons (see
Section 7 of Appendix F). (Note that under this option, heat input rate may not be
determined by gas sampling and andlysis according to Section 5.5 of Appendix F.)
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Section 2

Thisoption isavalable only for fuds that quaify as either pipdine natura gas or
natural gas (as defined in 8 72.2).

To report hest input data using a CO, or O, monitor and a flow monitor, it is not
necessary to define and certify a separate system to caculate heat input. The flow
system and CO, system must be certified under Part 75 before using the flow or
CO, data.

To report SO, data for pipeline natural gas or naturd gas for these hours, report
the SO, massemissonsin RT 310. Leave blank the value for unadjusted SO,
mass emissons. The formula you should use to determine SO, emissonsis
Equation F-23 from Appendix F, Section 7:

E, " ER x HI
Where:
E, = Hourly SO, mass emission rate, Ib/hr.
ER = Default SO, emission rate, either 0.0006 for pipeline natural gas or calculated
using Equation D-1h, for "natural gas."
HI = Hourly heat input rate (using bias-adjusted flow rate), mmBtu/hr.

Thisformulashould be included in RT 520 of your monitoring plan, and identified
as"F-23" in the formula code column.

For any hour in which thisformulais used to cdculate SO, mass emissons, do not
report aRT 200. However, you must provide sufficient hourly datato support the
hest input rate determination (i.e., report the stack gas flow rate in RT 220 and
the diluent gas concentration, either in RTs 202 and 210 (if CO, concentration is
used to calculate heat input rate) or in RT 211 (if hest input rate is caculated using
O, concentration).

(3) Under § 75.11(e)(3) you may use the SO, monitor during the combustion of

gaseous fud. However, you must report a default vaue of 2.0 ppm SO, whenever
very low sulfur gaseous fud (as defined in § 72.2) is combusted and the bias-
adjusted SO, hourly average vaue recorded by the CEMSislessthan 2.0 ppm.

Periods when only gassous fud is burned are not used to determine the monitor
data availability for SO, when using either method (1) or (2) described above. In
addition, the standard SO, missing data procedures are used if the SO, CEM S
will be used to report data. The standard missing data procedures are not used in
periods when only gaseous fud is being combusted when using elther method (1)
or (2) described above. Rather, if you are usng afue flow meter to determine
SO, emissons, use the missing data procedures outlined in Appendix D. If you

Page 2-2
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are determining heet input rate by using a flow monitor and a CO, or O, monitor,
use the specific missing data procedures for those parameters.

References: 8 75.11(e), 8 75.64; Appendix D, Section 2.3; Appendix F, Section 7
Key Words: Electronic reporting formats, Reporting, SO, monitoring

History: Firgt published in March 1995, Update #5; revised July 1995, Update #6; revised
March 1996, Update #8; revised in October 1999 Revised Manua

Question 2.7 RENUMBERED ASQUESTION 25.1

Question 2.8 RENUMBERED AS QUESTION 25.2

Question 2.9 RENUMBERED ASQUESTION 25.3

Question 2.10 RENUMBERED AS QUESTION 25.4

Question 2.11 RENUMBERED ASQUESTION 25.5

Question 2.12 RENUMBERED ASQUESTION 25.6

Question 2.13  RETIRED

Question 2.14 RETIRED
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Question 2.15

Question 2.16
Topic:

Question:

Answer:

References:
Key Words:

History:

RETIRED

REVISED

Use of Default SO, Vdue

| have a cod-fired unit with certified SO, and flow monitoring sysems. The unit
occasiondly fires gaseous fue. According to § 75.11(e)(3)(iii), the DAHS must
automaticaly subgtitute a 2.0 ppm default for hours when: (&) the unit is combusting
gaseous fud that meets the definition of "very low sulfur fud™ in § 72.2; and (b) the
measured SO, concentration reading is less than 2.0 ppm. Does EPA require me to
demongrate that my gaseous fud qudifies as very low sulfur fue before | usethe 2.0
ppm default vaue?

No demongtration is required. The definition of very low sulfur fud in 8 72.2 includes
the following: "pipdine naturd gas' (asdefined in 8 72.2), "naturd gas' (as defined in

§ 72.2), and any other gaseous fud which has 20 grains or less of total sulfur. If,
based on a knowledge of the composition of the gaseous fuel being combusted (e.g.,
from contract specifications or historica fue sampling information), you believe the fue
qudifies as very low sulfur fud, report the 2.0 ppm default SO, concentration for gas-
fired hours when the bias-adjusted SO, concentration is less than 2.0 ppm.

§72.2, 8 75.11(e)(3)(iii)
SO, monitoring, Reporting

Firg published in March 2000, Update #12
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Flow Monitoring

Question 3.1

Question 3.2
Topic:
Question:

Answer:

Refer ences:
Key Words:

History:

Question 3.3
Topic:

Question:

Answer:

RETIRED

REVISED
Applicability
Is aflue gas volumetric flow monitor required on a gas-fired or oil-fired unit?

A gasfired unit or oil-fired unit subject to the Acid Rain Program does not need aflue
gas volumetric flow monitor if the owner or operator reports SO, mass emissons using
the procedures specified in Appendix D or uses the low mass emissons (LME)
methodology in 8 75.19. Gas-fired and oil-fired units subject to Subpart H dso have
options for monitoring NO, massthat do not require flow CEMS. These are outlined
in875.71.

§ 75.11(d)(2), § 75.19, § 75.71; Appendix D
Excepted methods, Flow monitoring

First published in Origina March 1993 Policy Manud; revised in October 1999
Revised Manud

Requirements for Dud Flow (X-Pattern Flow) Monitoring Systems

A number of sources have ingdled two sets of flow monitorsin asingle sack and are
reporting the average flow vaue as the unit flow on an hourly bass. Thisincludes
systems using x-pattern ultrasonic monitors, as well as systems using two differentia
pressure monitors.

How should these sources represent these monitors in the monitoring plan? How
should they report flow data and cdibration records?

In the monitoring plan, identify each separate flow monitor as a component in the
primary flow system. If each monitor alone will be usad as a redundant backup flow
system, dso define each redundant backup system containing a single flow monitor.
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For example, autility may ingal flow monitors Component 00A and Component 00B
onasngle stack. The average flow vaue of Component 00OA and 00B is identified

with primary System PO1. Component 00A is aso a component of redundant backup
System B01, and Component 00B is a component of redundant backup System BO2.

When the primary system is used to report data, report one set of calibration and
interference records for each flow monitor component of the primary system. Report
the average hourly flow vauein RT 220 usng only the sysem ID. Leavethe
component 1D blank. EPA will recognize the blank component 1D as an indication
that the system contains more than one flow monitor component and will evaluate the
monitoring plan data for the multiple components and the cdibration and interference
check data for appropriate multiple QA records.

For certification purposes and ongoing quality assurance, compare the reference
method results to the DAHS read out for each single flow monitor and the primary
flow system comprised of the average of its two components. Report three sets of
RATA and biastest dataand results. one for system PO1 (the average of components
00A and 00B), one for system B01, and one for system BO2.

Conduct a 7-day cdibration error test on each single flow monitor component. Y ou
must report the 7-day calibration error test data and results once for each backup
system and again for each flow monitor component of the primary syslem. For
example, you would report the 7-day cdibration error test data and results for each
flow monitor component of the primary system: 00A-PO1, 00B-P01, and again for
each of the two backup systems. 00A-B01, and 00B-B02. The flow quarterly leak
check results would be handled in the same manner as the 7-day calibration error test.

On any particular day for which dataiis reported from a backup flow system, you must
report the daily calibration error and interference check using the backup component
ID and system ID. If both primary and backup flow systems are used in the same day,
cdibration error and interference check data and results should be reported once for
each flow monitor component of the primary system (00A-PO1 and 00B-P01) and
again for the component of the backup system used (e.q., 00A-B01).

References: Appendix A
Key Words: Flow monitoring, Monitoring plan, Reporting
History: Firg published in March 1995, Update #5
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Question 3.4 REVISED

Topic: Length of Reference Method 2 Test Runs

Question: Must a Method 2 flow run be 30 to 60 minutes long?

Answer: No. Method 2 only requires arun to be long enough to obtain a stable reading a each
traverse point. The EPA recommends that flow run times be consstent with the run
timefor agas RATA run (21 minutes). Fow runs shorter than 21 minutes are
acceptable, but runs must be at least 5 minutes long.

References: 40 CFR Part 60, Appendix A (RM 2); 40 CFR Part 75, Appendix A, Section 6.5.7

Key Words: Flow monitoring, Reference methods

History: Firg published in July 1995, Update #6; revised in October 1999 Revised Manua

Question 3.5

Topic: FHow Monitor Interference Check

Question: Must quarterly reports include daily interference check results for stack gas flow
monitors, regardless of type of flow monitor?

Answer: Yes. Part 75, Appendix A, Section 2.2.2.2 details the interference check
requirements for three types of flow monitors. The EPA has recelved questions
specificaly asking whether ultrasonic flow monitors must perform the interference
check. For ultrasonic flow monitors, aswell as thermd and differentid pressure flow
monitors, you must perform the daily interference check. For example, for an
ultrasonic flow monitoring system you would record a daily (or more frequent)
interference check passin RT 231 based on a sensor that indicates that the transducer
purge air isworking correctly. Conversdly, afail would be recorded in the event that
the transducer purge air is not working correctly.

References: Appendix A, Section 2.2.2.2

Key Words: Flow monitoring, QA/QC, Reporting

History: Fird published in July 1995, Update #6
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Question 3.6
Topic:

Question:

Answer:

REVISED
Accuracy of Flow Monitoring and Reference Methods

Are the SO, emissons data reported under the Acid Rain Program high due to
inaccuracy in the reference method for volumetric flow (EPA Test Method 2)? If itis
uncertain, what is EPA doing to resolve the issue?

The evidence amassed to date does not indicate a clearly consstent pattern. Claims of
overestimation are counterbalanced by evidence of little or no overestimation. The
results appear to be highly dependent on site-specific flow patterns, particularly
whether the emission flow is axid, going sraight out the stack, or off-axid (i.e., swirling
out the stack).

In addition, many of the claims gppear to be based on a comparison between flow
rates derived from fue factors and fud sampling-based heat input and flow rates
derived from continuous emission monitoring systems (CEMS) as required by Part 75.
Concluding that SO, measurements are incorrect because the monitored flow rates are
higher than the fud-factor-derived flow ratesis questionable.

The frequency of measurement (hourly) and qudity assurance (daily) is generdly much
higher with the Acid Rain certified CEM S than with fud sampling. Estimating flow
over short periods of time from fuel factors and hest input also depends on ahigh
degree of conggtency in the fuel supply, which israrely the case at cod-fired boilers.

In response to the concerns of the regulated community and because of the importance
of accurate emisson messurements for environmental protection, and for the effective
operation of the SO, alowance market, EPA developed three new test methods
(Reference Methods 2F, 2G, and 2H) for measuring volumetric flow. These new test
methods were published in the Federd Register and became effective on July 13,
1999.

Method 2F measures the axia ve ocity, taking into account both the yaw and pitch
angles, using a 3-dimensiond probe, such as a prism-shaped, five-hole probe
(commonly called aDA or DAT probe) or afive-hole spherica probe.

Method 2G isavariant of existing Method 2, which uses a Type S pitot tube or a 3-
dimengiona probe to determine the flue gas velocity in astack or duct, taking into
account the yaw angle of flow. Method 2G does not account for the pitch angle of
flow.

Inastack or duct with flowing gas, the gas velocity will approach zero near the stack
or duct wall. Method 2H can be used in conjunction with existing Method 2 or new

Page 3-4
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References:
Key Words:

History:

Question 3.7
Topic:

Question:

Answer:

Refer ences:
Key Words:

History:

Methods 2F or 2G to account for this velocity drop-off when determining volumetric
flow rate.

Questions 3.13 through 3.23 in this manud provide implementation guiddines for the
new flow methods. If additiona questions arise concerning these new methods, EPA
will add further questions and answers to Section 3, as appropriate.

40 CFR Part 60, Appendix A (RMs 2, 2F, 2G, and 2H)
Flow monitoring, Reference methods

First published in November 1995, Update #7; revised in October 1999 Revised
Manud

REVISED
Accuracy of Flow Monitoring and Reference Methods

Will adjustments be made to my reported SO, emissons from previous years once the
three new flow test methods are effective?

No. The Acid Rain regulations require relative accuracy test audits (RATAS) to be
performed using the gppropriate test method that isin effect at thetime of RATA
testing. Prior to July 13, 1999, Method 2 was the specified reference method for flow
rate RATAs. However, on May 14, 1999, three new test methods for measuring
volumetric flow rate (Methods 2F, 2G, and 2H) were published in the Federa
Register and became effective on July 13, 1999. On and after the effective date, these
new test methods may be used to re-characterize flow monitors and to perform flow
RATAS. Retroactive adjustment of SO, emission data reported prior to that date will
not be dlowed, however. Implementation guideines for the new flow methods are
given in Questions 3.13 through 3.23, below.

40 CFR Part 60, Appendix A (RMs 2, 2F, 2G, and 2H)
How monitoring, Reference methods

First published in November 1995, Update #7; revised in October 1999 Revised
Manud
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Question 3.8
Topic:
Question:

Answer:

References:
Key Words:

History:

Question 3.9
Topic:

Question:

Answer:

References:

REVISED
Interference Checks when Unit is Operating
Must interference checks be performed when the unit is operating?

Yes. Appendix A, Section 2.2.2.2 requires a utility to demonstrate non-interference
from moisture, and to perform a daily test to detect pluggage and/or mafunction of
each resistance temperature device (RTD), transceiver or equivaent. Flow monitors
commonly employ a purge across the transceiver or out the sampling ports or periodic
hesting of RTDs to meset the above requirements. Because dl of these are active
measures utilizing mechanica/dectrica devices, they may be susceptible to changesin
temperature and pressure observed during unit operation. Therefore, the interference
check should be performed during unit operation.

Appendix A, Section 2.2.2.2; Appendix B, Section 2.1.2
Flow monitoring, QA/QC, Reporting

Firg published in November 1995, Update #7; revised in October 1999 Revised
Manudl

Interference Checks on Differentia Pressure Flow Monitors

Must interference checks performed on differentid pressure flow monitors be capable
of detecting pluggage during a purge?

Part 75, Appendix A, Section 2.2.2.2 statesin part: "Design and equip each flow
monitor with ameans to detect, on at least adally basis, pluggage of each sampleline
and senaing port. . . ." Because differentia pressure flow monitor purge cycles are
generdly performed a least dally, performing the interference check during the purge
may make sense. Regardless of whether the interference check is performed during a
purge, the interference check must be performed so that any pluggage is detected and
reported at least daily. In practice, this meansthat if no pluggage of any sampleline or
sensing port is present, a passed interference check would be reported:; if pluggageis
present, afailed interference check would be reported. Also, please refer to Question
3.5.

Appendix A, Section 2.2.2.2

Page 3-6
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Key Words: Flow monitoring, QA/QC, Reporting
History: Firg published in November 1995, Update #7
Question 3.10
Topic: Moisture Content Determination
Question: My pollutant concentration is measured on a dry basis and the flow rate is measured
on awet bass. Can | usethe wet bulb-dry bulb technique to determine the moisture
content of the stack gases?
Answer: It depends upon the use of the moisture data. The wet bulb-dry bulb technique may
not be used when converting dry pollutant concentration to awet basis for the
caculation of pollutant emisson rate. Either Reference Method 4 in Appendix A of 40
CFR Part 60 or the gpproximation method described in Section 3 of Method 4
(midget impinger technique) must be used to convert gas concentrations from adry to
wet bass. A 1978 EPA fidd study has demonstrated that the midget impinger
technique is capable of giving results within 1% H,O of the reference method (see
Reference 2 in the Bibliography of Reference Method 6A).
Method 4 dlows the use of other gpproximation methods, such as the wet bulb-dry
bulb technique to provide estimates of percent moisture to aid in setting isokinetic
sampling rates prior to a pollutant emisson measurement run. For the Acid Rain
Program, you may use the wet bulb-dry bulb technique when determining the
molecular weight of the stack gas for the purpose of caculating the stack gas
volumetric flow rate.
References: 40 CFR Part 60, Appendix A (RM 4)
Key Words: Flow monitoring, Reference methods
History: Firgt published in March 1996, Update #8
Question 3.11 RENUMBERED ASQUESTION 25.7
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Question 3.12
Topic:

Question:

Answer:

Refer ences:
Key Words:

History:

Question 3.13

Topic:

Question:

Answer:

Re-linearization of How Monitor During Pre-RATA Tegting

If aflow monitor is re-characterized or re-linearized during pre-RATA testing, do we
need to use missing data for flow between the time the flow monitor was re-
characterized and the time it passesthe RATA?

Not necessarily. According to Section 2.3.2(b)(3) of Appendix B, you have two data
vaidation options following amgor adjustment or re-linearization of aflow monitor:
(1) invalidate dl data from the monitor from the hour of the re-linearization of the
ingrument until a subsequent hands-off RATA is passed; or (2) invdidate data from
the monitor from the hour of the re-linearization of the insrument until a subsequent
probationary calibration error test is passed and then use the conditional data
validation procedures of § 75.20(b)(3). When the second option is chosen, if the
subsequent RATA is passed hands-off, data from the monitor are considered quality-
assured, back to the time of completion of the probationary cdibration error test.

§ 75.20(b)(3); Appendix B, Section 2.3.2(b)(3)
Flow monitoring, Diagnogtic testing, RATAS

Firgt published in October 1999 Revised Manua

Test Methods 2F, 2G, and 2H -- Application

Once new Test Methods 2F, 2G, and 2H become effective on July 13, 1999, how do
| implement them? In particular, what adjustments can be made to the flow monitor in
preparation for performing aRATA using Methods 2F, 2G, and 2H?

The recommended procedures for implementing the new flow rate methods are as
follows

(1) Hrdt, decide which flow reference method or combination of methods will be
implemented (e.g., Methods 2 and 2H with a default wall adjustment factor
(WAF), Methods 2F and 2H with a calculated WAF, etc.).

(2) Second, perform whatever diagnogtic testing and wall effects measurements are
necessary to establish new parameter values or to adjust existing parameter values

Page 3-8
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that will be programmed into the flow monitor to make the monitor readings agree
with the salected reference method(s). (This process is anaogous to the set-up or
characterization of the flow monitor that was done prior to initid certification, to
make the monitor readings agree with Method 2.) If Method 2F or 2G is selected
as areference method, establish the new parameter values or parameter value
adjusgments at three load leves (low, mid, and high). If Method 2H will be used
to obtain calculated WAFs, characterize separate WAFS at each of the three load
levels. If Method 2H is used with adefault WAF, no wall effects measurements
are needed. In that case, apply aconstant parameter adjustment of either 0.5% or
1.0% (as appropriate to the type of stack) at each load levdl.

(3) Third, incorporate the new parameter values or parameter vaue adjustments,
determined in the second step, above, into the flow monitor and then perform a
follow-up 3-load RATA using the selected reference method(s). For the follow-
up RATA, use the data validation procedures in Section 2.3.2 of Appendix B

(note especidly paragraph (b)(3)).

(Note: The procedures described above are recommended, not required, because
EPA recognizes that there may be Situations in which the owner or operator desires to
use the new flow rate methods for reference method testing without making any
adjustments to the polynomia coefficients or K-factor(s) of the flow monitor. For
example, if aparticular flow monitor ingtaled on a brick stack was origindly
characterized or set up using regular Method 2, and if the monitor has a 1% bias
adjustment factor (BAF) with respect to Method 2, the owner or operator may elect
to perform the next RATA of the flow monitor cold (i.e., without changing any
coefficients or K-factors) and to use a combination of regular Method 2 and Method
2H (using the 1% default wall effects adjustment factor allowed under Method 2H) to
try to diminate the BAF.

References: 40 CFR Part 60, Appendix A (RMs 2, 2F, 2G, and 2H); 40 CFR Part 75, Appendix
B, Sections 2.3.2(b)(2) and 2.3.2(b)(3)

Key Words: Certification, Diagnogtic testing, Flow monitoring, Recertification, Relative accuracy

History: Firg published in October 1999 Revised Manua

Question 3.14
Topic: Test Method 2H -- Applying the Default Wall Effects Adjustment Factor (WAF)
Question: Once new Test Method 2H becomes effective on July 13, 1999, can | apply the

default WAF to vaues reported by my flow monitor beginning on that date?
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Answer: A default or caculated WAF may be gpplied to the values obtained in the first RATA
performed on or &fter the effective date of Test Method 2H (July 13, 1999). The
WAF is applied only to the reference method va ue obtained by Method 2, 2F, or 2G
inthisRATA, not to the values reported by the flow monitor. However, immediatdy
before performing this RATA, new parameter vaues or parameter vaue adjusments
may be programmed into the flow monitor to make the flow monitor readings agree
with the sdlected reference method(s). See Question 3.13 for a more detailed
discussion of these adjustments.

References: 40 CFR Part 60, Appendix A (RM 2H); 40 CFR Part 75, Appendix B, Sections
2.3.2(b)(2) and 2.3.2(b)(3)

Key Words: Certification, Diagnogtic testing, Flow monitoring, Recertification, Relative accuracy

History: Firg published in October 1999 Revised Manua

Question 3.15

Topic: Test Method 2H -- Minimum Acceptable Calculated Wall Effects Adjustment Factor
(WAF)

Question: If I calculate the WAF based on a Method 1 traverse consisting of more than 16
traverse points, do the minimum acceptable wall effects adjustment factors of 0.9800
for apartid traverse and 0.9700 for a complete traverse il apply?

Answer: Yes. Theelimitsadways gpply. Thelikely results of usng more than 16 Method 1
traverse points are twofold: (1) alower average velocity and (2) a WAF that is greater
than or equal to 0.9800 for a partid traverse and 0.9700 for a complete traverse.

References: 40 CFR Part 60, Appendix A (RM 2H, Section 12.6)

Key Words: Certification, Diagnogtic testing, Flow monitoring, Recertification, Relative accuracy

History: Firgt published in October 1999 Revised Manua
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Question 3.16

Topic:

Question:

Answer:

Refer ences:

Key Words:

History:

Question 3.17

Topic:

Question:

Answer:

Refer ences:
Key Words:

History:

Test Method 2H -- Frequency of Performing Wall Effects Testing

If I want to use a caculated wall effects adjustment factor (WAF) to account for
velocity decay near the stack or duct wall, how frequently does Test Method 2H need
to be performed? May | use the WAF from last year’ s annua flow RATA?

Perform Method 2H and reca culate the WAF every time a flow monitor relative
accuracy test audit is performed. Y ou may not use a calculated WAF from a previous
flow RATA.

40 CFR Part 60 (RM 2H, Section 12.7.2); 40 CFR Part 75, Appendix B, Section
2311

Certification, Diagnogtic testing, Flow monitoring, Recertification, Relative accuracy

Firgt published in October 1999 Revised Manua

Test Method 2H -- Wall Effects Adjustment Factors (WAFs) and Load Levels

When performing Method 2H, can | obtain a calculated wal effects adjustment factor
a oneload level and gpply it to dl load levels of amulti-load RATA?

No. A caculated wal effects adjustment factor can only be gpplied at the load level at
which it was obtained. At other load levels you mugt either take measurements to
derive a separate cal culated WAF for that load leve or use the default WAF
applicable for your particular stack or duct.

40 CFR Part 60, Appendix A (RM 2H, Section 12.7.2)

Certification, FHow monitoring, Recertification, Relative accuracy

Firgt published in October 1999 Revised Manua
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Question 3.18

Topic: Test Method 2H -- Discarding Wall Effects Adjustment Factors (WAFs)

Question: If I perform Method 2H and obtain a calculated WAF, must | useit?

Answer: Even after performing Method 2H, you are free to decide not to make use of the
resulting calculated WAF. However, unless you can document technica reasons for
invalidating a pecific calculated WAF, you cannot discard one caculated WAF and
use another caculated WAF inits place. If any caculated WAF is applied, it must be
derived from dl the calculated WAFs that were obtained using Method 2H.

For example, suppose a 9-run RATA is performed using Method 2G, and Method 2H
is used to obtain calculated WAFson Runs 1, 3, and 6. Y ou are free to decide not to
apply any calculated WAF to the Method 2G flow values. However, if acaculated
WAF is applied to these flow vaues, it must be the arithmetic average of dl three
calculated WAFs obtained using Method 2H.

References: 40 CFR Part 60, Appendix A (RM 2H, Section 12.7.2)

Key Words: Certification, FHow monitoring, Recertification, Relative accuracy

History: Firgt published in October 1999 Revised Manua

Question 3.19

Topic: Test Method 2, 2F, 2G, and 2H -- Determining Wall Effects Adjustment Factors
(WAFs) as Part of the RATA

Question: Musgt | determine my calculated wall effects adjustment factor (WAF) from
measurements taken during one or more runs of the same RATA to which the resulting
WAF will be applied?

Answer: Yes. Section 12.7.2 of Test Method 2H requires that a WAF that is applied to runsin
aRATA must be obtained from wall effects measurements performed during one or
more runsin that RATA. It should be noted that to be consdered part of the same
RATA, the runs in which the WAF measurements were made must have been
completed within the RATA time period requirementsin Part 75, Appendix A, Section
6.5(€). Smilarly, for sngle run tests, Section 12.7.1 of Test Method 2H requires that
any wal effects measurements must be obtained during the same traverse in which the
unadjusted velocity for the WAF ca culation was obtained.
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References: §75.22; 40 CFR Part 60, Appendix A (RM 2H)

Key Words: Certification, Diagnogtic Testing, How monitoring, Recertification, Relative accuracy

History: Firg published in October 1999 Revised Manua

Question 3.20
Topic: Test Method 2, 2F, and 2G -- Using Different Test Methods at Different Load Levels
Question: Do | need to use the same flow test method (Test Method 2, 2F, or 2G) at each load

level of amulti-load relative accuracy test audit?

Answer: It is generaly preferable to use the same flow test method at each load of a multi-load
RATA. However, different flow test methods may be used at different load levels
(eq., Method 2F at high load and Method 2 a low and mid load) if there are vaid
technica reasonsfor doing so. Such evidence should be included in the fidld test
report and kept on-ste. Vaid technicd reasons for using different flow methods
include evidence that the angle of flow includes sgnificant components of yaw and/or
pitch at one load level (dictating use of Methods 2F or 2G) but not at another load
level (allowing use of Method 2). Reducing the time required to complete aRATA a
apaticular load leve isnat in itsdf an adequate technica judtification for using different
test methods at different load levels.

It should aso be noted that the same flow test method must be used for each run
within aload level of aRATA. In the example presented above, al runs a the high
load level would have to be performed using Method 2F and dl runs at the low and
mid load levels would have to be performed using Method 2.

References: 40 CFR Part 60, Appendix A (RMs 2, 2F, and 2G); 40 CFR Part 75, Appendix B,
Section 2.3.1.3.

Key Words: Certification, Diagnostic Testing, How monitoring, Recertification, Relative accuracy

History: Firgt published in October 1999 Revised Manua
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Question 3.21

Topic: Test Method 2H - Applicability of Notes Regarding Stack Diametersin Sections
8.2.3(b) and 8.2.3(c)

Question: Do the stack diameters given in the notesin Sections 8.2.3(b) and 8.2.3(c) of Method
2H hold for Method 1 traverses with more than 16 traverse points?

Answer: No. The dimensions shown in these sections only apply to aMethod 1 traverse
congsting of 16 points.

Section 8.2.3(b) says that for stacks or ducts with diameters greater than 15.6 feet, the
interior edge of the Method 1 equd areais farther from the wall than 12 inches (i.e., d,
is greater than 12 inches). Section 8.2.3(C) saysthat for acomplete wall effects
traverse the distance between d,,, and d,, will be lessthan or equa to %2 inch for
stacks or ducts with diameters less than 16.5 feet. These conditions apply to Method
1 traverses congsting of 16 traverse points. Other dimensions would apply to Method
1 traverses congisting of more than 16 traverse points.

References: 40 CFR Part 60, Appendix A (RM 2H, Sections 8.2.3(b) and 8.2.3(c))

Key Words: Certification, Diagnogtic Testing, How monitoring, Recertification, Relative accuracy

History: Firgt published in October 1999 Revised Manua

Question 3.22

Topic: Test Method 2H -- Typographicd Error in Headers of Columns D and E of Form 2H-
2

Question: Isthere an error in the headers of columns D and E in Form 2H-2, the form used to
caculate wal effects replacement velocity vaues when performing aMethod 1
traverse conssting of 16 or more traverse points? The algebraic expressionsin the
column headers do not agree with the instructions appearing in Section 12.4.2 and
Equation 2H-8 of Method 2H.

Answer: Yes. Thereisatypographica error in these column headers. The multiplier in the
agebraic expressons should be 1/4, not 2/p. The expression above column D should
be

Lorradni)?
4
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Refer ences:
Key Words:

History:

Question 3.23

Topic:

Question:

Answer:

References:
Key Words:

History:

and the expression above column E should be
1 2
—p[r&d
4|o[ ]
40 CFR Part 60, Appendix A (RM 2H)
Certification, Diagnogtic Testing, How monitoring, Recertification, Relative accuracy

Firg published in October 1999 Revised Manua

Test Method 2H -- Using Default Wall Effects Adjustment Factor (WAF) After
Deriving a Caculated WAF

After taking wal effects measurements and obtaining a caculated WAF may | usethe
appropriate default WAF instead of the calculated WAF | obtained?

Yes. You may use the gppropriate default WAF but you must report both the
caculated and default WAF. 1n EDR v2.1 you should report the calculated WAF in
RT 614/109 (Calculate wall effects adjustment factor (WAF) derived from this test
run) and the default WAF in RT 614/121 (Default WAF gpplied to dl runs of this
RATA).

Note: The deadline for upgrading to EDR v2.1 is April 1, 2000 but you may use EDR
v2.1 as of January 1, 2000. If you chooseto report in EDR v2.1 as of January 1,
2000, you must use these record types. For flow RATAs done prior to the DAHS
upgrade, only the applicable recordkegping requirements under § 75.59(a)(7)(ii) or

8 75.59(a)(7)(ii) must be met and eectronic reporting of thisinformation is not
required.

§75.59, § 75.64; 40 CFR Part 60, Appendix A (RM 2H)
Certification, Diagnogtic Testing, How monitoring, Recertification, Relative accuracy

Firgt published in October 1999 Revised Manua
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Question 3.24

Topic: Stack Flow-to-load Test

Question: Please provide more details about the new quarterly stack flow-to-load ratio test. A
comparison of hourly flow-to-load assumes that they are related, but that is not dways
true.

Answer: During the rulemaking process, EPA had extensve discussons with utility
representatives concerning the flow-to-load ratio test and incorporated many of their
suggestions into the May 26, 1999 fina rule. One concern raised by the utilitieswas
whether a gtraight flow-to-load retio is a sufficiently reliable indicator of flow monitor
performance. To address this concern, the find rule allows an dternative to the
graight flow-to-load comparison. The quarterly flow rate data may instead be
andyzed using the gross hest rate (GHR), which includes a correction for the diluent
gas concentration. In many instances, using the GHR appears to be amore
satisfactory way of evauating the data, especidly for common stacks. Also note that
the tolerance band for the flow-to-load retio or GHR test is rather wide. For afurther
discussion of the rationae behind the flow-to-load ratio test, see the preamble to the
May 21, 1998 proposed revisions to Part 75 (63 FR 28061).

References: Appendix B, Section 2.2.5

Key Words: Flow-to-load test

History: Firgt published in October 1999 Revised Manua

Question 3.25

Topic: Hourly Averages for Abbreviated Flow-to-load Test

Question: An abbreviated flow-to-load ratio diagnostic test is performed for a non-peaking unit
using 6 to 12 consecutive hourly average flow rates. What kind of hourly averages are
these? Isthe answer the same for a peaking unit (usng 3 to 12 hours)?

Answer: These hourly average flow rates are the ones required under § 75.10(d)(1), and are
cdculated in the same way for peaking and non-peaking units.

References: § 75.10(d)(1); Appendix B, Section 2.2.5.3
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Key Words:

History:

Question 3.26

Topic:

Question:

Answer:

References:
Key Words:

History:

Flow-to-load test, Peaking unit

Firg published in October 1999 Revised Manua

Test Method 2H -- Redtrictions on Use of Default Wall Effects Adjustment Factors
(WAFs)

Can the default WAF specified in Section 8.1 of Method 2H be applied to the average
velocity unadjusted for wall effects obtained from a Method 1 traverse regardless of
the number of pointsin the Method 1 traverse?

The default WAF may only be gpplied to the average vel ocity unadjusted for wall
effects obtained from aMethod 1 traverse consisting of 12 or 16 traverse points. A
default WAF may not be applied to the average velocity obtained from a Method 1
traverse conssting of more than 16 traverse points.

The default WAF vaues specified in Method 2H (i.e., 0.9900 for brick and mortar
stacks and 0.9950 for al other types of stacks) were derived based on field data from
16-point Method 1 traverses. Consistent with the provisions of section 12.7.2, these
default WAFs may be applied to the average velocity unadjusted for wall effects
"obtained from runs in which the number of Method 1 traverse points sampled does
not exceed the number of traverse points in the runs used to derive the wall effects
adjustment factor." That is, the default WAF may be used with Method 1 traverses
consgting of 12 or 16 points, but not with Method 1 traverses consisting of more than
16 points.

Without this restriction, velocity decay would be double-counted in traverses
conssting of more than 16 points (once in the additiona Method 1 traverse points
close to thewdl and then again when the default wall effects adjustment factor is
applied to the results of the Method 1 traverse).

40 CFR Part 60, Appendix A, Method 2H, Sections 8.1 and 12.7.2
Certification, Diagnogtic testing, Flow monitoring, Recertification, Relative accuracy

Firg published in March 2000, Update #12

Acid Rain Program Policy Manual -- March 28, 2000 Page 3-17



Flow Monitoring Section 3
Question 3.27
Topic: Test Method 2H -- Qudlification for Default Vaue
Question: For use of the default wall effects adjustment factor (WAF) values under Method 2H,
do we have to do anything to qudify?
Answer: No, just report the default WAF valuein EDR v2.1, and if you are using the 1.0%
default value, declare that you have abrick or mortar stack.
References: 40 CFR Part 60, Appendix A, Method 2H
Key Words: Flow monitoring, RATA, Wall effects adjustment factor
History: First published in March 2000, Update #12
Question 3.28
Topic: Test Method 2H -- Gunite Stack
Question: To use the 1.0% default wall effects adjustment factor (WAF) vaue in Method 2H,
does the entire stack have to be brick or mortar or just the lining? What about gunite?
Answer: To use the 1% default WAF, the stack lining must be brick or mortar. Guniteis not
considered to be brick or mortar.
References: 40 CFR Part 60, Appendix A, Method 2H
Key Words: Flow monitoring, RATA, Wall effects adjustment factor
History: Firg published in March 2000, Update #12
Question 3.29
Topic: Use of Spherica Probesfor Flow Test Methods
Question: What is the advantage of using the spherica probe for the new flow methods?
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Answer: In low pitch angle applications, a spherical probe may be easier to read than a DA or
DAT probe. Thisislikely to be less of a congderation, however, if an eectronic
manometer is used to read the pitch angle pressure, as recommended in Section 6.4 of
Method 2F.

References: N/A

Key Words: Fow monitoring, RATA

History: First published in March 2000, Update #12

Question 3.30

Topic: Cdlibration of Probe

Question: If, under the new flow methods, we cdlibrate the probe in the wind tunne at 60 and 90
fps, canwe use it & any velocity?

Answer: When using a 3-D probe (i.e., DA, DAT, or spherical) either under Method 2F or in
yaw-determination mode under Method 2G, you may use the probe at any average
velocity greater than or equal to 20 fpsif it has been cdlibrated at 60 and 90 fps. That
is, a3-D probe may not be used under Method 2F or 2G if the average velocity isless
than 20 fps.

Under Method 2G, if you cdibrate a Type S probe a 60 and 90 fps, you may use the
probe at any average velocity greater than or equa to 30 fps. A Type S probe under
Method 2G may be used at average velocities less than 30 fps, but only if one of the
two velocity settings used when cdlibrating the probeislessthan or equd to the
average velocity encountered in thefied. This must be verified in accordance with the
procedures specified in Section 12.4 of Method 2G. Also, the QA/QC requirements
in Sections 10.6.12 through 10.6.14 of Method 2G for calibration coefficients must be
met at the chosen cdibration velocity settings.

References: 40 CFR Part 60, Appendix A, Methods 2F and 2G

Key Words: Flow monitoring, RATA

History: Firg published in March 2000, Update #12
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Question 3.31

Topic: Use of 3D Probe for Methods 2F and 2H

Question: If we use a 3D probe for Method 2F, must we use a 3D probe for the WAF
measurements under Method 2H?

Answer: Y es, you must use the same type of probe.

References: 40 CFR Part 60, Appendix A, Methods 2F and 2H

Key Words: Flow monitoring, RATA, Wall effects adjustment factor

History: Firg published in March 2000, Update #12

Question 3.32

Topic: Use of WAF for Square and Rectangular Stacks

Question: Are there any plans to expand the use of the WAF to square and rectangular stacks or
ducts? Why can't we just use adefault value?

Answer: EPA will invedtigate thisif budget resources dlow. Neither ameasured nor a default
WAF vaue may be used until the effects near the wall in a square or rectangular stack
or duct have been properly studied by EPA.

References: 40 CFR Part 60, Appendix A, Method 2H

Key Words: Flow monitoring, RATA, Wall effects adjustment factor

History: Firg published in March 2000, Update #12

Question 3.33

Topic: Test Method 2H -- Traverse Points

Question: How many Method 1 traverse points must we use when a caculated wall effects
adjustment factor (WAF) is determined using Method 2H?
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Answer:

References:
Key Words:

History:

Question 3.34
Topic:

Question:

Answer:

Refer ences:

Y ou must perform a Method 1 velocity traverse of aleast 16 points for each run used
in the calculation of the WAF.

40 CFR Part 60, Appendix A, Method 2H
Flow monitoring, RATA, Wall effects adjusiment factor

First published in March 2000, Update #12

Minimum WAF

Under the new flow methods, what if a source findsthat it is getting a caculated wall
effects adjustment factor (WAF) less than 0.9700 (i.e., more than a 3% reduction in
the velocity calculated without Method 2H)? Can you do more than sixteen Method 1
traverse points and use a WAF value of lessthan 0.9700?

Y ou may use more than sixteen Method 1 traverse points when a Method 2H
caculated WAF isused. However, no matter how many Method 1 traverse points
are used, you may not apply a calculated WAF that is less than 0.9700 for a complete
wall effects traverse or 0.9800 for a partia wall effects traverse to the runs of aflow
RATA.

It should be noted, however, that the actud caculated value of the WAF should be
reported in column 109 of RT 614. Note that the August 1999 ingructions for RT
614, column 109, in this regard, were incorrect (EPA has corrected this error in the
January 20, 2000 revised EDR Version 2.1 Reporting Ingtructions).

For example, suppose that for aparticular RATA run, you calculate a WAF of
0.9600, based on a complete wall effects traverse. 'Y ou would report this measured
WAF in column 109 of RT 614. However, you could not apply the WAF of 0.9600
to the runs of the RATA, because when a complete wall effects traverse is performed,
the lowest WAF that you are alowed to use is 0.9700. Report the actual WAF
applied to the RATA runs (in this case, 0.9700) in column 115 of RT 614.

Also see Policy Question 3.15.

40 CFR Part 60, Appendix A, Method 2H
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Key Words: Flow monitoring, RATA, Wall effects adjustment factor

History: Firg published in March 2000, Update #12
Question 3.35
Topic: Test Methods 2 and 2H
Question: Isn't the wall effects adjustment factor (WAF) derived in Method 2H within the error
band of Method 2?
Answer: By applying the WAF alowed by Method 2H, you are reducing potentia systematic

error that may result under Method 2 if velocity decay at the wall is not taken into
account. The error band about the mean measured stack gas velocity characterizes
the random error in Method 2 and is unrelated to the systematic error addressed by
the WAF.

References: 40 CFR Part 60, Appendix A, Methods 2 and 2H

Key Words: Flow monitoring, RATA, Wall effects adjustment factor

History: First published in March 2000, Update #12
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Question 4.1 RETIRED

Question 4.2 REVISED
Topic: NO, Emisson Rate Sysem Availahility

Question: If the diluent (O, or CO,) monitor and NO, monitor have different availabilities, what
would be the avallability of the sysem?

Answer: Section 75.33(c) states that valid NO, emisson rates (i.e., Ib/mmBtu) must be
obtained for each hour; if they are not, the missing data procedures apply. A vdid
hourly NO, emisson rate in Ib/mmBtu depends upon two vaid monitor readings (i.e.,
pollutant and diluent readings). If ether hourly reading isinvdid, then the emisson rate
for that hour isaso invdid. Therefore, for NO,, the data availability is cdculated
based only upon those hours during which both the pollutant and diluent monitors
provide vaid readings, and the pool of historica Il/mmBtu readings used tofill in
missing datamust likewise consst of only those hours for which both monitors provide
vaid readings.

Note that Section 2.2.3 of Appendix B clearly states, regarding the daily cdibration
error checks, that a NO,-diluent monitoring system "is considered out-of-control if
ether of the component monitors exceeds the applicable specification in Section 3.2,
gppendix A to thispart.” In summary, the NO, monitoring system is considered
unavailable during any dock hour in which ether the pollutant or diluent monitor (or
both) is unavailable.

References: § 75.33(c); Appendix B, Section 2.2.3

Key Words: Datavadidity, NO, monitoring

History: Firg published in Origina March 1993 Policy Manud; revised in October 1999
Revised Manua

Question 4.3 RENUMBERED ASQUESTION 26.1

Question 4.4 RETIRED
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Question 4.5

Question 4.6

Question 4.7

Question 4.8

Question 4.9

Topic:

Question:

Answer:

References:

Key Words:

History:

Question 4.10

RETIRED

RETIRED

RENUMBERED ASQUESTION 26.2

RETIRED

REVISED
NO, CEMS -- Multipoint Probe

What sample points should be used for an ingtadled NO, CEMSif it has amultipoint
probe?

Follow the guidelinesin Sections 3.1, 3.1.1, and 3.1.2 of Performance Specification
No. 2 (PSNo. 2) in Appendix B to 40 CFR 60. Select representative points at a
suitable location, such that the CEMS will be able to passthe RATA. Some
experimentation with different probe locations and measurement points may be
necessary. Candidate measurement points may include the points specified in Section
3.2 0of PSNo. 2.

40 CFR Part 60, Appendix B (PS 2, 88 3.1, 3.1.1, 3.1.2); Part 75, Appendix A,
Section 6.5

Monitor location, NO, monitoring

First published in November 1993, Update #2; revised in October 1999 Revised
Manud

RENUMBERED ASQUESTION 26.3

Page 4-2
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Question 4.11

Question 4.12

Question 4.13

Question 4.14

Question 4.15

Question 4.16

Question 4.17

Question 4.18

Question 4.19

Question 4.20

Question 4.21

RETIRED

RENUMBERED ASQUESTION 26.4

RENUMBERED ASQUESTION 26.5

RETIRED

RENUMBERED ASQUESTION 26.6

RENUMBERED ASQUESTION 26.7

RENUMBERED AS QUESTION 26.8

RETIRED

RENUMBERED ASQUESTION 26.9

RENUMBERED ASQUESTION 26.10
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Question 4.22 RETIRED

Question 4.23
Topic: Substitute Data for NO, Emission Rate When Moisture Vaue Unavailable
Question: | use Equation 19-3 to calculate NO, emisson rate in Il/mmBtu. If, for aparticular
hour, quaity-assured average NO, concentration and O, concentration vaues are
available, but a quality-assured average percent moisture vaue is unavailable, should |
use substitute data for NO, emisson rate in RT 3207
Answer: No, because the moisture monitor is not a component of the NO,-diluent monitoring

system. Therefore, determine the gppropriate substitute data value for percent
moisture and use this vaue in Equation 19-3 to cdculate the NO, emission rate.
Report the calculated NO, emission rate as qudity-assured in RT 320.
References: EDR v2.1 Ingructions, RT 320
Key Words: NO, emisson rates

History: Firg published in March 2000, Update #12
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Section 5 Opacity Monitoring
Question 5.1 REVISED

Topic: Opacity Data Reporting

Question: The requirements for the submitta of opacity data are unclear. Does the data need to
go only to the State agency?

Answer: In accordance with the provisions of § 75.65, opacity data are to be reported to the
gpplicable State agency. 1t is not necessary to include opacity data in the quarterly
electronic reports submitted to the Adminigtrator. The reporting requirementsin
8§ 75.64(a)(2) specify that opacity data required in § 75.54(f), § 75.57(f), or
8§ 75.59(a)(8) (as applicable) be included in quarterly reports. The opacity
recordkeeping requirementsin 8 75.54(f) or 8 75.57(f) (as applicable) specify that
opacity data are to be recorded on a sSix minute basis, rather than an hourly basis,
because State requirements commonly specify Sx-minute averaging times. Since
opacity data are to be reported to the State, opacity data should not be included in the
quarterly reports sent to EPA.

References: 8 75.54(f), 8§ 75.57(f), 8 75.59(a)(8), § 75.65

Key Words: Opeacity monitoring, Reporting

History: First published in Origina March 1993 Policy Manud; revised in October 1999
Revised Manud

Question 5.2 REVISED

Topic: Opacity Requirements

Question: If monitoring and reporting for opacity are in compliance with State requirements, will
this be consdered as saisfying the requirementsin Part 75?

Answer: Yes, in generd. Compliance with State opacity monitoring and reporting requirements

would satisfy the requirements of Part 75 since 8 75.65 specifies that opacity reporting
be performed in amanner pecified by an applicable State or local pollution control
agency. In addition to complying with the reporting requirementsin § 75.65, however,
owners or operators are also subject to specific opacity monitoring requirements

(8 75.14) that require opacity monitoring systems to meet design, ingtdlation,
equipment, and performance specifications in Performance Specification (PS) 1in
Appendix B to 40 CFR Part 60. Therefore, in States where opacity monitoring
systems are not subject to the requirements in PS 1, owners and operators must il
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ensure that opacity monitoring systems meet the PS 1 requirements, even though these
monitoring requirements may be beyond those in the applicable State or local
regulations.

An owner or operator should continue reporting opacity information according to the
requirements contained in the State implementation plan. Opacity information can be
submitted according to the reporting and recordkeeping requirements of Part 75;
however, where a conflict occurs between existing requirements and Part 75, follow
the exiging requirements of the State implementation plan.

References: §75.65, § 75.14

Key Words: Juridiction, Opacity monitoring, Reporting

History: Firgt published in November 1993, Update #2; revised in the October 1999 Revised
Manudl

Question 5.3 REVISED

Topic: Opacity Data Recordkeeping

Question: If an exigting State CEM program aready requires recordkeeping and quarterly
electronic data submittal for opacity, does the company have to keep an additiona set
of opacity records in the format prescribed by § 75.54(f) or § 75.57(f)?

Answer: No. If autility is subject to existing State or local requirements, opacity records may
be stored in that format. Section 75.54(f) or § 75.57(f) (as applicable) provides a
default record format which must be used only in cases where there are no
recordkeeping and reporting formats specified by the applicable State or local agency.

References: 8 75.65, § 75.54(f), § 75.57(f)

Key Words: Jurisdliction, Opacity monitoring, Recordkeeping

History: First published in November 1993, Update #2; revised in October 1999 Revised
Manudl
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Opacity Monitoring

Question 5.4

Topic:

Question:

Answer:

Refer ences:
Key Words:

History:

Question 5.5

Topic:

Question:

Answer:

References:
Key Words:

History:

REVISED
Opacity Monitor Certification

For certification or recertification of an opacity monitor, which verson of Performance
Specification 1 (PS 1) does § 75.14 refer to -- the one in existence on the effective
date (February 10, 1993) of Part 75, or the most current version (the onein effect on
the day the monitor will be certified or recertified).

The most current verson. That is, the verson of PS 1 in effect a the time of
certification or recertification of the opacity monitor pursuant to Part 75.

8§75.14
Certification tests, Opacity monitoring

First published in November 1993, Update #2; revised in October 1999 Revised
Manud

REVISED
Opacity Monitoring

If aunit is exempted from opacity monitoring under 8 75.14(b), would opacity
monitors dill be required to meet other existing State and Federa monitoring
regulations?

Yes. Anexemption from opacity monitoring under the provisions of 8§ 75.14(b) is
gpplicable only to opacity monitoring requirements in the Acid Rain Rule and does not
supersede monitoring requirements in other rules. Therefore, if opacity monitoring is
required under other regulatory programs (e.0., New Source Performance Standards
or State Implementation Plans), awaiver of opacity monitoring under the Acid Rain
Rule would not congtitute awaiver of the requirements in other applicable rules.

§ 75.14(b)
Control devices, Opacity monitoring

Firg published in November 1993, Update #2; revised in October 1999 Revised
Manual
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Section 5

Question 5.6
Topic:

Question:

Answer:

REVISED
Opacity Monitoring -- Exemption

For aunit with awet flue gas pollution control system, §875.14(b) dlows an exemption
from the requirement to ingdl, certify, operate and maintain a continuous opacity
monitoring system (COMYS), if the owner or operator can "demondtrate that
condensed water is present in the exhaust flue gas stream and would impede the
accuracy of opacity measurements.” What is expected for such a demondration?

The designated representative should submit a petition for an exemption to the Director
of the Clean Air Markets Divison (formerly the Acid Rain Divison) under § 75.66 that
includes. awritten Statement, certified by the designated representative, that the unit
has awet flue gas pollution control system, and the results of procedures that
demondirate that the stack gas contains liquid water droplets.

The designated representative should use the following procedure to demonstrate
whether liquid water droplets are present in the gas stream.  Perform the procedures
described in the Notes in Sections 1.2 and 2.3.5 of EPA Method 4 (see Appendix A
to 40 CFR Part 60) to demonstrate that the effluent gas stream is saturated. These
procedures must be performed under representative conditions and a the COMS
location or, if no COMSis currently indtalled, at the location required by Performance
Specification 1 in Appendix B of 40 CFR Part 60. The Notein Section 1.2 requires
smultaneous determination of moisture content using two procedures, (1) the reference
method (with impingers) and (2) using ether a psychrometric chart or saturation vapor
pressure tables with measured stack gas temperature. The Note in Section 2.3.5
requires two caculations of stack gas moisture content (one caculation using each of
these two procedures). If the moisture content from procedure (2) aboveis
ggnificantly less than the moisture content from procedure (1) above, then the stack
gasis saturated and is assumed to have condensed water present.

The Director of the Clean Air Markets Divison will determine whether the petition
mests these requirements, and whether to exempt the unit under 8§ 75.14(b) from Part
75 opacity monitoring requirements.

EPA notes that ingtalation of a COMS may be required both by the Acid Rain
Program and by another Federa or State program. If you want approva of an
dternative opacity monitoring approach under another program, then you must dso
mest the relevant requirements for that other program. For example, 8 60.13(i)(1) in
the Generd Provisions of the New Source Performance Standards (NSPS) regulations
(40 CFR Part 60) requires submittal of an application to the Adminisirator, requesting
permission to use an dternative monitoring gpproach in caseswhere: ... a continuous
monitoring System or monitoring device specified by this part would not provide
accurate measurements due to liquid water or other interferences caused by
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substances with the effluent gases.” Therefore, in order to use an dternative opacity
monitoring approach for a unit subject to NSPS, the owner or operator must submit an
gpplication (separate from the § 75.66 petition) to the Administrator for gpprovd.
(Note that in some cases, "the Administrator” refers to the EPA Regiond Officeand in
other cases, where NSPS enforcement authority has been delegated, it refersto the
State or loca agency). The Regiond, State, or loca office must decide, on a case-by-
case basis, whether the information submitted with the application adequately
demondtrates that an aternative monitoring gpproach isjudtified. To ensure nationa
congstency in such demongtrations, the Regiona, State, and loca offices should
consult with EPA Headquarters.

References: § 75.14(b), § 75.66; 40 CFR 60.13(i)(1); 40 CFR Part 60, Appendix A, Method 4;
40 CFR Part 60, Appendix B, Performance Specification 1

Key Words: Control devices, Exemptions, Opacity monitoring

History: Firgt published in November 1993, Update #2; revised in March 2000, Update #12
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Section 6 CO, Monitoring

Question 6.1
Topic: Appendix G Method
Question: Regarding § 75.13(b), what is required to satisfy the Administrator when choosing to
use the Appendix G method for estimating daily CO, mass emissons?
Answer: If an owner or operator chooses to use the procedures in Appendix G to estimate

CO, emissons, adherence to applicable calculation and analytical proceduresis
aufficient and no additiond judtification for the use of Appendix G is necessary.

Refer ences: § 75.13(b)

Key Words: CO, monitoring, Excepted methods

History: First published in Origind March 1993 Policy Manud
Question 6.2
Topic: Fud Sampling
Question: If the recording and reporting of the percent carbon in fuel for usein Equation G-1is
not required, why do we sample for it? Could the vaue not be based on off plant
records?
Answer: Section 2.1 of Appendix G requires that the carbon content be determined using fuel

sampling and andlyss. This does not require a separate sampleif the utility (or fuel
supplier) has dready performed a sample according to the specified procedures.

References: Appendix G, Section 2.1
Key Words: CO, monitoring, Fud sampling

History: First published in November 1995, Update #7
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Question 6.3
Topic: Missng Carbon Content Data
Question: Is there any procedure that applies when percent carbon is missng?
Answer: When carbon content data are missing, report a default value from Table G-1.
References: Appendix G, Section 5.2.1
Key Words: CO, monitoring, Fud sampling, Missng data
History: First published in November 1995, Update #7
Question 6.4
Topic: Negative CO, Readings
Question: During gtart up, the CO, readings are very low or negative values. According to EPA
guidance on negative emissons, the negative vaues are switched to zero. Thus, the
heet input result is zero for the hour. ETS gave me an error that | should have pogtive
hest input when the unit is operated. Thisis more complicated when | have acommon
stack.
Answer: Use the diluent cap vaue (5.0% CO, for bailers or 1.0% CO, for combustion
turbines) to caculate the heat input rate when this Situation occurs.
References: Appendix F, Section 3.3.4
Key Words: CO, monitoring, Diluent monitoring
History: Firgt published in October 1999 Revised Manua
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Question 6.5
Topic: Use of Diluent Cgp With High Percent Moisture
Question: When using the diluent cap with Equations 19-3, 19-5, F-14A or F-17 it ispossble to
have unrepresentative or negetive results if the percent moisture is high. How do | use
these equations with the diluent cap?
Answer: The agency has developed specid variaions of these equations for use with the diluent

cap. These equations are to be used during any hour in which the diluent cap isused in
place of Equations 19-3, 19-5, F-14A, and F-17. These equations have been added
to the EDR v2.1 indructions. When using these equations report each equation in RT
520 and use the correct formulaID in RTs 320 and 300 for each hour.

If you use Equation 19-3 for NO, emission rate, use Equation 19-3D for any hour in
which you use the diluent cap.

If you use Equation 19-5 for NO, emission rate, use Equation 19-5D for any hour in
which you use the diluent cap.

If you use Equation F-14A to determine percent CO, from percent O,, use Equation
F-14D for any hour in which you use the diluent cap.

If you use Equation F-17 for heat input, use Equation F-17D for any hour in which you
use the diluent cap.

References: Appendix F, Equations F-14A and F-17; 40 CFR Part 60, Appendix A, RM 19
Key Words: Diluent cap

History: Firgt published in March 2000, Update #12
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Section 7 Backup and Portable Monitoring
Question 7.1 REVISED
Topic: Portable Gas Anayzers
Question: Can aportable rack of gas andyzers be used as backup monitoring systems for
multiple locations? Describe what congraints or limitations may apply.
Answer: There are two ways that a portable rack of gas analyzers may be used as backup

monitors for multiple locations:

(1) The portable analyzers may be operated as reference method backup monitoring
systems (i.e., operated according to EPA Method 3A, 6C, or 7E). Detailed
guidance on the use of reference method backup monitorsis given in Section 21 of
this Policy Manud; or

(2) The andyzers may be used ether as regular non-redundant backup monitoring
systems or as like-kind replacement analyzers (see § 75.20(d)). A regular non-
redundant backup monitoring system uses a different probe and sample interface
from the primary monitoring system. Regular non-redundant backup monitoring
systems must be certified at each location where they will be used. All certification
testsin § 75.20(c), except for the 7-day calibration error test, are required.

If the portable andyzers are the same make and modd asthe primary gas anayzers,
the portable andlyzers may be used as like-kind replacement analyzers by connecting
them to the same probe and interface as the primary gas monitors. Initia certification
of alike-kind replacement anayzer is not required.

For both regular non-redundant backup monitoring systems and like-kind replacement
andyzers, alinearity test isrequired each time that the backup monitor is brought into
service.

Regular non-redundant backup monitoring systems must be identified in the monitoring
plan required under § 75.53 as separate monitoring systems with unique system 1D
numbers.

In each quarter that alike-kind replacement analyzer is used for data reporting, it must
be represented in the eectronic monitoring plan as a component of the primary
monitoring system, and must be assigned a component ID that begins with the letters
"LK" (eq., "LK3"). Datafrom the like-kind replacement analyzer are reported under
the primary monitoring system 1D number, and an hourly method of determination
code (MODC) of "17" must be reported in the EDR whenever alike-kind
replacement andyzer isused. Part 75 dlows manud entry of both the component 1D
and the MODC for like-kind replacement andyzers.
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The use of aregular non-redundant backup monitoring system or like-kind
replacement analyzersis limited to 720 hours per year per parameter (i.e., # 720
hours each for SO,, NO,, CO,, or O,) a each unit or stack location. To use aregular
non-redundant backup monitoring system more than 720 hours per year a any
location, aRATA isrequired. To use like-kind replacement analyzers more than 720
hours per year a a unit or stack location requires redesignation of the andyzers as
regular non-redundant backup systems, which then must be certified at that location.

Refer ences: 8§ 75.20(d)

Key Words: Backup monitoring, Monitor location, Reference methods

History: Firg published in Origina March 1993 Policy Manud; revised in October 1999
Revised Manua

Question 7.2 REVISED

Topic: Non-redundant Backup Monitoring Systems

Question: Can an andyzer be certified and then be taken out of service and stored for use asa
backup in case of falure of aprimary andyzer?

Answer: Yes. Since the backup monitor was certified at the stack or unit location, and since
the only description of the backup monitor isthat it is an andyzer, the monitor should,
in the absence of additional information, be designated as a regular non-redundant
backup system. The backup monitoring system may be used for up to 720 hours per
year a thelocation where it was certified.

Note: If the pare andyzer in this question were found to be the same make and
model asthe primary andyzer and if, when brought into service, it used the same
sample interface as the primary monitor, the spare analyzer could be redesignated as a
like-kind replacement analyzer (see Question 7.1).

Refer ences: 8§ 75.20(d)

Key Words: Backup monitoring, Monitor location

History: Firg published in Origina March 1993 Policy Manud; revised in October 1999
Revised Manua
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Question 7.3 REVISED
Topic: Backup Reference Method -- Vaid Hour

Question: When providing backup monitoring with reference method testing, are two data points
per hour in separate 15-minute quadrants acceptable?

Answer: The criteriathat 8 75.10(d)(1) specifiesfor primary monitoring data also apply to
reference method backup monitoring deta; during periods other than cdibration,
maintenance, or quaity assurance activities, an hourly averageis not vaid unlessit is
calculated from data collected in each of the four successve 15-minute periodsin the
hour. During caibration, maintenance, or quaity assurance, hourly averages are
consdered vdid if they are caculated from data collected in & least two of the four
successive 15-minute periods in the hour (see dso Question 21.19).

Refer ences: § 75.10(d)(2)
Key Words: Backup monitoring, Data validity, Reference methods

History: Firg published in Origina March 1993 Policy Manud; revised in October 1999
Revised Manua

Question 7.4 REVISED
Topic: Reference Method and Backup Monitoring -- Overview

Question: Please clarify the rule requirements concerning the use of reference method backup
monitors and certified backup monitors. Additiondly, daify the limitations on spare
parts change-out in maintaining certification.

Answer: The owner or operator has three principal options for obtaining data when a primary
monitor is not operating: (1) the use of an applicable reference method backup
monitor; (2) the use of a certified redundant backup monitor; or (3) the use of anon-
redundant backup monitor.

For adiscussion of the use of reference method backup systems, see Section 21 of
this Policy Manud. For adiscusson of redundant backup monitors, see Question
7.11. For adiscussion of non-redundant backup monitors, see Question 7.1.
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Refer ences:
Key Words:

History:

Question 7.5
Topic:

Question:

Answer:

Determination of whether specific spare part change-outs trigger recertification testing
must be made on a case-by-case basis. In general, EPA does not consider routine
maintenance activities identified in the QA/QC Pan for the monitor to be activities that
require recertification. Additiona guidance regarding the types of changesto a
monitoring system that necessitate recertification is provided in Section 13 of this
Policy Manua. Whenever it is unclear whether a specific change necessitates
recertification testing, contact the gppropriate EPA Regiona Office for clarification.

§ 75.20(b) and (d)
Backup monitoring, Recertification, Reference methods

Firg published in Origina March 1993 Policy Manud; revised in October 1999
Revised Manua

REVISED
Reference Methods

If we can demondtrate non-dratification of stack gases, would we be alowed to apply
sngle point sampling for Reference Methods 3A, 6C, and 7E?

Yes, if the following conditions are met.

(2) If the reference methods are used as backup monitoring systems for obtaining Acid
Rain Program data, sngle-point monitoring is alowed in accordance with the
guidelines in Question 21.16.

(2) If the reference methods are used for Part 75 RATA applications, Section 6.5.6 of
Appendix A dlows single-point sampling if dratification is demongrated to be
absent at the sampling location. A 12-point Stratification test is required prior to
each RATA. To qudify for single point sampling for aparticular gas, Section
6.5.6.3(b) specifies that the concentration at each traverse point must deviate by
no more than 5.0% from the arithmetic average concentration for dl traverse
points. The results are also acceptableif the concentration differs by no more than
3 ppm or 0.3% CO, (or O,) from the average concentration for al traverse points.
For each pollutant or diluent gas, if these criteriaare met, a Sngle sampling point,
located dong one of the traverse lines used during the dtratification test and
Stuated at least 1.0 meter from the stack wall, may be used for the reference
method sampling.
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References: 40 CFR Part 60, Appendix B, PS2 (3.2)
Key Words: Backup monitoring, RATAS, Reference methods
History: Firgt published in Origina March 1993 Policy Manud; revised in October 1999
Revised Manud
Question 7.6 REVISED
Topic: Requirements
Question: Does the 720 hours per year of alowable use of a non-redundant backup monitor or
monitoring system apply to each such monitor or monitoring system at afacility?
Answer: No. The 720 hours of alowable use of non-redundant backup monitors applies to the
unit or stack location, not to any particular monitor or monitoring system (see Question
7.1). Therefore, it is possible for a non-redundant backup monitor or monitoring
system which is used at more than one unit or stack location to accumulate more than
720 hours of use per year (4., 500 hours at Stack #1 and 500 hours at Stack #2).
References: 8 75.20(d)
Key Words: Backup monitoring
History: First published in Origina March 1993 Policy Manud; revised in October 1999
Revised Manud
Question 7.7 REVISED
Topic: Data Vdidity
Question: During backup monitoring, are data consdered vdid?
Answer: Data collected by a backup monitor during primary monitor downtime would be vaid

if: (1) the data are obtained using a reference method backup monitor, a certified
redundant backup monitor or a non-redundant backup monitor; and (2) the backup
monitor isin-control, with respect to dl of its applicable quality assurance
requirements.
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Refer ences:
Key Words:

History:

Question 7.8
Topic:

Question:

Answer:

References:
Key Words:

History:

Question 7.9
Topic:

Question:

Answer:

§ 75.10(e), § 75.32(a)
Backup monitoring, Data vdidity

Firgt published in Origina March 1993 Policy Manud; revised in October 1999
Revised Manud

REVISED
Monitor Location -- Certification Requirements

Will a certification on asingle location for a portable backup CEM system be
applicable to other previoudy approved monitoring locations?

No. A portable back-up monitor which is certified a a particular unit or stack location
is classfied as a regular non-redundant backup monitoring system (see Question 7.1).
This type of monitoring system must be separately certified at each location whereit is
used to obtain data.

§ 75.20(d)
Backup monitoring, Certification process, Monitor location

Firg published in Origina March 1993 Policy Manud; revised in October 1999
Revised Manua

REVISED
Primary and Backup Designations

Can a primary monitor on one unit be used as a backup monitor on another unit, and
vice-versa?

Yes. Section 75.10(€) providesthat a particular monitor may be designated both as a
certified primary monitor for one unit and as a certified redundant backup monitor for
another unit. An example of thiswould be an SO, andyzer which is continuously
time-shared between Units 1 and 2. If Unit 2 hasits own separate primary SO,
monitoring system, the time-shared analyzer could then be designated both asthe

Page 7-6
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Backup and Portable Monitoring

References:
Key Words:

History:

Question 7.10
Topic:

Question:

Answer:

References:
Key Words:

History:

primary SO, monitoring system for Unit 1 and as a redundant backup SO, monitoring
system for Unit 2.

§ 75.10(e)
Backup monitoring

First published in Origina March 1993 Policy Manual; revised in October 1999
Revised Manua

REVISED
Backup Monitoring -- Valid Data

Suppose that a company has both a certified primary and a certified redundant backup
NO, monitoring system. The primary system consists of a NO, andyzer [component
ID # 001] and adiluent analyzer [component ID # 002]. The redundant backup
system congists of a NO, anayzer [component ID # 003] and a diluent analyzer
[component ID # 004]. What would happen if ether the primary NO, andlyzer or the
primary diluent monitor (but not both) were to go down -- could the backup NO,
monitor [003] be used with the primary diluent monitor [002] or vice-versa (i.e., could
the backup diluent monitor [004] be used with the primary NO, anayzer [001])?

Provided that the [001 - 004] and [003 - 002] combinations are included in the
company's monitoring plan as additiona redundant backup NO, systems and that
these systems have been certified, the proposed procedure would be acceptable.

§ 75.20(d), § 75.30(b)
Backup monitoring, Certification tests, Data vdidity, NO, monitoring

Firgt published in November 1993, Update #2; revised in October 1999 Revised
Manudl
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Question 7.11
Topic:

Question:

Answer:

References:
Key Words:

History:

REVISED
Redundant Backup Monitoring

We are planning to ingtal completely redundant CEM systems on dl of our emisson
gtacks. These sysemswill be on hot standby. In other words, our backup systems
will be certified and will undergo dl of the same QA/QC procedures and testing that
our primary sysems do. The backup monitorswill operate continuoudy asif they
were our primary monitors.

We plan to use the backup data when our primary monitor is out of service or the
primary dataisinvaid. Thiswill minimize our use of the missing data procedures.

It is our understanding that because our backup system will be on hot standby it will
not be necessary to run alinearity check before using the data. Please confirm.

Y our understanding is correct. Section 75.20(d) states that before a non-redundant
backup monitor is used, it must undergo alinearity check. This requirement applies
when the backup analyzer has been on the shelf and would need to be calibrated
before being placed in service. However, for aredundant backup system, which is
certified, operated, caibrated and maintained in the same manner as a primary system
there is no need to perform alinearity check each time the backup system is brought
into service,

A redundant backup system must comply with the primary CEM quality assurance and
quality control requirements in Appendix B (one of which isto perform quarterly
linearity checks), with the exception that daily calibration error tests are only required
to vaidate data when the redundant backup system is actudly used to report Acid
Rain Program data. Provided that the certified redundant backup monitor is operating
in-control with respect to dl of its daily, quarterly, sesmiannual, and annua QA
requirements, it may be used to generate quality-assured data whenever the primary
monitor is down.

Note: A redundant backup monitoring system is designated as "RB" in the eectronic
data reporting format under the data dement "Primary/Backup Designation” in RT
510.

§ 75.20(d)
Backup monitoring, Monitoring plan, Quality assurance

Firgt published in November 1993, Update #2; revised in October 1999 Revised
Manudl
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Question 7.12 REVISED

Topic: Use of Reference Method Backups

Question: Has EPA established a policy regarding the use of Reference Method Backup
monitoring systems? |s EPA accepting data reported from reference method backups
prior to publishing find guidance?

Answer: Y es, the EPA has established a policy regarding the use of Reference Method Backup
monitoring sysems. The EPA has published fina guidancein Section 21 of this Policy
Manual.

References: 8 75.24(c)(2), 8§ 75.30(b)

Key Words: Backup monitoring, Reference methods, Reporting

History: First published in November 1994, Update #4; revised March 1995, Update #5;
revised in October 1999 Revised Manua

Question 7.13 REVISED

Topic: Definition of Reference Method Backup Monitoring Systems

Question: Can areference method backup system include a NO, concentration component from
acertified primary or backup monitoring system in combination with a reference
method CO, monitor?

Answer: No. EPA will rgect as part of the monitoring plan review process any sysemswhich
represent a combination of andytica components from a certified Part 75 system and
areference method insrument. The EPA has published find guidance on thisissuein
Section 21 of this Policy Manua (see Question 21.5).

Refer ences: 8 75.24(c)(2), 8 75.30(b)

Key Words: Backup monitoring, Monitoring plans, Reference methods

History: First published in November 1994, Update #4; revised March 1995, Update #5;

revised in October 1999 Revised Manual
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Question 7.14
Topic:
Question:

Answer:

Refer ences:
Key Words:

History:

Question 7.15
Topic:

Question:

REVISED
Linearity Check Requirements for Non-redundant Backup Systems
When must alinearity check of non-redundant backup systems be performed?

In generd, alinearity check must be passed each time the non-redundant backup
monitor or monitoring system is brought into service. Data from the monitor are
considered invalid until the linearity test is passed, unless a probationary calibration
error test is passed when the non-redundant backup monitor is brought into service, in
which case, data from the system may be considered conditiondly vaid for a period
not to exceed 168 unit or stack operating hours, until alinearity test is completed. If
the linearity test is passed within the 168 unit or stack operating hour window, then dl
of the conditiondly vaid emissons data, from the hour of the probationary cdibration
error test until the hour of completion of the linearity test, are consdered to be qudity-
assured data, suitable for reporting. However, if the linearity test is either failed,
discontinued due to a problem with the monitor, or not completed within the 168 hour
window, then al of the conditiondly valid data are invaidated and the monitor may not
be used for reporting until alinearity test is passed.

§ 75.20(d)
Backup monitoring, Linearity

First published in November 1994, Update #4; revised in October 1999 Revised
Manud

REVISED

Testing Requirements for Time-shared Backup Systems

Two affected units discharge to a common stack. The required SO,, NO,, and CO,
monitoring is donein theindividua ducts leading to the common stack, using separate
primary dilution systems for each unit. However, the monitoring sysems are
configured in such away that the Unit 2 anayzers can serve as backups for Unit 1
(and vice-vers) by time-sharing the andyzers between the two units. What arethe
certification and QA requirements for the backup monitoring syssemsin this
configuration?
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Answer:

Refer ences:

Key Words:

History:

In RT 510 of the dectronic monitoring plan, it is necessary to define each system
including the probe component in order to distinguish one system from another. In the
case described above, the backup monitoring systems should be classified as non-
redundant backups in the monitoring plan, and not as redundant backups, since they
can serve as backups. Thisimplies that they will operate only occasondly. For
example, the Unit 2 andyzer is not continuously time-shared between Units 1 and 2
(aswasthe case in Quegtion 7.9), but time-sharing is done only when the Unit 1
andyzer isout of service.

Use the following guiddines to determine how many and what type of initia
certification tests are required for each non-redundant backup monitoring system:

(2) A linearity check of each non-redundant backup monitor is required, without
exception.

(2) A cydéeresponsetimetest isrequired in the time-shared mode to ensure that at
least one data point will be obtained every 15 minutes from each unit. Report the
result of thistest for each system.

(3) A RATA and hiastest are required for each non-redundant backup system; and a
biastest of each backup system isrequired. If, for each unit, the RATAs are
conducted in the time-shared mode, separate RATAs and bias tests for the
primary systems in the norma sampling mode are not required.

(4) A 7-day cdlibration error test isnot required.

For on-going quality assurance (QA) activities, each time that a non-redundant backup
monitoring System is brought into service for measuring emissons, it must pass a
linearity check. If a non-redundant backup system is used for one or more days, the
system must pass adaily cdibration error test on each day on which it is used to report
data. If its usage continues from one caendar quarter into the next, it becomes subject
to the same quarterly linearity requirements as a primary monitoring sysem. A RATA
of each non-redundant backup system must be performed, at a minimum, once every
eight cendar quarters.

§ 75.20(d); Appendix A; Appendix B

Backup monitoring, Certification tests, Common stack, Quality assurance, Time-
sharing

Firg published in March 1995, Update # 5; revised in October 1999 Revised Manua
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Question 7.16
Topic:
Question:

Answer:

References:
Key Words:

History:

Question 7.17
Topic:

Question:

Answer:

Use of Backup DAHS Components
Has EPA established a policy regarding the use of backup DAHS components?

Yes. The dements of the policy are presented in question and answer format in
Questions 7.17 through 7.21.

Not applicable
Backup monitoring, DAHS

Firg published in July 1995, Update #6

REVISED

Use of Backup DAHS Components

How should Part 75 monitoring systems containing backup digitizer and/or software
components be represented in the monitoring plan®?

All of the anayticdl, digitizing, and software components (primary and backup) which
are to be used for data reporting must be shown in the data handling system flow
diagram required by § 75.53(e)(2)(iii).

Each unique data reporting pathway (i.e., each andyzer-digitizer-software
combination) must be represented as a separate monitoring system in RTs 510 of the
monitoring plan.

Classfy each data reporting pathway as ether principd or auxiliary. A principa data
pathway is one for which dl of theinitid certification tests and on-going quality
assurance tests are required. An auxiliary data pathway is one for which only
cdibration error tests and DAHS verification tests are required. Use the following
guiddinesto identify the principd and auxiliary data pathways.

(1) Each unique analyzer/digitizer combination must beincluded in & least one
principd data pathway;
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(2) The principa data pathways may al be connected to the same software
component; and

(3) Each datareporting pathway not identified as a principa pathway is classfied as
an auxiliary pathway.

The principa data pathways are represented in RTs 510 of the monitoring plan (as
appropriate) as either primary (P) systems, redundant backup (RB) systems, or non-
redundant backup (B) systems. The auxiliary data pathways are represented as data
backup (DB) systemsin RTs 510 and must have separate system IDs. Data backup
systems have the same analytical and digitizing components as one of the primary or
backup monitoring systems, but have a different software component.

Each backup software component must be assigned a unique component ID number
and serid number in RT 510.

Digitizers must be shown as system componentsin RTs 510 only: (1) if the digitizers
perform Table C calculations for Part 75 data reporting; and/or (2) when a particular
andyzer is connected to two or more different digitizers through which data can be
generated for reporting purposes.

Sufficient formulas must be included in RTs 520 of the plan to provide traceshility for
each monitoring system that is used to report data.

Example: Congder the following Situation in which primary and redundant backup
andyzers, digitizers and software components are shown in the data flow diagram in
the monitoring plan. The example diagram is

Example Data Flow Diagram
A1l A2
D1 D2
S1 S2
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Based on this example diagram, atotd of eight data reporting pathways are identified:

Reporting Pathways from Various Analyzer -
Digitizer - Software Combinations

Pathway # 1 2 3 4 5 6 7 8

Andyzer # Al | A1 | A1 | A1 | A2 | A2 | A2 | A2

Digitizer # D1 | D1 | D2 | D2 | D2 | D2 | D1 | D1

Software # S1 | S2 | S1 | S2 | S| S2 ] S1 | S2

Pathway P | DB | RB|DB| RB|DB|RB| DB
Designation

These eight data pathway's represent four unique andyzer/digitizer combinaions
(ALD1, A1D2, A2/D2 and A2/D1). Therefore, according to Guideline (1), above, a
minimum of 4 principa data pathways are needed. According to guiddine (2), above,
the principa pathways may al include the same software component. Therefore,
pathways 1, 3, 5, and 7 (which dl include S1) are sdlected asprincipd, and 2, 4, 6,
and 8 are the auxiliary pathways.

Pathway 1 is designated as the primary (P) monitoring system in RTs 510. The other
principd pathways (3, 5, and 7) are designated as redundant backup (RB) systems.
Auxiliary pathways 2, 4, 6, and 8 are designated as data backup (DB) systems. The
digitizers D1 and D2 must be shown as system components in RTs 510 because
andyzer Al is connected to both of the digitizers, asis anadyzer A2.

References: § 75.53(c)
Key Words: Backup monitoring, DAHS, Monitoring plan

History: First published in July 1995, Update #6; revised in October 1999 Revised Manua
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Question 7.18 REVISED

Topic: Use of Backup DAHS Components

Question: How should certification, recertification, and periodic QA/QC be handled when the
monitoring plan includes systems containing backup digitizer and/or software
components?

Answer: For certification or full recertification

(1) Appendix A Certification Tests: A complete battery of Appendix A certification
tests must be done for each principd data pathway (i.e., for each system identified
as primary, redundant backup, or non-redundant backup in RTs 510 of the
monitoring plan).

The results of the required Appendix A tests and a certification or recertification
application must be submitted in accordance with § 75.63

For each auxiliary data pathway (i.e., for each system identified as data backup
(DB) in RTs 510 of the monitoring plan), adaily cdibration error test isthe only
field test requirement. These results must be submitted both in hard-copy (DAHS
printouts) and eectronically. For the eectronic submittal, use RTs 600. Submit
two RTs 600 (zero and high) for the daily calibration error test of each data
backup system.

(2) DAHS Veification The following demondrations are required for each primary
and backup software component: (1) verification of monitoring plan formulas, (2)
missing data routine check; and (3) verification Satement, signed by the DR, that
the data are in proper EDR format.

For QA/QC

(1) Daily QA/QC: Theordinary requirements of Part 75 gpply to dl data pathways.
That is, for each monitoring system in RTs 510 that is used for data reporting on a
given day (whether the system is classified as primary, redundant backup, non-
redundant backup, or data backup), there must be an associated successful daily
cdibration, congstent with Sections 2.1.3 through 2.1.6 of Appendix B to vaidate
the hourly data from the system for that day.

(2) Periodic QA/QC: All required quarterly, semiannua, and annual QA/QC tests
(i.e, linearity checks, RATAS, etc.), must be done as specified in Appendices A
and B to Part 75 for each monitoring system that corresponds to a principa data
reporting pathway (i.e., for primary, redundant backup, and non-redundant
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Refer ences:
Key Words:

History:

Question 7.19
Topic:

Question:

Answer:

Refer ences:

Key Words:

History:

Question 7.20
Topic:

Question:

Answer:

backup systems). No quarterly, semiannual, or annua QA tests or any additiona
reporting is required for the auxiliary data pathways (i.e., the data backup
systems).

§ 75.20(d), § 75.63; Appendix B, Section 2

Backup monitoring, Certification tests, DAHS, Quality assurance

Firg published in July 1995, Update #6; revised in October 1999 Revised Manua

Use of Backup DAHS Components

Arethere any redtrictions on the use of auxiliary data reporting pathways (i.e., data
backup systems)?

Yes Theauxiliary pathways may not be used unless al of the principa detareporting
pathways (i.e., the primary, redundant backup, and non-redundant backup monitoring
systems) are unable to record and/or report valid data.

§ 75.10(e)
Backup monitoring, DAHS, Reporting

Firgt published in July 1995, Update #6

Use of Backup DAHS Components

What bias adjustment factor (BAF) must be applied when a data backup (DB) system
isused for Part 75 reporting?

Each data backup (DB) system identified in the monitoring plan differs from one of the
principa sysemsin the plan (i.e., from ether a primary, redundant backup or non-
redundant backup system), only in that it has a different software component.
Therefore, for each data backup system, use the BAF associated with the principa
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monitoring system that has the same anayzer and digitizer components as the DB
system.

In the example given in Question 7.17, above, DB systems 2, 4, 6, and 8 would use
the same BAF factors as systems 1, 3, 5, and 7, respectively.

References: Appendix A, Section 7.6.5

Key Words: Backup monitoring, Bias adjusment factor, DAHS

History: First published in July 1995, Update #6

Question 7.21  REVISED

Topic: Use of Backup DAHS Components

Question: Suppose that the RTs 510 of my monitoring plan lists a number of monitoring systems,
previoudy approved as redundant backup (RB) systems, which are actudly data
backup (DB) systems. Must | update my monitoring plan?

Answer: Unless you decide to fully qudity assure data from the system as a redundant backup
system, you mudt redesignate the "RB" systems as "DB" in RTs 510 of the monitoring
plan. If you redesignate the redundant backup systems as data backup systems,
update the monitoring plan eectronicdly in RT 510 in the next quarterly report
submitted. In addition to submitting monitoring plans in the quarterly reports, the
Agency is developing a procedure that will alow sources to submit monitoring plans
electronicaly outsde of the quarterly report.

References: §75.53, § 75.64

Key Words: Backup monitoring, DAHS, Electronic report formats, Monitoring plan

History: Firgt published in July 1995, Update #6; revised in October 1999 Revised Manua
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Question 7.22

Topic: Definition of Like-kind Replacement Non-redundant Backup Andyzer

Question: What congtitutes a like-kind replacement non-redundant backup andyzer, as
described in 8§ 75.20(d)(2)(ii)?

Answer: A like-kind replacement analyzer is one that uses the same method of sample
collection (dilution-extractive, dry extractive, or in-gtu) and andysis (for example,
pulsed fluorescence, UV fluorescence, chemiluminescence) as the andyzer thet it
replaced. The like-kind replacement analyzer must also use the same probe and
interface as the primary system and have the same span vdue. The full-scae range
need not beidentica, but must meet the guiddinesin Section 2.1 of Appendix A.

References: 8 75.20(d)(2)(ii); Appendix A, Section 2.1

Key Words: Like-kind replacement analyzer, Non-redundant backup monitors

History: First published in March 2000, Update #12

Page 7-18 Acid Rain Program Policy Manual -- March 28, 2000



SECTION 8

RELATIVE ACCURACY
Page

8.1 REVISED SO,andHowTesting ...........oiiiiiiiiiann.. 8-1
8.2 REVISED Qudity ASSurance RATAS . ..o oo 8-2
8.3 REVISED Contemporaneous SO, and How RATAS .................. 8-3
84 REVISED Dud-rangeMonitor RATA ... ... e 8-3
8.5 REVISED RATA Frequency Incentive . ...............coviiinin.... 8-4
8.6 Flow RATAS- TraversePOINtS .. ... ..o 8-4
8.7 REVISED HOW RATAS . ..o e 8-5
8.8 NO, RATA ottt e 8-6
8.9 REVISED RATAProcedure .. ....... ..o, 8-6
8.10 RETIRED
8.11 RATA -Useof BAF ..o 8-7
8.12 REVISED Use of Concurrent Runs for Moisture, CO,, and O,

WIthFOW. ... 8-8

8.13 RETIRED

8.14 RETIRED

Acid Rain Program Policy Manual -- March 28, 2000 Page 8-i



Relative Accuracy Section 8

Page
8.15 REVISED Timing Requirementsfor HOWRATAS . .................... 8-9
8.16 REVISED Reporting Requirementsfor Faled RATAS . ................. 8-9
8.17 REVISED Rounding RATA Resultsto Determine RATA Frequency .. .. .. 8-10
8.18 REVISED RATA Load Requirementsfor Common Stacks . ............ 8-11
8.19 REVISED Reduced RATA Frequency Standard for Low NO, Emitters ... 8-12
8.20 REVISED Scheduleof TeStS. ... 8-12
8.21 REVISED RATA Schedulefor How Monitors . ..................... 8-13
8.22 REVISED ReferenceMethodProcedures . ..............coovi.n, 8-14
8.23 REVISED ReferenceMethodProcedures . ..............coovi.n, 8-14
8.24 REVISED Bias Adjustment for How Monitor RATAS . . ............... 8-15
8.25 REVISED Useof Short Measurement Line after Wet Scrubber .. ...... .. 8-15
8.26 Pegking Unit Annual How RATA . ... ... 8-16
8.27 Reference Flow-to-load Ratio . ............. oo, 8-17
8.28 QA Operating Quarter -- Calendar Quarter Deadline .................. 8-17
8.29 TIMEPEr RATA RUN . ..o e e e 8-18
8.30 Flow RATA Peformance Specification ............................. 8-20
8.31 RATA FreQUENCY . . ottt e e 8-20
8.32 SO, RATA EXEMPON . . .ottt et e 8-21
8.33 Opeaing Leve DEfiNItioNS . . .. .. ..o 8-21
8.34 Rangeof Operation ............c i e 8-22
8.35 Load ANAYSS .ot 8-22

Page &-ii

Acid Rain Program Policy Manual -- March 28, 2000



Section 8 Relative Accuracy

Question 8.1 REVISED
Topic: SO, and How Testing

Question: An SO, monitor by itself requires 10% relative accuracy and aflow monitor by itself
requires 15%. However, SO, in tons (flow + SO,) requires an accuracy of 10%.
Doexnt this redly require aflow monitor to achieve at least a 10% relative accuracy?
Please explain.

Answer: Although the original 1991 proposed Part 75 rule contained a relative accuracy
requirement for SO, mass emission rate (Ib/hr), this requirement was not included in
thefinal verson of the rule published in the Federal Register on January 11, 1993. The
requirement was not included in the find rule because EPA was concerned that there
were insufficient data to propose amass emission relative accuracy requirement a the
time the rule was signed. However, the preamble to the January 11, 1993 rule stated
that EPA might promulgate such a standard in the future. In order to gather datafor a
possible future SO, mass emission rate relative accuracy standard, EPA required the
annua SO, and flow rate RATA tests to be done concurrently.

On May 21, 1998, EPA proposed revisionsto Part 75. The preamble to the
proposed revisions stated that based on an analys's of the available concurrent SO,
and flow rate RATA information, EPA was proposing: (1) to remove the requirement
for annua concurrent RATA testing of SO, and flow rate; and (2) not to promulgate a
combined relative accuracy standard for SO, mass emission rate (Ib/hr). Commenters
were supportive of these proposals and they were incorporated into the May 26, 1999
find rule

The Part 75 relative accuracy (RA) standards for SO, and flow rate therefore remain
on an individua component monitor basis. For SO, monitors, the required RA
remains at 10.0%. Note, however, that beginning on January 1, 2000, the flow
monitor RA specification will change from 15.0% to 10.0%.

References: Appendix A, Section 3.3

Key Words: Flow monitoring, Relative accuracy, SO, monitoring
History: First published in Origina March 1993 Policy Manud; revised in October 1999
Revised Manud
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Section 8

Question 8.2
Topic:
Question:

Answer:

REVISED
Quadlity Assurance RATAS
Following successful certification, when isthe first RATA required?

According to Section 2.3 of Appendix B to 40 CFR Part 75, the requirement to
conduct semiannua or annua relative accuracy test audits (RATAS) is effective as of
the caendar quarter following the quarter in which the monitor is provisonaly certified
(the date when certification testing is completed). Therefore, depending upon whether
or not the relaive accuracy measured during the initial monitor certification qudifies the
monitor for an annua RATA frequency, the projected deadline for the next RATA
would ether be the second or fourth calendar quarter following the quarter during
which the monitor is provisondly certified. However, as explained in the following
paragraphs, the projected RATA deadline may not be the actual deadline, depending
on how much a unit operates and what type of fud is combusted.

The May 26, 1999 revisonsto Part 75 changed the method of determining RATA
deadlines from a caendar quarter basisto a QA operating quarter basis. A QA
operating quarter isacaendar quarter in which thereare $ 168 unit or stack operating
hours. Partid operating hours are counted as full hours in determining whether a
quarter isa QA operating quarter (see definitions of unit operating hour and stack
operating hour in § 72.2).

If aCEMS obtains asemiannua RATA fregquency, the next RATA is due by the end
of the second QA operating quarter following the quarter in which the RATA is
completed. Smilarly, an annud RATA frequency means that the next RATA is due by
the end of the fourth QA operating quarter following the quarter in which the RATA is
completed.

For units that consistently operate more than 168 hoursin each quarter, there will be
little or no difference between the caendar quarter and QA operating quarter methods
of determining RATA deadlines. However, for units that operate infrequently, aone
quarter extension of the projected RATA test deadline may be claimed (using RT 697)
for each calendar quarter that does not qualify asa QA operating quarter. Also, for
units that burn only very low sulfur fud (as defined in 8 72.2) during a particular
cdendar quarter, a one quarter extension of the SO, monitor RATA deadline may be
clamed. Note that there is an upper limit on al such RATA deadline extensons. The
deadline may not be extended beyond the end of the eighth calendar quarter following
the quarter in which aRATA was last performed.

If unforseen circumstances prevent aRATA from being completed by the deadline, the
grace period provison in Section 2.3.3 of Appendix B may be used.
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References: Appendix B, Section 2.3
Key Words: Deadlines, Frequency incentives, RATAS

History: Firgt published in origind March 1993 Policy Manud; revised in July 1995, Update
#6; revised in October 1999 Revised Manual

Question 8.3 REVISED

Topic: Contemporaneous SO, and Flow RATAS

Question: Define "contemporaneous' regarding the timeframe in which flow testing and SO,
testing must be completed.

Answer: The origind Part 75 rule required SO, and flow rate testing to be conducted

contemporaneoudy. The purpose was to devel op a data base for a possible
combined SO,-flow rate relative accuracy standard. However, EPA has decided
againg promulgating the combined SO.,-flow rate standard, and, in the revised rule
(May 26, 1999), dl references to "contemporaneous' or "concurrent” SO, and flow
rate testing have been deleted.

References: Appendix A, Section 6.5
Key Words: Flow monitoring, RATASs, SO, monitoring

History: Firg published in Origina March 1993 Policy Manud; revised in October 1999
Revised Manua

Question 8.4 REVISED

Topic: Dud-range Monitor RATA
Question: Do RATASs need to be done for both ranges of a dual-range monitor?
Answer: No. In accordance with Section 6.5(c) of Appendix A, smply do the RATA on the

range that is consdered norma. For units with add-on SO, or NO, contrals, the low
range is consdered norma. When separate monitor ranges are used for different fuel
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References:
Key Words:

History:

Question 8.5
Topic:

Question:

Answer:

References:
Key Words:

History:

Question 8.6
Topic:

Question:

types (eq., low sulfur and high sulfur fuels), both ranges are considered normd. In
such cases, perform the RATA on therange in use at the time of the scheduled test.

Appendix A, Section 6.5(c)
Dual-range monitor, RATAS

First published in May 1993, Update #1; revised in October 1999 Revised Manua

REVISED
RATA Frequency Incentive

If wefail our firs RATA, and pass a second time, may we repeet the test to qudify for
alower test frequency?

Yes. Whereasthe origina Part 75 rule limited the owner or operator to two RATA
attempts to obtain a more favorable relative accuracy percentage or bias adjustment
factor (BAF), Section 2.3.1.4 in Appendix B of the revised rule (May 26, 1999)
alows asmany RATA attempts as are needed to obtain the desired percent RA or
BAF. Theonly condition isthat the data validation procedures in Section 2.3.2 of
Appendix B must be followed.

Appendix B, Sections 2.3.1.4 and 2.3.2
Frequency incentives, RATAS

Firg published in May 1993, Update #1; revised in October 1999 Revised Manua

Flow RATAS -- Traverse Points

After dternative Ste verification with adirectiond probe traverse of 40 points (or 42
points for rectangular ducts) according to 40 CFR Part 60, Appendix A, Method 1,
Section 2.5.2, should subsequent flow Relative Accuracy Test Audits (RATAS), which
may use S-type probes, be based on Method 1, Section 2.2.2 traverse point criteria
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(eq., 16 points) or the initid 40 (42) point criteria specified in Method 1, Section
25.27?

Answer: Either traverse point sdlection criteria specified in Method 1 (i.e., either 16 points or
40 (42) points) is acceptable for subsequent flow RATAS.

Part 75, Appendix A, Section 1.2 recommends the use of the flow profile procedures
in 40 CFR Part 60, Appendix A, Test Method 1, Section 2.5 (which specifiesthe 40
(42) point traverse) to determine the acceptability of the potentia flow monitor
location. (The potentia flow monitor location is acceptable if the resultant angle is #
20E and the standard deviation is# 10E.)

Following an acceptable flow profile study, the flow monitor must pass dl the required
performance tests for certification and QA/QC, including flow RATAS. The sdection
of traverse points for subsequent flow RATAS, according Part 75, Appendix A,
Section 6.5.6, need only meet the requirements of 40 CFR Part 60, Appendix A, Test
Method 1, and not Section 2.5.2 specificaly.

References: 40 CFR Part 60, Appendix A (RM 1); 40 CFR Part 75, Appendix A, Section 6.5.6
Key Words: Flow monitoring, RATAS, Reference methods

History: Firg published in May 1993, Update #1

Question 8.7 REVISED
Topic: Flow RATAs

Question: May an dectronic manometer be used as the differentid pressure gauge when
performing ardative accuracy test audit (RATA) on avolumetric flow monitor using
40 CFR Part 60, Appendix A, Method 2? If so, what should the averaging period
be?

Answer: Y es, an dectric manometer may be used in this circumstance. If regular Method 2 is
used for the flow RATA, the dectronic manometer should be cdibrated according to
the procedures in 40 CFR Part 60, Appendix A, Method 2, Section 2.2. The?P
readings from the e ectronic manometer should be compared to those of a gauge-oil
manometer before and after the test series. If Method 2F (3-dimensiona probe) or
Method 2G (2-dimensiona probe) is used for the flow RATA, cdibrate the eectronic
manometer as described in Section 10.3 of those methods.
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A minimum averaging period of one minute at each traverse point is recommended
when an eectronic manometer or transducer is used. The same averaging period
should be used for each traverse point in the run.

References: 40 CFR Part 60, Appendix A (RM 2)

Key Words: Flow monitoring, RATAS, Reference methods

History: Firg published in May 1993, Update #1; revised in October 1999 Revised Manua

Question 8.8

Topic: NO, RATA

Question: What burner configuration should be used when doing aNO, RATA?

Answer: When performing a pollutant monitor RATA, use the burner configuration that the unit
normally uses when operaing.

References: Appendix A, Section 6.5

Key Words: Certification tests, RATAS

History: Firg published in November 1993, Update #2

Question 8.9 REVISED

Topic: RATA Procedure

Question: Suppose that during the RATA we determine that there is a problem after three or four
runs. May we continue the test without counting the three or four runsin the total runs
for certification?

Answer: It depends on the nature of the problem. If the reason for discontinuing aRATA is
unrelated to the performance of the CEMS being tested (e.g., problems with the
reference method or with the affected unit(s)), any vaid test runs that were completed
prior to the occurrence of the problem may either be used as part of the officid RATA
or the runs may be disregarded and the RATA re-dtarted. However, if aRATA is
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References:
Key Words:

History:

Question 8.10

Question 8.11
Topic:

Question:

Answer:

References:

Key Words:

History:

aborted due to a problem with the CEMS, the test is congdered invaid and must be
repeated. In such cases, none of the runsin the aborted test may be used as part of
the officid RATA and the aborted test may not be disregarded (since it affects data
vaidation), but must be reported in the eectronic quarterly report.

8 75.20(b)(3); Appendix A, Section 6.5.9; Appendix B, Section 2.3.2

Certification tests, RATAS

First published in November 1993, Update #2; revised in October 1999 Revised
Manud

RETIRED

RATA -- Use of BAF

If aunit has been using a bias adjusment factor Snceitslast RATA, should the
measurements obtained in the next RATA be multiplied by the adjustment derived
from the earlier RATA?

No. The biastest isdesigned to determineif the measured vaues from the CEMS are
systematicdly low relative to the reference method. This can only be determined by
using the unadjusted vaues from the CEMS.

Appendix A, Section 7.6.5; Appendix B, Section 2.3

Bias, RATAS

Firg published in November 1993, Update #2
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Question 8.12
Topic:

Question:

Answer:

References:
Key Words:

History:

Question 8.13

REVISED
Concurrent Runs for Moisture, CO,, and O, with FHow

Are separate Method 3 (CO,/0,) and Method 4 (moisture) runs required for each
Method 2 (flue gas velocity) run when performing aflow RATA?

No, provided that the only reason for measuring moisture or CO,/O, isto determine
the stack gas molecular weight. In this case, it is sufficient to collect one sample for
Method 3 and Method 4 for each three successive velocity traverses using Method 2.

Since stack gas velocity varies with the square root of one over the stack gas
molecular weight (see Eqg. 2-9 in Method 2), relatively large variationsin O,, CO,, and
moigture will have afarly smal impact on the cdculation of gas velocity. Therefore, if
gas composition and moisture data are only used for caculating stack gas molecular
weight, collecting Method 3 and Method 4 samples with each Method 2 run is not

necessary.

For gas monitor RATAS, however, moisture results are sometimes needed to convert
CEM and reference method data to the same basis. In such instances, a one percent
change in flue gas moisture content causes a one percent change in the CEM or
reference method results. Since changesin stack gas moisture content can gave a
sgnificant impact on corrected results and the outcome of performance tests, Method
4 samples must be collected with each set of reference method samples when the
Method 4 results are used to correct CEM and reference method results to the same
moisture basis. Notethat if two gas RATA runs are able to be completed within the
same hour (60 minute period), the results of asingle Method 4 run, taken during the 60
minute period, may be gpplied to both RATA runs.

40 CFR Part 60, Appendix A (RMs 2, 3, and 4)
Certification tests, RATAS, Reference methods

Firgt published in November 1993, Update #2; revised in October 1999 Revised
Manudl

RETIRED
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Question 8.15
Topic:

Question:

Answer:

Refer ences:
Key Words:

History:

Question 8.16
Topic:

Question:

RETIRED

REVISED

Timing Requirements for How RATAS

Section 6.5 of Appendix A requires each RATA to be completed within 7 days. For
flow, does this mean that dl three levels must be tested in 7 days?

No. Intheorigina January 11, 1993 version of Part 75, Section 6.5 of Appendix A
required each RATA to be completed within a seven day period. A RATA isaseries
of nine runs or more comparing a reference method to a CEMS, the results of which
are andyzed datigticaly. Therefore, for an SO,, NO,, or CO, RATA, EPA
interpreted Section 6.5 to mean that there is a seven calendar day window in which to
complete the nine run sequence. For multiple-load flow RATAS, the Agency
conddered the relative accuracy testing at each flow rate leve to have a separate
seven day window.

Note that in the May 26, 1999 revisons to Part 75, the requirement to complete each
RATA within seven cdendar days was changed. The new requirement, found in
Section 6.5(e) of Appendix A, states that each RATA should be completed within 168
consecutive unit or stack operating hours. For multi-load flow RATAS, up to 720
consecutive unit or stack operating hours are now alowed to complete the testing at al
load levels.

Appendix A, Section 6.5

Certification tests, Flow monitoring, RATAS

Firgt published in March 1995, Update #5; revised in October 1999 Revised Manual

REVISED
Reporting Requirements for Failed RATAS

How arefailed or discontinued RATA results to be reported to the Agency?

Acid Rain Program Policy Manual -- March 28, 2000
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Refer ences:
Key Words:

History:

Question 8.17

Topic:

Question:

Answer:

A completed, failed RATA should be reported in the same way as a completed,
passed RATA. Thatis, in RT 610, use arun statusflag of "1" in column 62 to indicate
each run that was used in the relative accuracy calculaion and use arun flag of "0" to
indicate which runs (maximum of three) were not used in the calculations. Submit RT
611, summarizing the results of the rdative accurecy test. For failled RATAS, dways
leave column 111 (bias adjustment factor) blank.

Discontinued RATAs only have to be reported when they affect data validation.
Therefore, when aRATA attempt is aborted due to a problem with the CEMS, it must
be reported because the monitoring system is considered to be out-of-control as of the
hour in which the test is discontinued. To report an aborted RATA attempt, usearun
gatusflag of "9" for each test run. Do not submit RT 611 for an aborted RATA.

Discontinued RATAs which do not affect data validation do not have to be reported to
EPA, but arecord of dl such RATA attempts must be kept on-site as part of the
officid test log for the monitoring system(s). Specificaly, adiscontinued RATA does
not have to be reported if the test is discontinued due to a problem unrelated to the
performance of the CEMS (e.g., due to a problem with the reference method or with
the affected unit(s)).

Appendix B, Section 2.3.2
Certification tests, Electronic report formats, RATAS, Reporting

Firg published in March 1995, Update #5; revised in October 1999 Revised Manual

REVISED
Rounding RATA Resultsto Determine RATA Frequency

The results of aNO, RATA, reported to two decimad places as required by the EDR,
come out to 7.51% relative accuracy (RA). Doesthis qualify for reduced RATA
frequency?

Yes. Section 2.3.1.2 of Appendix B to Part 75 alows annud, rather than semiannud,
RATA frequency whenthe RA is7.5% or less. The RA specification isto one
decimd place. Therefore, aRA of 7.51% qudifiesfor the annuad RATA frequency
because, by the normal rules of rounding off, 7.51, to the nearest tenth, is 7.5. If the
second decimd placein the reported RA had been 5 or gresater, thiswould have
rounded off to 7.6% and the monitoring system would not have qudified for the
reduced RATA frequency.

Page 8-10
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References: Appendix B, Section 2.3.1.2
Key Words: RATAS, Reporting

History: Firg published in March 1995, Update #5; revised in October 1999 Revised Manual

Question 8.18 REVISED
Topic: RATA Load Requirements for Common Stacks

Question: Our company has a plant with three units usng a common stack. One of those units
experienced an unscheduled outage during the last quarter in which we should perform
an annud reative accuracy test audit at three load levels. Should we walt to perform
the relative accuracy test audit for flow until al three units are operating again?

Answer: Every effort should be made to perform the relative accuracy test audit by the end of
the required quarter. Section 6.5.2.1 of Appendix A defines the range of operation for
aunit or common stack. For common stacks, the range of operation extends from the
minimum safe, stable load of any unit using the stack to the highest sustaingble load
with al unitsin operation. Section 6.5.2.1 further defines the low, mid, and high load
levelsas  0- 30%, 30 - 60% and 60 - 100% of the range of operation,
repectively. Therefore, in the present example, if aload leve of at least 60% of the
range of operation could be attained with two unitsin operation, this would suffice for
the high leve flow RATA. The mid and low flow tests could then be done at 35% and
10% of the operating range, respectively (note that Section 6.5.2 of Appendix B
requires a minimum separation of 25% of the operating range between adjacent load
levels). If, however, atrue high level data point is not attainable with only two unitsin
operation, then ether: (1) perform the high leve flow relative accuracy test based
upon the maximum &ttainable operating leve of the units operating during that quarter
and document in the eectronic quarterly report (in the 900-level records) that due to
an unscheduled unit outage there was a deviation from the normad flow RATA
procedures; or (2) if it is expected that al three unitswill be back in service soon after
the end of the quarter, perform the high-level flow RATA within the 720 unit operating
hour grace period alowed under Section 2.3.3 of Appendix B.

References: Appendix A, Sections 6.5.2 and 6.5.2.1; Appendix B, Sections 2.3.1 and 2.3.3
Key Words: Common stack, RATAS

History: Firg published in March 1995, Update #5; revised in October 1999 Revised Manual
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Question 8.19

Topic:

Question:

Answer:

References:
Key Words:

History:

Question 8.20

Topic:

Question:

Answer:

References:

Key Words:

History:

REVISED

Reduced RATA Frequency Standard for Low NO, Emitters

There are anumber of gas and ail fired turbines that have extremdy low NO,
concentrations (less than 10 ppm). Their maximum potential concentrations are
approximately 60 ppm. Isthere an dternative gpproach for determining RATA
frequency for these CEMS?

Yes, if aunit quaifiesasalow emitter for NO, (< 0.200 Ib/mmBtu), it can qudify for
the reduced RATA frequency where the average monitor value during the RATA is
within 0.015 Ib/mmBtu of the average reference method vaue.

Appendix B, Section 2.3.1.2

NO, monitoring, RATAs

Firg published in March 1995, Update #5; revised in October 1999 Revised Manual

REVISED

Schedule of Tests

Isit possble to move an annuad RATA from the fourth caendar quarter following the
last test to the third or second calendar quarter?

Yes. You may perform the RATA any time before the end of the projected RATA
deadline (i.e, two or four caendar quarters following your last test). Therefore, you
may adjust your RATA schedule as necessary.

Appendix B, Section 2.3

Deadlines, RATAS

Firg published in July 1995, Update #6; revised in October 1999 Revised Manua

Page 8-12
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Question 8.21 REVISED

Topic: RATA Schedule for How Monitors

Question: How do | determine when to perform my next flow RATA?

Answer: For aflow monitor, the percent relative accuracy obtained determines when the next
test must be performed.

Prior to January 1, 2000, if aflow monitor passes a RATA and the relaive accuracy
at any load tested is> 10.0 percent and # 15.0 percent, then the next flow RATA
must be performed on a semiannud basis (i.e., within the next two QA operaing
quarters (see Question 8.2 for an explanation of QA operating quarters)). If the
relative accuracy is# 10.0 percent at dl loads tested then the next flow RATA must
be performed on an annua bass (i.e., within the next four QA operating quarters).

On and after January 1, 2000, if aflow monitor passesaRATA and the reltive
accuracy a any load tested is > 7.5 percent and # 10.0 percent, then the next flow
RATA must be performed on asemiannua basis (i.e., within the next two QA
operating quarters). If the relative accuracy is# 7.5 percent at dl |oads tested then the
next flow RATA must be performed on an annud basis (i.e., within the next four QA
operating quarters).

Each time that a 2-load or 3-load flow RATA is completed and passed, the frequency
(semiannua or annudl) of the next flow RATA is established or re-established. Note,
however, that asingle-load (norma load) flow RATA may not be used to establish or
re-establish the RATA frequency, except when: (1) thesingle-load RATA is
specificaly required under Section 2.3.1.3(b) of Appendix B (for flow monitors
ingtalled on peaking units and bypass stacks); or (2) asingle-load RATA isdlowed
under Section 2.3.1.3(c) of Appendix B, for a unit which has operated at a single load
leve (low, mid, or high) for $ 85.0% of the time since the lagt annud flow RATA.
Apart from these exceptions, the only way to establish or re-establish the RATA
frequency for aflow monitor isto perform a2-load or 3-load flow RATA.

References: Appendix B, Sections2.3.1.1, 2.3.1.2, 2.3.1.4, and 2.4
Key Words: Deadlines, How monitoring, Frequency incentives, RATAS

History: Firgt published in July 1995, Update #6; revised in October 1999 Revised Manua
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Question 8.22

Topic:

Question:

Answer:

References:

Key Words:

History:

Question 8.23

Topic:

Question:

Answer:

References:

Key Words:

Higtory:

REVISED

Reference Method Procedures

In 40 CFR Part 60, Appendix A, Test Method 2, do Figure 2-5 and the Average
Stack Gas Vdocity (Equation 2-9) require the square root of the average differential
pressure or the average of the square roots of the differentia pressures?

Method 2 requires the average of the square roots of the differentia pressures. It has
come to our atention that some test companies have been incorrectly caculating this
average. Do not send resubmittal's addressing this problem. Sources must ensure that
future submittals to EPA are calculated correctly.

40 CFR Part 60, Appendix A (RM 2)

Reference methods

Firg published in July 1995, Update #6; revised in October 1999 Revised Manua

REVISED

Reference Method Procedures

When using Equation 4-3 in Test Method 4, should the factor: (deltaH)/13.6 (i.e,, the
average pressure differentia across the orifice meter divided by 13.6) in Equation 5-1
of Test Method 5 be used to correct the sample volume?

Under the Acid Rain Program when Test Method 4 is required, either Equation 4-3 or
Equation 5-1 may be used to correct the sample volume.

40 CFR Part 60, Appendix A (RM 4)
Reference methods

Firg published in July 1995, Update #6; revised in November 1995, Update #7
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Question 8.24
Topic:

Question:

Answer:

References:
Key Words:

Higtory:

Question 8.25
Topic:

Question:

Answer:

REVISED
Bias Adjustment for Flow Monitor RATAS

When asingle, normd load flow RATA isrequired (or dlowed) to be performed ona
flow monitor, should a utility do the bias test on these data? If so, should the data from
the normal level be used to cdculate a new bias adjustment factor?

Yes. Peaform abiastest for each single load flow RATA required or permitted under
Part 75. If the flow monitor passes the bias test, apply a bias adjustment factor (BAF)
of 1.000 for dl flow data until the next successful flow RATA. If the monitor fallsthe
biasted, caculate a BAF from the normd level RATA and apply thisrevised bias
adjustment factor to each hour of flow rate data, beginning with the hour after the hour
in which the RATA tegting is completed.

Appendix A, Sections 7.6.4 and 7.6.5; Appendix B, Section 2.3.2
Bias, How monitoring, RATA

Firg published in November 1995, Update #7; revised in October 1999 Revised
Manudl

REVISED

Use of Short RM Measurement Line after Wet Scrubber

Section 6.5.6 in Appendix A of Part 75 states that the Reference Method (RM)
traverse points for gas RATA tests must meet the location requirements of
Performance Specification # 2 (PS 2) in Appendix B of 40 CFR 60. Section 3.2 of
PS 2 specifies that downstream of wet scrubbers, the RM traverse points must be
located on along measurement line, with points at 16.7%, 50% and 83.3% of the
dack diameter. Use of the dternative short RM measurement line, with points located
0.4 m, 1.0 m and 2.0 m from the stack wall is disallowed in such ingtances. However,
for large-diameter stacks, use of along measurement path is difficult and presents
many logigtical problems. Isit possible for the owner or operator of a scrubbed unit to
conduct atest or demongtration in order to be adlowed to use the short RM
measurement ling?

Yes. Therevised Part 75 rule (May 26,1999) includes new provisonsin Section
6.5.6 of Appendix A which alow the short measurement line to be used following a
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wet scrubber, provided that, just prior to each RATA, dratification is demonstrated to
be minima a the sampling location.

To demongrate this, an initia 12-point dratification test is required at the sampling
location (see Section 6.5.6.1 of Appendix A). Reference Methods 6C, 7E, and 3A
are used to measure SO,, NO,, and CO,, respectively. Sampling isrequired for at
least 2 minutes at each traverse point. A dratification test is also required for each
subsequent RATA at the sampling location. However, for the subsequent RATAS, in
lieu of repeating the initial 12-point test, an abbreviated 3-point or 6-point retification
test may be done (see Section 6.5.6.2 of Appendix A).

For each pollutant or diluent gas, Section 6.5.6.3(a) of Appendix A specifies that
dratification is considered to be minimal if the concentration a each traverse point is
within £ 10.0 % of the mean concentration value for al the points. Theresults are dso
acceptable if the concentration at each traverse point differs by no more than 5 ppm or
0.5% CO, or O, from the average concentration for dl traverse points. If dratification
isfound to be minimal, the short RM measurement line may be used for the RATA
tests.

The data and calculated results from al dratification tests are to be kept on file & the
facility, avallable for ingpection, with the rest of the RATA information.

References: Appendix A, Sections 6.5.6, 6.5.6.1, 6.5.6.2, and 6.5.6.3; 40 CFR Part 60,
Appendix B (PS 2)
Key Words: RATAS, Reference methods, Scrubbers
History: First published in March 1997, Update #11; revised in October 1999 Revised Manual
Question 8.26
Topic: Pegking Unit Annual How RATA
Question: Peaking units are only required to do an annud flow RATA at normd load. Mugt units
mest the definition of a peaking unit in Part 72 in order to qualify for this reduced
teging?
Answer: Yes. Report the pesking unit satusin RT 507 after April 1, 2000 and in RT 910 for
NOw.
References: Appendix B, Section 2.3
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Key Words: Pegking units, Reporting

History: First published in October 1999 Revised Manud

Question 8.27

Topic: Reference Flow-to-load Ratio

Question: For the quarter in which we do aflow RATA, should we use the data from that RATA
for establishing the reference flow-to-load ratio for that same quarter or should we use
data from the previous RATA?

Answer: Always base R+ on the most recent normd load flow RATA, even if the RATA was
performed in the quarter being evauated. Note that for any quarter in which anorma
load flow RATA is performed and passed, flow rate data recorded prior to the RATA
may be excluded from the quarterly flow-to-load ratio data analyss. See Sections
2.2.5(a)(5) and 2.2.5(c)(5) of Appendix B.

References: Appendix B, Section 2.2.5

Key Words: Flow-to-load test, RATA

History: Firgt published in October 1999 Revised Manua

Question 8.28

Topic: QA Operating Quarter -- Calendar Quarter Deadline

Question: If we use the new definition of a QA operating quarter to claim exemptions from
quarterly linearity checks or to extend RATA deadlines, will we have to Sart up units
just to do testing when we reach the calendar quarter deadlines (i.e,, alinearity is
required a least every four caendar quarters and aRATA isrequired at least every
eight cdendar quarters)?

Answer: No. In addition to the quarterly linearity check exemptions and RATA deedline

extensons that may be clamed on the basis of non-QA operating quarters, there are
also grace periods for missed tests. Grace periods alow required tests to be
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References:
Key Words:

History:

Question 8.29
Topic:
Question:

Answer:

completed within a certain number of unit or stack operating hours &fter the end of the
quarter in which the QA test was due. The two cases are asfollows:.

For linearity checks: Appendix B to Part 75 statesin Section 2.2.3(f) that "If a
linearity test has not been completed by the end of the fourth calendar quarter since the
last linearity test, then the linearity test must be completed within a 168 unit operating
hour or stack operating hour grace period...following the end of the fourth successive
elapsed cadendar quarter, or data from the CEMS (or range) will become invaid.”

For RATAs Appendix B to Part 75 states in Section 2.3.1.1(a) that "If aRATA has
not completed by the end of the eighth calendar quarter since the quarter of the last
RATA, then the RATA must be completed within a 720 unit (or stack) operating hour
grace period...following the end of the eighth successive elgpsed caendar quarter or
data from the CEM S will become invaid.”

Appendix B, Sections2.2.3and 2.3.1.1
Deadlines, Linearity, RATAS

First published in October 1999 Revised Manua

Time Per RATA Run
For aPart 75 RATA, what is the minimum acceptable time per run?

Section 6.5.7 in Appendix A to Part 75 specifies that the minimum RATA runtimeis
21 minutes for a gas monitoring System or moisture monitoring syslem RATA and 5
minutes for aflow RATA. Note that the 21-minute run time for moisture system
RATA appears to conflict with Sections 2.2.2 and 3.2.2 of EPA Reference Method 4
(RM4) in Appendix A of 40 CFR 60. On one hand, Section 2.2.2 of RM4 requires
collection of a minimum sample volume of 21 scf & arate no grester than 0.075 scfm,
when regular Method 4 is used, which equates to a sampling time of 28 minutes. On
the other hand, when Approximation Method 4 (midget impinger technique) is used,
section 3.2.2 of RM 4 caps the sample volume at approximately 30 liters of gas,
collected at arate of 2 liters'min, which equates to a sample time of 15 minutes. The
Acid Rain Program alows either regular Method 4 or Approximation Method 4 to be
used as the reference method for moisture RATA testing. Therefore, when RM 4 is
used for Acid Rain Program gpplications, determine the appropriate sample collection
time (21 minutes, 28 minutes, or 15 minutes) as follows:

Page 8-18
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Refer ences:

Key Words:

History:

(1) When regular Method 4 is used for aPart 75 moisture monitoring syssem RATA,

the minimum acceptable time per RATA run is 21 minutes, as stated in Section
6.5.7 of Appendix A to Part 75. To meet this requirement, concurrent data must
be collected with the CEMS and with the Method 4 sampling train for at least 21
minutes. The Method 4 sample collection time of 21 minutes, athough less than the
28 minutes specified in Section 2.2.2 of Method 4, is consstent with Section 7.1.1
of Performance Specification No. 2 (PS No. 2) in Appendix B to 40 CFR 60,
which dates, in reference to reference method sampling for RATA applications,
"...For integrated samples (e.9., Methods 6 and 4), make a sample traverse of at
least 21 minutes, sampling for 7 minutes a each traverse point...".

(2) When Approximation Method 4 is used for a Part 75 moisture monitoring system

RATA, the minimum acceptable time for each RATA run isaso 21 minutes.
Coallect the RM and CEM S data concurrently, with the understanding that in this
case only the CEM S data can be collected for the full 21 minute period, because
the recommended sampling time for Approximation Method 4 (as specified in
Section 3.2.2 of Method 4) is about 15 minutes.

(3) When Reference Method 4 data are used for gas monitoring system RATAS, to

correct pollutant and diluent concentrations for moisture, either perform the
moisture sampling concurrently with the pollutant and diluent concentration
measurements as described in (1) or (2), above, or follow the guideline in Section
6.5.7 of Appendix A to Part 75, which alows non-concurrent collection of the

pol lutant/diluent data and auxiliary data such as moisture, provided that for each
RATA run, al necessary data are obtained within a 60 minute period. However, if
the moisture data and the pollutant/diluent data are collected non-concurrently, the
moisture sample collection time must be in accordance with Section 2.2.2 or 3.2.2
of Method 4, as applicable.

40 CFR Part 60, Appendix A (RM 4, Sections 2.2.2 and 3.2.2), Appendix B (PS 2,
Section 7.1.1); 40 CFR Part 75, Appendix A, Section 6.5.7

RATAS, Reference methods

Firg published in October 1999 Revised Manua
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Question 8.30

Topic:

Question:

Answer:

References:

Key Words:

History:

Question 8.31

Topic:

Question:

Answer:

References:

Key Words:

History:

Flow RATA Performance Specification

How does the change to the flow RATA performance specification affect out-of-
control status? If | passed aflow RATA at 12% in October of 1999, is the monitor
out-of-control as of January 1, 2000 when the 10% specification takes effect?

No. If you tested and met the 15% standard in place in October, 1999, then the flow
monitor would not be out-of-control on January 1, 2000. If you fail to meet the new
10% standard in a RATA completed on or after January 1, 2000 the flow monitor
would be out-of-contral.

Appendix A, Section 3.3.4
Flow monitoring, RATA

Firg published in March 2000, Update #12

RATA Frequency

If I usudly do RATA testing in the second quarter but one year | use the grace period
and do the RATA in the third quarter, should | do the next RATA in the second or
third quarter the following year? (The unit operates more than 168 hours each quarter
and the RATA reaults dlow an "annud" frequency.)

Y ou should do the next RATA in the second quarter (see Appendix B, Section
2.3.3(c)). The grace period cannot be used to extend the deadline for the next
required QA test.

Appendix B, Section 2.3.3(c)

RATA

Firg published in March 2000, Update #12
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Topic:

Question:

Answer:

References:
Key Words:

History:

Question 8.33

Topic:

Question:

Answer:

Refer ences:

SO, RATA Exemption

Our facility can burn #6 oil but doesn't -- we burn only natural gas. Can we take
advantage of the SO, RATA exemption?

Yes. Youmay clam either: (1) an on-going exemption from SO, RATAS if your
Desgnated Representative certifies that you never burn fud with a sulfur content higher
then "very low sulfur fud" (as defined in 8 72.2); or (2) aconditiona exemption from
SO, RATASIf you keep the usage of oil to 480 hours or less per year. In EDR v2.1,
RT 697 is used to make these types of claims.

§ 75.21(a)(9)
RATA

Firg published in March 2000, Update #12

Operating Leve Definitions

Can you darify the definitions of the "low,” "mid," and "high" operating levelsin Section
6.5.2.1 of Appendix A to Part 75?7 Specificaly, a the boundaries between adjacent
levels, is 30.0% part of the low or mid level? s 60.0% part of the mid or high level?

The"low" operating level extends from 0.0 to 30.0% of the range of operation,
inclusve. The"mid" level is defined as >30.0% and <60.0% of the range of operation.
The "high" level is defined as >60.0% of the range of operation. These boundary
conditions were incorrectly represented in the August 16, 1999 revised EDR v2.1 and
the accompanying reporting ingtructions (see indructions for RT 695). EPA has
corrected this error in the January 20, 2000 revised EDR v2.1 and accompanying
ingtructions.

Appendix A, Section 6.5.2.1(b)
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Question 8.34
Topic:

Question:

Answer:

Refer ences:
Key Words:

History:

Question 8.35
Topic:

Question:

How monitors

Firg published in March 2000, Update #12

Range of Operation

The range of operation as defined in Section 6.5.2.1 of Appendix A to Part 75
extends from the "minimum safe, able load” to the "maximum sustainable load." What
is meant by the "minimum safe, gable load”?

The minimum safe, stable load is not precisay defined in ether Part 72 or Part 75 of
the Acid Rain rules. In the absence of such a definition, use the following guiddines
the minimum safe, stable load isthe lowest load at which a unit is capable of being held
for an extended period of time, without creating an unsafe or unstable operating
condition. If the boiler manufacturer recommends that the unit not be operated below
acertain load leve, this may be used as the minimum safe, sableload. If sucha
recommendation is unavailable, you may use sound engineering judgment, based on a
knowledge of the historical operation of the unit, to estimate the minimum safe, sable
load. In making this determination, you may exclude low unit loads recorded during
gartup or shutdown while the unit is "ramping up" or "ramping down," unless these
loads are able to be sustained and safdly held for severd hours a atime.

Appendix A, Section 6.5.2.1(b)
How monitors

Firgt published in March 2000, Update #12

Load Andyss

The higtorical load analysis described in Appendix A, Section 6.5.2.1(c) requires usto
use the "past four representative operating quarters' in the analysis. Doesthisrefer to
complete calendar quarters only, or can we use a caendar year of data (365 days)

that begins and ends in the middle of a quarter? If we perform the analysisin the fourth
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Key Words:

History:

quarter of the year, can we smply use the data from the time we perform the andlysis
back to the beginning of that calendar year?

The higtorical load andyss must include the four maost recent compl ete operating
quarters that represent typica operation of the unit. If you perform the andysisin the
middle of a quarter, you may include data from the current quarter; however, the
higtorical look back must include load data from the previous four complete,
representative operating quarters. In some cases, afacility may need to consder more
than the past four quarters of data to identify four complete operating quarters that are
representative of typica operation.

Appendix A, Section 6.5.2.1(c)
RATAS, Recordkeeping

First published in March 2000, Update #12
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Bias

Question 9.1
Topic:

Question:

Answer:

Refer ences:
Key Words:

History:

Question 9.2
Topic:

Question:

Answer:

References:

REVISED
RATA Tedting Frequency Limitation -- Bias Adjustment

In Appendix B, two tests are alowed to reduce RATA frequency. Aretwo tests
alowed to reduce the bias adjustment factor as well?

Whereas the origind Part 75 rule limited the owner or operator to two RATA attempts
to obtain a more favorable relative accuracy percentage or bias adjustment factor
(BAF), Section 2.3.1.4 in Appendix B of the revised rule (May 26, 1999) alows as
many RATA attempts as are needed to obtain the desired % RA or BAF. The only
condition is that the data validation procedures in Section 2.3.2 of Appendix B must
be followed.

Appendix A, Section 7.6.5
Bias, Frequency incentives, RATAS

First published in Origina March 1993 Policy Manud; revised in October 1999
Revised Manud

REVISED
Bias Test -- Retesting

Section 75.61(a)(1)(iii) dlows the owner or operator to retest immediately, without
notification, in cases of afailed certification test. Does this gpply in the case of bias
testsaswel asRATAS? Arethere any redtrictions as to how soon retesting should
commence?

If acertification test results in arequirement that a bias adjustment factor be used, then
the owner or operator of the affected unit may retest immediately. EPA does not
intend to place redtrictions on the timing of retests performed in order to diminate the
need for the use of abias adjustment factor. In many cases, the failure of a bias test
will be known when stack testing personnel are till on Site, and requiring a pretest
notification for testing performed to improve bias test results would cause needless and
codly ddaysin the tegting.

§ 75.61(2) (1) i)
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Key Words: Bias, Notice

History: Firgt published in Origina March 1993 Policy Manud; revised in October 1999
Revised Manud
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Span, Calibration, and Linearity

Question 10.1
Topic:

Question:

Answer:

Refer ences:
Key Words:

History:

REVISED

Span

If the maximum potentid SO, concentration, when multiplied by 1.25 (rounded up to
the nearest 100 ppm), equals a span value of 3,100 ppm, would the source be alowed
to use afull-scde range value of 3,000 ppm and if so, what vaue would the gas
cylinder concentrations be based on?

In the example cited, the full-scale range may not be set at 3,000 ppm, because
Section 2.1.1.3 in Appendix A to Part 75 states that the owner or operator must
"select the full-scale range of the instrument to be consstent with section 2.1 of this
appendix and to be greater than or equd to the span vaue." Thus, usng amonitor
with afull-scale range of 3,000 ppm (i.e., 100 ppm less than the calculated span value)
is not acceptable. For a gpan vaue of 3,100 ppm, the minimum acceptable full-scale
range is 3,100 ppm.

Note: Inthe May 26, 1999 revisonsto Part 75, the method of caculating the SO,
gpan vaue was modified. Rather than requiring the maximum potential concentration
(MPC) to be multiplied by 1.25, the revised rule dlows amultiplier anywhere in the
range from 1.00 to 1.25 to be used. Therefore, in the present example, if a span vaue
of 3,000 ppm could be obtained by using an dlowable multiplier, the full-scale range
could be set at 3,000 ppm.

The required cylinder gas concentrations for daily cdibration error tests and linearity
checks are always determined in the same way (i.e., as percentages of the span value),
in accordance with Section 5.2 of Appendix A.

Appendix A, Sections2.1.1.3 and 5.2
Calibration gases, Span

First published in Origina March 1993 Policy Manud; revised in October 1999
Revised Manud
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Question 10.2
Topic:
Question:

Answer:

References:
Key Words:

History:

REVISED
Zero Air
What is zero air materid?

Zero ar materid isacommercidly produced gas that does not contain asignificant
amount of the gases being measured (SO, NO,, or CO,) or other interfering gases. It
is defined under 40 CFR Part 72 as. (1) acdlibration gas certified by the gas vendor
not to contain concentrations of SO,, NO,, or total hydrocarbons above 0.1 parts per
million (ppm), a concentration of CO above 1 ppm or a concentration of CO, above
400 ppm; (2) Ambient air conditioned and purified by a CEMS for which the CEMS
manufacturer or vendor certifies that the particular CEMS mode produces conditioned
gas that does not contain concentrations of SO,, NO,, or total hydrocarbons above
0.1 ppm, a concentration of CO above 1 ppm, or a concentration of CO, above 400
ppm; (3) For dilution-type CEMS, conditioned and purified ambient air provided by a
conditioning system concurrently supplying dilution air to the CEMS; or (4) A
multicomponent mixture certified by the supplier of the mixture that the concentration
of the component being zeroed is less than or equal to the applicable concentration
specified in paragraph (1) of this definition, and that the mixture s other components do
not interfere with the CEM readings.”

Essentidly, this definition establishes the maximum alowable concentrations of SO,
NO,, THC, CO, and CO, contained in the gas used for caibration at the zero-levd.
It is EPA's intention that the zero air materid contain not more than the tracegble
concentrations for each pollutant listed in the definition.

If the CEM vendor provides a certification that the CEM system design (design must
include identification of adequate quality assurance and quaity control procedures)
ensures that purified ambient air used for the zero-level check will meet these
gpecifications, then, aslong as the owner or operator implements the identified
QA/QC procedures, purified ambient air may be used. If the utility purchases zero air
materid contained in a cylinder, then the necessary certification would be provided by
the calibration gas vendor.

§72.2
Cdlibration gases

Firg published in May 1993, Update #1; revised in October 1999 Revised Manua
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Question 10.3 REVISED
Topic: Daily Cdibration Test -- Zero-level Check
Question: Must azero air materid be used to perform the zero check required as part of the
daily cdibration test under Part 75?
Answer: Qudified no. A utility isonly required to use a cdlibration gas that provides a zero-
level concentration as specified by 40 CFR Part 75, Appendix A, Sections 5.2.1 and
6.3.1. A zero-level concentration can be anywhere from 0.0% to 20.0% of the span
vaue. Therefore, azero ar materid is not required unless the selected zero-level
concentration is 0.0% of span. When the selected zero-level concentration is 0.0% of
gpan, azero air materia that meets the revised definition in 8 72.2 must be used (see
Question 10.2). Note that under the revised definition, a zero air material may be an
EPA Protocol gas mixture that does not contain the component being zeroed. For
instance, a Protocol gas containing 200 ppm NO in N, could be used to provide a
zero-leve concentration for an SO, pollutant concentration monitor.
References: Appendix A, Sections 5.1.6, 5.2.1, and 6.3.1; Appendix B, Section 2.1.1
Key Words: Cdlibration gases
History: Firgt published in May 1993, Update #1; revised July 1995, Update #6; revised in
October 1999 Revised Manual
Question 104 REVISED
Topic: Cdibration Gases
Question: May | use my cdibration gas from daily calibration error tests for a quarterly linearity
check?
Answer: Yes. Thesame cylinder of cdibration gas used for daily calibration error tests may be
used for aquarterly linearity check.
References: Appendix A, Section 6.2; Appendix B, Section 2.2.1
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Key Words:

History:

Question 10.5
Topic:

Question:

Answer:

References:
Key Words:

History:

Cdlibration gases, Linearity

Firg published in May 1993, Update #1; revised July 1995, Update #6; revised in
October 1999 Revised Manual

REVISED
Cdibration Error Test -- Differentia Pressure Flow Monitors

How should differentia pressure flow monitors perform the cdibration error test (Part
75, Appendix A, Section 2.2.2.1)?

In part, Appendix A, Section 2.2.2.1 states: "Design and equip each flow monitor to
dlow for adally cdibration error test consisting of at least two reference values. (1)
Zero to 20% of span or an equivalent reference value (e.q., pressure pulse or
electronic signal) and (2) 50 to 70% of span” (emphasis added). For differentia
pressure flow monitors, the above quote means that the 7-day and daily calibration
error tests may be performed in unitsof ? P (eq., inches of water).

For initid certification or recertification of adifferentia pressure-type flow monitor, the
alowable cdibration error (in inches of H,O) in a 7-day cdibration error test is
therefore 3.0% of the "cdibration span vaue' (i.e., the ? Pvduethat is equivdent to
the velocity span vaue (in wet, stlandard ft/min) from Section 2.1.4 of Appendix A to
Part 75). Theresults are adso acceptable if the absolute vaue of the difference
between the flow monitor response and the reference sgnd velue (e, *R- A *in
Equation A-6) does not exceed 0.01 in. H,O.

The control limits for daily operation of a differentid pressure-type flow monitor are +
6.0% of the calibration span value (see Section 2.1.4 of Appendix B). Theresultsof a
daily cdibration error test are dso consdered acceptable if the absolute value of the
difference between the monitor response and the reference signd vaue does not
exceed 0.02 inches H,0.

Appendix A, Sections2.1.4and 2.2.2.1
Cdibration error, Differentia pressure flow monitors

Firg published in November 1993, Update #2; revised in October 1999 Revised
Manudl
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Question 10.6
Topic:

Question:

Answer:

References:
Key Words:

History:

REVISED
Span Adjustment Methods

Our tangentidly fired boiler's NO, emissonstypicaly have a concentration of 200
ppm. This cod-fired unit has no emission controls. Sections 2.1, 2.1.2.1, and
2.1.2.2 of Appendix A to Part 75 seem to require a span of 1,000 ppm for all coal-
fired units for ahigh scale range and adso alow scae closer to the actua concentration.
Do we need to ingtd| both a high-scale range of 1,000 ppm or greater and alow-scale
range?

No. Theorigind Part 75 rule did specify a maximum potentia concentration (MPC)
of 800 ppm and a span of 1,000 ppm for cod-fired units, and also appeared to
require a second, low measurement range when concentrations were expected to be
congstently less than 25% of the high range. However, it was never EPA’sintent to
require two span values for uncontrolled units. Subsequent revisonsto Part 75
Appendix A have clarified that asingle, high NO, span value and asingle,
appropriately-szed full-scale high range value are the only requirements for an
uncontrolled unit.

Revised Section 2.1.2.1 of Appendix A provides the utility with four optionsto
determine an appropriate maximum potentia concentration (MPC) for NO,. Two of
the options are rather prescriptive (i.e., for the unit described, either use 800 ppm or
select the MPC vaue of 460 ppm for T-fired units from Table 2-1); however, the
other two options dlow site-gpecific MPC determination, using ether stack testing
results or historicad CEM data. For the unit described in this example (an uncontrolled
T-fired coa-fired unit with average NO, concentrations around 200 ppm), the site-
specific options would be more representative than the prescriptive options.

Once an gppropriate MPC va ue has been established, the span vaue is determined by
multiplying the MPC by afactor of 1.00to 1.25. Thefull-scale rangeisthen st
greater than or equd to the span value and (in accordance with Section 2.1 of
Appendix A) is selected such that the mgority of the readings during normal operation
will fal between 20% and 80% of full-scde.

Appendix A, Sections2.1,2.1.2.1, and 2.1.2.2
Dud-range monitors, NO, monitoring

Firg published in August 1994, Update #3; revised in October 1999 Revised Manua
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Question 10.7
Topic:

Question:

Answer:

References:
Key Words:

History:

Question 10.8
Topic:

Question:

Answer:

REVISED
Daily Cdibration Test and Vdidation of Emissons Data

What are the requirements of Part 75 and what is EPA's policy on vaidation of
emissons dataif adaily cdibration test was not performed during a cendar day in
which a unit shuts down?

See Question 10.13, which discusses the data vaidation requirements of Part 75
pertaining to daily calibration error tests and provides supplementary policy guidance.

Appendix B, Section 2.1.5
Cdlibration error, Reporting

First published in November 1994, Update #4; revised March 1995, Update #5;
revised in October 1999 Revised Manua

REVISED

Regquirements Resulting from Span Changes

If I change the span vaue for aunit or common stack, how do | notify EPA of the
change? What hardware tests should | perform and report for instruments if the span
changes and if gpan changes affect the range of the instrument?

When you change the span associated with a unit or common stack you must submit a
revised monitoring plan in eectronic format to EPA Headquarters as part of the
gppropriate quarterly report. Periodic evauation of the reported emissons datais
required (once ayear, at a minimum), to ensure that the current span and range vaues
are still appropriate (see Appendix A, Sections2.1.1.5, 2.2.2.5, 2.1.3.2, and 2.1.4.3).
If agpan change is necessary, it must be made within 45 days of the end of the quarter
in which the need to change the span is identified, except that up to 90 days after the
end of the quarter are dlowed in cases where the span change requires new cdibration
gasesto be ordered.

Submit the eectronic record of each span change to EPA Headquartersin RT 530, in
the report for the quarter in which the change is made. In addition to submitting

monitoring plans in the quarterly report, the agency is developing a procedure that will
alow sources to submit monitoring plans eectronicaly outside of the quarterly report.

Page 10-6
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Also report in RT 530 any range adjustment associated with the span change. EPA
requests that utilities clearly identify the effective date of the change in span in RT 530.
EPA may require resubmittal of quarterly reports and may require reported emission
data to be replaced with subgtitute data if the span value in the monitoring plan does
not agree with the span vaues used and reported as the basis for daily calibration and
linearity checks.

Whenever making a change to the span vaue, perform alinearity check for gas
concentration monitors (unless the span change is not great enough to require new
cdibration gases to be ordered) and perform a cdibration error test for flow monitors.
The new span value may not be used until the required linearity check or calibration
error test has been successfully completed (see the data vaidation proceduresin

§ 75.20(b)(3)).

Some types of modifications to the monitor resulting from span and range adjustments
will require full recertification of the CEMS. For example, if the messurement cdll is
changed, or the reference filters are changed in an NDIR type of component, a
complete set of recertification testsis required.

References: § 75.20(b)(3); Appendix A, Sections2.1.1.5,2.2.2.5,2.1.3.2,and 2.1.4.3

Key Words: Monitoring range, Reporting, Span

History: First published in November 1994, Update #4; revised in October 1999 Revised
Manudl

Question 10.9 RENUMBERED ASQUESTION 14.30

Question 10.10 REVISED
Topic: Rounding Conventions for NO, and SO, Span

Question: When aparticular utility measured its NO, emissions, the concentration was between
70 ppm and never was higher than 247 ppm. One hundred twenty five percent of this
vaue (i.e., of 247 ppm) gives a gpan concentration of 309 ppm. Appendix A would
appear to require the span concentration to be rounded up to 400 ppm. However, the
monitor rangeis 375 ppm. May the utility round up the span concentration to the
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nearest 10 ppm (310 ppm) instead of the nearest hundred ppm for such alow
maximum potential concentration (MPC)?

Answer: Yes. Theorigind Part 75 rule had required the span concentration to be rounded
upward to the next highest multiple of 100 ppm, to obtain the span vdue. However,
this was based upon the assumption that the MPC would be at |east 400 ppm.
Because thisis not dways true, subsequent revisonsto Part 75 have clarified that
when the pan concentration is# 500 ppm, rounding upward to the next highest
multiple of 10 ppm is acceptable.

References: Appendix A, Sections2.1.1.3and 2.1.2.3

Key Words: NO, monitoring, SO, monitoring, Span

History: Firg published in March 1995, Update #5; revised in October 1999 Revised Manual

Question 10.11 REVISED

Topic: Reporting Requirements for Calibrations

Question: A CEM performs multiple cdibration error testsin one day. May the utility Smply
report any failed tests and the last test and omit other passed tests?

Answer: No. Report dl daily cdibration error test resultsin time order.

References: §75.59, § 75.64; Appendix B, Sections2.1.1 and 2.1.6

Key Words: Cdlibration error, Quality assurance, Reporting

History: Firg published in March 1995, Update #5; revised in October 1999 Revised Manual

Question 10.12 REVISED

Topic: Cdibration of Oil Flowmeters

Question: Has EPA approved any dternativesto ASME MFC-9M, "Measurement of Liquid
Flow in Closed Conduits by Weighing Method" in calibration of Appendix D ail
flowmeters?
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Answer: Yes. Theorigind January 11, 1993 verson of Appendix D specified only one
method, ASME-MFC-9M, by which to calibrate an oil flowmeter. Since then, EPA
has revised Appendix D severd times. Included among these revisions has been the
incorporation of anumber of aternative procedures for of oil fud flowmeter
cdibration. Specificdly, the following dternative procedures have been incorporated
by reference into Section 2.1.5.1 of Appendix D, and may be used as applicable to
the type of flowmeter being calibrated: (1) ASME MFC-3M-1989, with September,
1990 Errata ("Measurement of Fluid Flow in Pipes, Using Orifice, Nozzle and
Venturi); (2) ASMIE-MFC-5M-1985 ("M easurement of Liquid Flow in Closed
Conduits Using Trangt-Time Ultrasonic FHowmeters'); (3) ASVIE MFC-6M-1987,
with June, 1987 Errata ("Measurement of Fluid Flow in Pipes Using Vortex FHow
Meters"); (4) 1SO 8316: 1987(E) "Measurement of Liquid Flow in Closed
Conduits-Method by Callection of the Liquid in aVVolumetric Tank™; and (5)
American Petroleum Ingtitute (API) Section 2, "Conventiona Pipe Provers’ and AP
Section 5, "Magter-Meter Provers', from Chapter 4 of the Manud of Petroleum
Measurement Standards, October, 1988 (Reaffirmed, 1993).

In addition to these regulatory dternatives, EPA has approved an NIST tracegble
Standing Start Finish weighing method as a specific dternaive to ASME MFC-9M, in
response to a petition under § 75.66.

ASME MFC-9M, a gatic weighing method, isafud flowmeter calibration method
that compares the mass flow through a flowmeter to mass measured by aNIST
approved scale.

The Standing Start Finish weighing method can be used in
cdibration of fud oil flowmeters because:

(1) Both ASME MFC-9M and Standing Start Finish methods use weight tank
systems calibrated using NIST approved equipment.

(2) Both ASME MFC-9M and Standing Start Finish methods account for the
difference in the buoyancy of ar exerted in the fluid mass.

The two methods differ only in that ASME MFC-9M utilizes adiverter vave and
manud timing systems, while the Standing Start Finish method uses an automatic
internal quartz clock and adigitd totdizer. In ether case, the scdeis verified regularly
using NIST standards.

If aunit uses the method above, the utility must notify EPA of the procedures and
equipment being used at a particular unit as part of the certification gpplication.
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Refer ences:
Key Words:

History:

Question 10.13
Topic:

Question:

Answer:

If EPA approves other dternative oil flowmeter caibration methods, the Agency will
update this question and answer.

§ 75.66(c); Appendix D, Sections 2.1.5.1
Cdlibration error, Excepted methods, Oil-fired units

Firg published in March 1995, Update #5; revised in October 1999 Revised Manual

REVISED
Dally Cdibration Error Test -- Data Vdidation

What is EPA's policy on validation of emissons data based on the daily cdibration
error test?

The following paragraphs summarize the provisons of Part 75 pertaining to data
vaidation for daily calibration error tests (see Appendix B, Sections 2.1 through 2.1.5)
and provide supplementary policy guidance for the implementation of those provisions.

Part 75 Rule Provisons

General Provisons: Dally cdibration error tests of each continuous monitor used to
report data under Part 75 are required. Additiona calibration error tests are required
whenever: (1) acdibration error test isfalled; (2) amonitor returns to service after
corrective maintenance or repair; and (3) following certain alowable cdibration
adjustments (see Section 2.1.3 of Appendix B).

A passed daily calibration test prospectively vaidates data from a continuous monitor
for 26 clock hours (24 hours plus a 2-hour grace period), unless another cdibration
test isfailed within that period. Therefore, in order to report quality-assured data from
amonitor, the data must be obtained within the 26 hour data vaidation window of a
prior, passed daily cdibration error test. Once a 26 hour data vaidation window has
expired, data from the monitor are consdered invaid until a subsequent calibration
error test is passed. The only exception to this generd rule is a grace period alowed
for start up events (see discussion of grace period, below).

When adally cdibration test isfailed, the data from that monitor are prospectively
invaidated, beginning at the time of test failure and ending when a subsequent dally
cdibration test is passed.

Page 10-10
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On-linevs. Off-line Calibration: The basic requirement of Part 75 is that cdibration
error tests must be done on-line (i.e., with the unit operating), at typical operating
conditions (see Section 2.1.1.1 of Appendix B). However, if amonitor is able to pass
an off-line calibration error test demongtration in accordance with Section 2.1.1.2 of
Appendix B, then the limited use of off-line cdibration error tests for deta vdidetion is
permitted for that monitor. Note that even if amonitor passes the off-line calibration
demondtration, on-line calibration error tests of the monitor are till required, a a
minimum, once every 26 unit operating hours.

Startup Grace Period: For amonitor that is not able to qudify to use an off-line
cdibration error test to validate data, an 8-hour startup grace period isavailable. To
qudify for a startup grace period, there are two requirements:

(1) Following an outage of one or more hours, the unit must be in a Startup condition
and a gartup event must have begun, as evidenced in RT 300 by a change in unit
operating time from zero in one clock hour to a pogtive unit operating timein the
next clock hour.

(2) For the monitor used to vaidate data during the grace period, an on-line
cdibration error test of the monitor must have been completed and passed no
more than 26 clock hours prior to the unit outage.

If both of the above conditions are met, then a sartup grace period of up to 8 clock
hoursis dlowed before an on-line calibration error test of the monitor used to vaidate
data during the grace period isrequired. During the startup grace period, data
generated by the CEMS are considered vaid. A startup grace period ends when
gther: (1) an on-line calibration error test of the monitor is completed; or (2) 8 clock
hours have egpsed from the beginning of the startup event, whichever occursfirs.

Supplementary Policy Guidance

Use the following additiona guidelines to implement the calibration error provisions of
Part 75:

(1) A vdid cdibration error test congsts of a set of consecutive, passng zero and
upscae cdibrations performed within the same clock hour or adjacent clock
hours.

(& Do not report apartid calibration error test unless the partid test fails to meet
the cdibration error pecification, in which case, tret it asafailed test.
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(b) If either the zero or upscae portion of acompleted cdibration error test fails,
the monitor is consdered to be out-of-control at the time of failure of the zero
or upscae cdibration.

(2) If more than one zero or upscae cdibration is reported in a given clock hour,
report the calibrations in time order (the order in which the cdibrations were
conducted).

(3) A passed cdibration error test may be used to prospectively vaidate data for the
hour in which it is performed only if, after completion of the test, the minimum data
requirements of 8§ 75.10(d)(1) are met for the clock hour (i.e., following the
cdibration error tes, a least one valid data point is obtained in each of two (or
more) 15-minute quadrants of the hour).

(4) A passed cdlibration error test may not be used to vdidate dataif the monitor is
out-of-control with respect to any of its required quarterly, semiannua or annua
qudity assurance tedts.

(5) When adgnificant change is made to a monitoring system or when amonitor is
repaired and additiona recertification or diagnostic tests are required to
demondtrate that the monitor is back in-control, a passed cdibration error test
may, in accordance with the provisions of § 75.20(b)(3), beused asa
"probationary cdibration error test" to initiate a period of "conditiondly valid data’
(see ddfinitionsin § 72.2) until the required recertification or diagnogtic tests are
completed. [See dso smilar provisonsin § 75.20(d) and Section 2.2.5.3 of

Appendix B].

(6) A gart-up event that commences within the grace period of a previous start-up
event does not qudify for agrace period of itsown. In addition, the hours of unit
downtime prior to the second startup event count toward the 8-hour grace period
total (see Example 10, below).

(7) In certain ingtances, one or more clock hours within the 8-hour window of a Sart-
up grace period may coincide (overlgp) with clock hours that are within a 26-hour
window associated with a previous on-line calibration error test. In such instances,
CEM data vdidation is governed by whichever window (i.e., the 8-hour grace
period or the 26-hour calibration window) expires last (see Example 10, below).

DETAILED EXAMPLES
The following examples illugtrate data vdidation for on-line cdibration error tests and the use of a

dart-up grace period. The examples assume that for the hour in which a calibration error test is passed,
aufficient valid data are collected after the cdibration error test to validate data for that hour. In other words,
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the hour in which the cdibration error test is passed is considered to be the first hour in the 26 clock hour
window of data validation associated with the calibration error test.

KEY FOR EXAMPLES
P - The monitor passed a particular zero or upscae calibration
F - The monitor failed a particular zero or upscae cdibration
Y - Yes, the monitor passed the cdibration error test

N - No, the monitor failed the calibration error test

In examples 1 through 5 below, assume that the unit has been operating for some time, and that on
Day 1 adally cdibration was passed at 7 am, (validating data from Day 1, hour 7 through Day 2, Hour 8,

and that no calibration error test isfailed in that interval).

PASSED DATA VALIDATION

EX# DAY HOUR ZERO HIGH TEST?

STATUS

1 Day 2 Hour 7 P P Y
2. Day 2 Hour 7 P

Hour 8 P Y
3. Day 2 Hour 7 F N

Hour 8 P

Hour 8 P Y

VALID (C.E. Test passed)
Day 2 Hr 7 thruDay 3 Hr 8

VALID (within 26-hr window)
VALID (C.E. Test passed)
Day 2 Hr 8thruDay 3Hr 9

INVALID (C.E. Test Failed)

VALID (C.E. Test passed)
Day 2 Hr 8thruDay 3Hr 9
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EX# DAY HOUR

PASSED DATA VALIDATION

ZERO HIGH TESI?

STATUS

4. Day2 Hour?7
Hour 8
Hour 8
Hour 8

5. Day2  Hour7
Hour 8

Day3 Hour7
Hour 8
Hour 9
Hour 10
Hour 11
Hour 12
Hour 13

Day4  Hour7
Hour 8
Hour 8

T T T T

N

INVALID (C.E. Test Failed)

INVALID
(note: injections must be passed
consecutively)

VALID (within 26-hr window)
VALID (C.E. Test passed)
Day 2 Hr 8thruDay 3Hr 9

VALID (within 26-hr window)
VALID

VALID

INVALID (26 hr window expired)
INVALID

INVALID

VALID (C.E. Test passed)
Day 3 Hr 13 thruDay 4 Hr 14

INVALID (C.E. Test Failed)

VALID (C.E. Test passed)
Day 4 Hr 8thruDay 5Hr 9

Assume for examples 6 through 10, below that the unit has been off-line for severd days, that the last
on-line calibration error test was passed 18 hours before the hour of unit shutdown, and that the unit begins
operation on Day 1 at 1:01 am, during Hour 1. The unit therefore qualifies for a sart-up grace period:
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PASSED DATA VALIDATION
EX# DAY HOUR ZERO HIGH TEST? STATUS
6. Dayl Hourl -- - -- VALID (start-up grace period)
Hour 2 -- - -- VALID
Hour 3 -- - -- VALID
Hour 4 -- - -- VALID
Hour 5 -- - -- VALID
Hour 6 -- - -- VALID
Hour 7 -- - -- VALID
Hour 8 P
Hour 8 P Y VALID (C.E. Test passed)
Day 1 Hr 8thruDay 2 Hr 9
7. Dayl Hourl -- - -- VALID (start-up grace period)
Hour 2 -- - -- VALID
Hour 3 -- - -- VALID
Hour 4 -- - -- VALID
Hour 5 -- - -- VALID
Hour 6 -- - -- VALID
Hour 7 -- - -- VALID
Hour 8 -- - -- VALID
Hour 9 -- - -- INVALID (grace period expired)
Hour 10 P
Hour 10 P Y VALID (C.E. Test passed)
Day 1 Hr 10 thruDay 2 Hr 11
8. Dayl Hourl -- - - VALID (start-up grace period)
Hour 2 -- - -- VALID
Hour 3 -- - -- VALID
Hour 4 -- - -- VALID
Hour 5 P
Hour 5 F N INVALID (C.E. Test Failed)
Hour 6 F N
Hour 6 P N INVALID (C.E. Test Failed)
Hour 7 P Y VALID (C.E. Test passed)

Day 1 Hr 7 thruDay 2 Hr 8
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PASSED DATA VALIDATION
EX# DAY HOUR ZERO HIGH TEST? STATUS

0. Dayl Hourl -- -- VALID (start-up grace period)
Hour 2 -- -- -- VALID
Hour 3 -- -- -- VALID
Hour 4 -- -- -- VALID
Hour 5 -- -- -- VALID
Hour 6 -- -- -- VALID
Hour 7 -- -- -- VALID
Hour 8 -- -- -- VALID (end of grace period)

Unit shuts down during Day 1 Hour 8, and unit restarts Day 2 Hour 1.

On Day 2, the unit does not meet the criteria to recelve an additiona 8 hour start up grace
period because the origina grace period ended on Day 1, Hour 8 and no valid on-line calibration error
test was performed within 26 clock hours of the last hour of unit operation on Day 1.

Day2 Hourl -- -- -- INVALID (no grace period)

Hour 2 -- -- -- INVALID
Hour 3 P
Hour 3 P Y VALID (C.E. Test passed)
Day 2 Hr 3thruDay 3 Hr 4

10. Dayl Hourl -- -- -- VALID?
Hour 2 -- -- -- VALID
Hour 3 Unit Trip (Off-Ling)®
Hour 4 -- -- -- VALID®
Hour 5 Unit Trip (Off-Ling)®
Hour 6 -- -- -- VALID®
Hour 7 -- -- -- VALID
Hour 8 -- -- -- VALID
Hour 9 -- -- -- INVALIDY
Hour 10 P F N INVALID (C.E. Test Failed)
Hour 11 P P Y VALID (C.E. Test passed)
Day 1 Hr 11 thruDay 2 Hr 12

Unit shuts down during Day 1 Hour 11 and restarts Day 2 Hour 3.
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PASSED DATA VALIDATION
EX# DAY HOUR ZERO HIGH TEST? STATUS

10. (cont.)

Day2 Hour3 -- -- -- VALID?
Hour 4 -- -- -- VALID
Hour 5 -- -- -- VALID
Hour 6 -- -- -- VALID
Hour 7 -- -- -- VALID
Hour 8 -- -- -- VALID
Hour 9 -- -- -- VALID
Hour 10 -- -- -- VALID
Hour 11 -- -- -- VALIDY
Hour 12 -- -- -- VALID
Hour 13 -- -- -- INVALID®
Hour 14 P P Y VALID (C.E. Test passed) Day 2 Hr 14 thru

Day 3Hr 15

3Qudifying start-up grace period begins
bUnit operating timein RT 300 ="0"

‘New gart-up "event" begins (Unit operating timein RT 300 = positive). No new grace period
(event begins within grace period of a previous event).

dStart-up grace period expired. However, on Day 2, the data are valid because the 26 clock hour
window from the C.E. test on Day 1, Hour 11 has not expired.

€Twenty-six hour cdlibration window for the C.E. test on Day 1, Hour 11 has expired.

References: Appendix B, Sections 2.1 through 2.1.5
Key Words: Cdibration error, Reporting

History: First published in March 1995, Update #5; revised in October 1999 Revised Manual

Question 10.14 RETIRED
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Question 10.15
Topic:

Question:

Answer:

References:
Key Words:

History:

Question 10.16

Topic:

Question:

Answer:

REVISED
Use of Instrument Air for Cdibration

May a utility use scrubbed instrument air, with an assumed O, concentration of 20.9% O,,
for cdibration of an O, monitor?

Yes. However, the O, monitor span must be set greater than or equal to 21.0% O..
Furthermore, the utility must document that the conditioned gas will not contain
concentrations of other gases that interfere with instrument O, readings (a certification
gatement from the vendor of the gas scrubbing system or equipment will suffice). Also, in
the QA/QC plan for the plant required by Appendix B, include routine maintenance and
quality control procedures for ensuring that the instrument air continues to be properly
cleaned.

8 72.2; Appendix A, Sections 2.1.3 and 5.2.4; Appendix B, Section 1
Cdlibration gases, Diluent monitors, Span

Firg published in July 1995, Update #6; revised in October 1999 Revised Manua

REVISED

Monitor Ranges for Units with Low NO, Burners

Arelow NO, burnersingalled at cod fired power plants consdered to be add-on emisson
control devices? Would utilities with low NO, burnersin use be alowed to remove the
high range of 0 - 1,000 ppm?

Low NO, burners (LNB) are not considered add-on emission controls. However, as
noted in Section 2.1.2.5(a) of Appendix A, ingallation of alow-NO, burner isan example
of achange that may require a pan and range adjustment. To determine whether a new
gpan and range are needed following the ingtallation of a LNB, the owner or operator
should examine the subsequent NO, emission detaiin light of the guiddine in Section 2.1 of
Appendix A. Specificdly, Section 2.1 states. "sdlect the range such that the readings
obtained during typica unit operation are kept, to the extent practicable, between 20.0 and
80.0 percent of the full scale range of the instrument.” If the NO, concentration readings do
not congstently meet this guideline, then the span and range should be adjusted accordingly.
If agpan adjustment is necessary, base the maximum potential concentration (MPC) used
to determine the new span vaue on the historical CEM S data (720 hours minimum)
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collected since the ingalation of the LNB. If the span and range are changed, provide a
monitoring plan update according to Section 2.1.2.5 of Appendix A. For daily cdibration
and linearity tests, calibration gases must be used that are consstent with the new span
value.

References: Appendix A, Sections 2.1, 2.1.2.4, and 2.1.2.5
Key Words: Control devices, Dual-range monitors, Low NO, burners

History: First published in July 1995, Update #6; revised in October 1999 Revised Manua

Question 10.17 REVISED
Topic: Appendix D and E Orifice Fue Flowmeter Cdlibration

Question: A utility has an arifice fud flowmeter system with three tranamitters. a differentid pressure
transmitter; an absolute pressure transmitter; and atemperature transmitter. The absolute
pressure and temperature transmitters are used to compensate for actual conditions. The
sggndsfrom al three transmitters are combined to determine standard cubic feet per minute
flow rate in order to determine the accuracy of the system.

Appendix D, Section 2.1.5 requires each fuel flowmeter to meet aflowmeter accuracy of +
2.0% of the upper range vdue (URV). The utility findsit is very difficult to cdibrate al
three transmitters at the sametime. The temperature can be as high as 300EF, the absolute
pressureis 0 - 350 psig and the differential pressure isusualy O - 100 inches of water
(@35 psig).

So, how should the utility calibrate and caculate the accuracy of this fud flowmeter sysem?

Answer: Check the cdibration for the three transmitters separately. Cdibrate each transmitter at the
zero level and at least two other levels (eg., mid and high), so thet the full range of
transmitter or transducer readings corresponding to norma unit operation is represented.
The flowmeter accuracy specification of 2.0% of the URV must be met at each level tested.

If, at a particular level, the accuracy for each transmitter isless than or equa to 1.0% when
caculated according to Equation D-1ain Appendix D, then the fuel flowmeter accuracy
gpecification of 2.0% of the URV is consdered to be met &t thet level. At each leve
tested, report the highest calculated accuracy for any of the transmittersin RT 628 and
keep the results of the tests on the other transmitters on Site.
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If, at aparticular level, the accuracy of one or more of the transmittersis greater than 1.0%,
there are two aternative ways to demondirate compliance with the fud flowmeter accuracy
specification of 2.0% of the URV: (1) If the sum of the caculated accuracies for the three
transmittersis|ess than or equal to 4.0%, the results are considered acceptable; or (2) If
the totd fud flowmeter accuracy is# 2.0% when calculated according to Part 1 of
American Gas Association Report No. 3, "Generd Equations and Uncertainty Guidelines,”
the results are considered acceptable.

If the required fuel flowmeter accuracy specification of 2.0% of the URV isnot met at any
of the levelstested, follow the applicable proceduresin Section 2.1.6.3 of Appendix D
("Failure of Transducer(s) or Tranamitter(s)").

References: Appendix D, Sections2.1.5and 2.1.6
Key Words: Cdlibration error, Excepted methods, Fuel sampling
History: Firg published in November 1995, Update #7; revised in October 1999 Revised Manual
Question 10.18 REVISED
Topic: Interference Checks and Data Vaidation
Question: Doesthe data vdidation palicy for daily cdibration error tests found in Policy Manud
Question 10.13 aso gpply to daily interference checks for flow monitors?
Answer: Yes. On November 20, 1996, EPA published revisonsto Part 75, which provide a
dtartup grace period for both daily cdibration error tests and for daily flow monitor
interference checks. These provisions are found in Section 2.1.5.2 of Appendix B.
References: Appendix A, Section 2.2.2.2; Appendix B, Section 2.1.5.2; Question 10.13
Key Words: Flow monitoring, Qudlity assurance, Reporting
History: Firg published in November 1995, Update #7; revised in October 1999 Revised Manual
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Question 10.19 REVISED

Topic: Maximum Potentid Concentration

Question: Can the SO, and NO, maximum concentrations be adjusted by tracking the hourly vaues
on a 30 day basis? If so, how should these constants be represented in RT 530 of the
electronic monitoring plan? Also, astagnant value will cause the ETS-PC to have a
mismatch when reading the subgtitution of a dynamicaly updated vaue.

Answer: No, do not adjust the maximum potential concentrations each month based upon the
concentrations during the last month. The maximum potential concentration (MPC) is
conddered to be along term vaue that will change only if there are Sgnificant changesto
the fud being burned or to the manner of unit operation, or if arequired annua evauation of
the span and range vaues or an audit by the regulatory agency shows that an improper
gpan value (and hence an improper MPC value) has been selected.

References: Appendix A, Sections2.1.1.5,2.1.25,2.1.3.2,and 2.1.4.3

Key Words: Monitoring plan, NO, monitoring, SO, monitoring, Span

History: Firgt published in November 1995, Update #7; revised in October 1999 Revised Manual

Question 10.20 RETIRED
Question 10.21

Topic: Linearity Check for Dud Range Andyzer

Question: Our unit has adud range andyzer but we generdly use only the low range. Must wedo a
linearity test on the high range each quarter?

Answer: No. A linearity check isonly required on the range used during the quarter. Note however

that thereis an upper limit of four caendar quarters between linearities at each range, 0
even if one range were not used at dl, alinearity check must be conducted on that range at
least once every four quarters (see Appendix B, Section 2.2.3(f). Also note that for SO,
and NO,, the new rule provides an option for usng a default high range vaue, in lieu of
operating, maintaining and cdibrating a high monitor range (see Appendix A, Sections
2.1.1.4(f) and 2.1.2.4(€)).
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References: Appendix A, Sections 2.1.1.4(f) and 2.1.2.4(e); Appendix B, Section 2.2.3(f)
Key Words: Dud range monitors, Linearity
History: Firg published in October 1999 Revised Manua
Question 10.22
Topic: Off-line Cdibration Demongration Test
Question: Isthe off-line cdlibration demongtration a one time tet?
Answer: Yes, unless you are told to repest the test as the result of an audit or other finding. (See
EDR ingructionsfor RT 623.)
References: Appendix B, Section 2.1.1.2
Key Words: Cdibration
History: Firgt published in October 1999 Revised Manua
Question 10.23
Topic: Separation Between Linearity Checks
Question: The revised rule removes the previous requirement that RATAS be separated by four
months. Isthere an equivaent change for linearities (which previoudy had to be separated
by two months)?
Answer: The revised rule now states that successive linearity checks should be separated by 30 days
to the extent practicable.
References: Appendix B, Section 2.2.1
Key Words: Linearity
History: Firgt published in October 1999 Revised Manua
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Question 10.24
Topic: Grace Period Linearity Check
Question: If we utilize the grace period to perform alinearity check within the first 168 operating

hours of the next quarter, does that grace period linearity count for both quarters?
Answer: No. Each QA operating quarter has a separate linearity requirement.
References: Appendix B, Section 2.2.4

Key Words: Deadlines, Linearity

History: Firgt published in October 1999 Revised Manua
Question 10.25
Topic: Aborted Cdlibration Test
Question: We aborted the cdibration error test of our gas monitor, sincethe zero leve faled. How

should such aborted calibrations be reported?

Answer: Report the zero leved results only. Do not attempt to report any default vaues (e.g., 999"
or "XXX") to amulate ahigh level injection when the test is aborted after the zero leve
cdibration. A singlefailed gasinjection is consdered to be afailed cdibration error test
and puts the monitor in an out-of-control status.

References: 8 75.59(a)(1); Appendix B, Section 2.1.6

Key Words: Cdlibration error, Reporting

History: Firgt published in October 1999 Revised Manua
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Question 10.26
Topic: Flow-to-load Test Failure -- Data Invalidation Period
Question: If wefail aquarterly stack flow-to-load ratio test, what data are invdidated?
Answer: The system is consdered out-of-control beginning with the first hour of operation in the

quarter fallowing the quarter for which the quarterly stack flow-to-load ratio test failed
References: Appendix B, Section 2.2.5(c)(8)

Key Words: Datavalidity, Flow-to-load test

History: Firgt published in October 1999 Revised Manua
Question 10.27
Topic: Definition of Over-scaing
Question: Pease clarify the definition of over-scding. |s an ingtantaneous reading or a one minute

average or a 15 minute average above the range considered a full-scale exceedance?

Answer: Over-scaing is an exceedance of the high range of a continuous monitor, as described in
Appendix A, Sections 2.1.1.5 (for SO,), 2.1.2.5 (for NO,), and 2.1.4.3 (for flow). During
hours in which the NO, concentration, SO, concentration, or flow rate is greater than the
anayzer’'s capability to measure, the owner or operator is instructed to substitute 200% of
the full scale range of the instrument for that hour. Thisis sufficiently clear for hoursin
which al data recorded by amonitor are off-scde. However, the rule does not give
specific ingructions on how to caculate emissions during an hour in which over-scaing
occurs during only part of an hour.

There are two acceptable methods for reporting hourly data when a high scae range
exceedance occurs only for part of an hour. Regardless of what method is used, the
method must be implemented by the data acquisition and handling system in an automated
fashion so that a vaue of 200% of the range is automaticaly subgtituted at the gppropriate
time. The two methods are outlined below:
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Refer ences:
Key Words:

History:

Method 1

(1) Edablish the shortest or fundamentd averaging period for which data are continuoudy
recorded by the monitor (i.e,, thetime "X" required for one complete cycle of andyzing,
reading, and data recording, where "x" may be 5 seconds, 10 seconds, or 60 seconds,
depending on the type of data collection used in the DAHSCEMYS).

(2) If any of the fundamenta readings recorded during an hour exceeds the range of the
andyzer (i.e,, if over-scaing occurs) then report 200% of the range for that hour and
report an MODC of 20 to indicate afull scale range exceedance.

Method 2

(1) Egablish the shortest or fundamentd averaging period for which data are continuoudy
recorded by the monitor (i.e,, the time "X" required for one complete cycle of andyzing,
reading, and data recording, where "x" may be 5 seconds, 10 seconds, or 60 seconds,
depending on the type of data collection used in the DAHSCEMYS).

(2) Cdculate the hourly average pollutant concentration as the arithmetic average of dl
fundamenta data vaues recorded during the hour, in the following manner:

(@ If the fundamentd reading is lower than the andyzer range, use the reading directly
in the caculation of the hourly average;

(b) If the fundamental reading indicates a range exceedance, then substitute 200% of
the range for that reading.

(3) Report the hourly average cdculated in the manner described in step (2) above as an
unadjusted concentration vaue and use MODC 20 to indicate that a range exceedance
occurred for at least part of the hour.

Appendix A, Sections2.1.1.5,2.1.2.5, and 2.1.4.3

Monitoring range, Reporting

Firg published in October 1999 Revised Manua
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Question 10.28
Topic:

Question:

Answer:

Dud Range Andyzers

For adud range andyzer defined as two separate components of a single monitoring
system, which component 1D do we report for an hour in which readings from both ranges
are used to record data? How isthe hourly average concentration determined?

For the case described (a dud range anadyzer defined as two separate components of the
same monitoring system), you may either implement Option 1 or Option 2 below, to
calculate the average concentration and to determine which component ID (low scale or
high scale) must be reported for an hour in which both ranges are used.

Option 1

(1) Egablish the shortest or fundamentd averaging period for which data are continuoudy
recorded by the monitor (i.e,, the time "X" required for one complete cycle of andyzing,
reading, and data recording, where "x" may be 5 seconds, 10 seconds, or 60 seconds,
depending on the type of data collection used in the DAHSCEMYS).

(2) If, during a particular hour, one or more fundamentad readings are recorded on the high
range, caculate the hourly average asfollows.

(& For dl of the quality-assured fundamenta readings recorded on the low scde
during the hour, use the readings directly in the caculation of the hourly average;

(b) For the fundamenta reading(s) recorded on the high range during the hour:

(1) If the high rangeis able to provide quaity-assured data at the time of the
reading (i.e,, if the range is up-to-date with respect to its linearity check
requirements and has passed a calibration error test within the last 26 clock
hours), use the fundamenta reading directly in the caculation of the hourly
average, or

(ir) 1f the high rangeis not quaity assured at the time of the reading, substitute the
maximum potential concentration (MPC) for the reading and use the subgtitute
vaue in the cdculation of the hourly average (see Appendix A, Sections
2.1.1.5(b)(2) and 2.1.2.5(b)(2)).

(3) Report datafor the hour using the high range component 1D.
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Option 2

(1) Edablish the shortest or fundamentd averaging period for which data are continuoudy
recorded by the monitor as described in paragraph (1) under Option 1, above.

(2) Cdculate the hourly average pollutant concentration as described in paragraphs (2)(a)
and (2)(b) under Option 1, above.

(3) Except as noted in paragraph (5) below, if the calculated hourly average from step (2)
islessthan or equd to the full-scale setting of the low range, use the low range
component 1D to report data for the hour.

(4) Except asnoted in paragraph (5) below, if the hourly average from step (2) is greater
than the full-scale setting of the low range, use the high range component 1D to report
datafor the hour.

(5) For some dud range CEM systems, an alarm or other mechanism causes the monitor to
switch from the low range to the high range when emissons reach apre-s&t leve (eg.,
for alow range of 200 ppm, the darm may cause the high range to be activated when
the emission level exceeds 175 ppm). For thistype of system, use the low range
component ID to report data for the hour if the hourly average from step (2) islessthan
or equal to the pre-set emisson leve a which the high rangeis activated. Use the high
range component I1D to report data for the hour if the caculated hourly average
exceeds the pre-set emission levd.

References: Appendix A, Sections2.1.1.4,2.1.1.5,21.24,2.1.25

Key Words: Dua range, Reporting

History: First published in March 2000, Update #12
Question 10.29
Topic: Default High Range Vdue
Question: For unitswith dua span requirements, in lieu of operating and maintaining a high monitor

range, Sections 2.1.1.4(f) and 2.1.2.4(e) of Appendix A to Part 75 alow the use of a
default high range vaue of 200% of the MPC when the full-scale of the low range analyzer
isexceeded. When the default high range option is sdlected, how isthe hourly average SO,
or NO, concentration caculated? What happens when the full-scale of the low range
andlyzer is exceeded for only part of the hour?
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Answer:

Refer ences:

Key Words:

History:

To implement the default high range provision, you may use ether of the following options.
Option 1

(1) Egablish the shortest or fundamentd averaging period for which data are continuoudy
recorded by the monitor (i.e,, the time "X" required for one complete cycle of andyzing,
reading, and data recording, where "x" may be 5 seconds, 10 seconds, or 60 seconds,
depending on the type of data collection used in the DAHSCEMYS).

(2) If any of the fundamenta readings recorded during an hour exceeds the full-scale of the
low range andyzer, report 200% of the MPC for that hour and report a method of
determination code (MODC) of "19" to indicate the use of the default high range value.

Option 2

(1) Egablish the shortest or fundamentd averaging period for which data are continuoudy
recorded by the monitor, as described in paragraph (1) of Option 1, above.

(2) Cdculate the hourly average pollutant concentration as the arithmetic average of al
quality-assured fundamenta data values recorded during the hour, in the following
manner:

(@ If afundamentd reading is less than the full-scae of the low range andyzer, use the
reading directly in the cdculation of the hourly average;

(b) If afundamenta reading indicates that the low rangeis "pegged” (i.e., the monitor
output voltage indicates that the full-scale of the low range has been reached or
exceeded), substitute 200% of the MPC for that reading and use the substituted
vauein the caculation of the hourly average.

(3) Report the hourly average caculated in the manner described in step (2) above asthe
unadjusted pollutant concentration and report an MODC of "19" to indicate that the
default high range vaue was used for at least part of the hour.

8 75.57, Table 4A; Appendix A, Sections 2.1.1.4(f), 2.1.2.4(e); EDR v2.1 Reporting
Instructions, Sections111.B.(1) and I11.B.(2)

Default high range, Dud range, Reporting

First published in March 2000, Update #12
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Question 10.30
Topic: Cdibration Error Test Following Non-routine Cdibration Adjustments
Question: Section 2.1.3 of Appendix B to Part 75 requires an "additiond" calibration error test to be

performed whenever "non-routing” calibration adjustments are made to amonitor. Section
2.2.3 of Appendix B dlows non-routine adjustments prior to quarterly linearity checks. Is
it necessary to perform the additiona calibration error test prior to the linearity test or can
this cdlibration error test be performed immediately after the linearity check?

Answer: Y ou may perform the additiond cdibration error test after the linearity check rather than
prior to the check. However, you must follow the data validation rules in Sections 2.1.3(a)
and (c) of Appendix B associated with this calibration error test. Sections 2.1.3(a) and (c)
date that following non-routine adjustments, emission data from a monitor are considered
to be invaid until an additiona "hands-off"cdibration error test has been completed and
passed, which demondrates that the monitor is operating within its performance
gpecifications. Therefore, if you perform the additional cdibration error test after alinearity
check, you must invalidate any emission data collected in the time period beginning with the
non-routine adjustment of the monitor and ending at the time of successful completion of the
cdibration error test. In order to vaidate the linearity test, the calibration error test must
show the monitor to be operating within its performance specification band (£ 2.5% of
gpan). If the cdibration error test shows that the monitor is not operating within its
performance specification, the linearity test isinvalidated and must be repeated. Report an
"A" flag in column 69 of each of the RTs 601 in the invalidated linearity test. Do not report
RT 602 for thistest.

References: Appendix B, Sections2.1.3and 2.2.3

Key Words: Cdlibration error

History: Firgt published in March 2000, Update #12
Question 10.31
Topic: Linearity Check Following Span Adjusment
Question: If afacility changes the span of agas monitor, is alinearity check required?
Answer: It depends. Sections 2.1.1.5 and 2.1.2.5 of Appendix A to Part 75 require a diagnostic

linearity check to be performed following a span adjustment of a gas monitor only if the

Acid Rain Program Policy Manual -- March 28, 2000 Page 10-29



Span, Calibration, and Linearity Section 10

gpan adjusment is so significant that the caibration gases currently used for daily cdibration
error tests and linearity checks are unsuitable for use with the new span value. For
instance, suppose that the span of aNO, monitor is 1000 ppm and the "low,” "mid," and
"high" cdibration gases currently in use have concentrations of 250 ppm, 525 ppm, and 825
ppm, respectively. If, following arequired annua span and range evauation, the span is
changed to 900 ppm, these calibration gas concentrations, expressed as percentages of the
new span value, would be, respectively, 27.8%, 58.3%, and 91.6%. Since the cdlibration
gases are il within the tolerance bands for low, mid, and high-level concentrations (i.e.,
20.0-30.0% of span for low-level, 50.0-60.0% of span for mid-level, and 80.0-100.0% of
gpan for high level), a diagnodtic linearity check would not be required in this case.
However, if the span had been lowered to 800 ppm or less, the current calibration gases
would no longer be within the tolerance bands and a diagnogtic linearity check would be
required.

In cases where a span adjustment is required and the current calibration gases are
unsuitable for use with the new span value, the owner or operator has up to 90 days after
the end of the quarter in which the need to adjust the span isidentified to implement the
change (see Sections 2.1.1.5 and 2.1.2.5 of Appendix A). Thisallowstime to purchase
and receive the new calibration gases.

References: Appendix A, Section2.1.1.5and 2.1.2.5
Key Words: Linearity, Span
History: Firg published in March 2000, Update #12
Question 10.32
Topic: Diagnogtic Linearity Check
Question: If, during a" QA operating quarter,” a successful diagnostic linearity check is performed
following a change to the span of a gas monitor, may this diagnogtic linearity check be used
to meet the quarterly linearity check requirement of Section 2.2.1 of Appendix B to Part
757
Answer: Yes. Thisisconggtent with Section 2.4 of Appendix B, which dlows qudity assurance
teststo serve adud purpose. In the example cited in Section 2.4, asingle linearity check is
used to meet a recertification requirement and to satisfy the routine quality assurance
requirements of Appendix B.
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In EDR v2.1, thereisanew fidld in column 75 of RT 601 (Linearity Check Results), in
which the "Reason for Test" isreported (eg., "Q" = routine quaity assurance, "D" =
diagnodtic, "R" = recertification, etc.). When atest is performed for adua purpose, atwo-
letter codeisused. In the present example, sSince the linearity check is done both for
routine quaity assurance and as a diagnostic test, the code "QD" would be reported in RT
601, column 75.

References: Appendix B, Sections2.2.1 and 2.4; EDR v2.1, RT 601

Key Words: Linearity check, Reporting

History: First published in March 2000, Update #12

Question 10.33

Topic: Span and Range -- Annud Evauation

Question: What must | do to comply with the provisions of Sections 2.1.1.5, 2.1.2.5, and 2.1.4.3 of
Appendix A to Part 75, which require an annud evaluation of the span and range of my
continuous emisson monitors? Are there any other times at which span and range
evauations would be required?

Answer: To comply with the annud span and range evauation provisons of Part 75, you must

examine your historical CEMS data at least once per year to seeif the current span and
range vaues meet the guideline in Section 2.1 in Appendix A. According to that guideline,
the full-scale range of a monitor must be selected so that data recorded during normal
operation are kept, to the extent practicable, between 20.0 and 80.0% of full-scale.
Section 2.1 also describes several alowable exceptions to the "20-t0-80 percent of range”
criterion.

The annuad span and range evauation may be done in any quarter of theyear. Ata
minimum, the evauation congsts of examining al measured CEMS data (not substitute
data) from the previous four calendar quarters, for each pollutant or parameter (i.e., SO,
concentration, NO, concentration, CO, concentration, and flow reate). Y ou may aso
include data recorded in the quarter of the evauation. For example, if the data analysisis
performed in the fourth quarter of the year, the andysis must include dl data from the 4th
quarter of previous year through the 3rd quarter of the current year, and may (at the
discretion of the owner or operator) include additiond data from the 4th quarter of the
current year.
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Determine the percentage of the data that fall between 20.0 and 80.0% of full-scale and the
percentage of the datathat fall outside thisrange. Theintroductory text to Sections 2.1.1.5,
2.1.25, and 2.1.4.3 of Appendix A makesit clear that data recorded during short-term,
non-representative operating conditions (such asatria burn of a different fuel) should be
excluded from the dataandlysis. If the mgority (>50%) of the historical data are found to
be within the 20.0 to 80.0% band, the current span and range values are acceptable and
may continue to be used.

The results of annua span and range evauations must be kept on-Site, in aformat suitable
for ingpection (see introductory text to Sections 2.1.1.5, 2.1.2.5, and 2.1.4.3 of Appendix
A). Do not send these results to EPA.

If, for any pollutant or parameter, the results of the annua span and range evaudtion fall to
meet the guidelinein Section 2.1 of Appendix A, Sections 2.1.1.5(a), 2.1.2.5(a), and
2.1.4.3(a) of Appendix A require that you adjust the span and range. When span and
range adjustments are required, you have up to 45 days after the end of the quarter in
which the need to adjust the span isidentified (in this case, the quarter of the span and
range evauation) to implement the change, with one exception—for span and range
changes to a gas monitor that require new calibration gases to be purchased because the
current calibration gases are unsuitable for use with the new span vaue, you have up to 90
days after the end of the quarter of the unsatisfactory span and range evauation to
implement the span and range changes.

In addition to the annual evauations, you may aso have to conduct span and range

eva uations whenever you plan to change the manner of operation of the affected unit(s),
such that the emissons or flow rates may change significantly (see Sections 2.1.1.5(a),
2.1.2.5(a), and 2.1.4.3 of Appendix A). For example, ingtdlation of emission controls may
require certain monitors to be re-spanned and re-ranged. Y ou should plan any span and
range changes needed to account for such changes in unit operation, so that they are made
in astimely amanner as practicable to coordinate with the operationa changes.

References: Appendix A, Sections 2.1.1.5(a), 2.1.2.5(a), and 2.1.4.3(a)
Key Words: Span
History: First published in March 2000, Update #12
Page 10-32 Acid Rain Program Policy Manual -- March 28, 2000



Section 10 Span, Calibration, and Linearity

Question 10.34
Topic: Pregpprovd for Use of Mid-level Cdibration Gas
Question: If we use the new provision dlowing the use of mid-level cdibration gas, do we have to get
pregpprova?
Answer: No, pregpproval is not required.

References: Appendix A, Section 6.3.1

Key Words: Cdlibration gases

History: Firg published in March 2000, Update #12
Question 10.35
Topic: Judtification for Non-routine Calibration Adjustment
Question: What is an acceptable technicd judtification for a non-routine cdibration adjustment? The

rule states that such adjustments may be made prior to aRATA or linearity. May they dso
be made after any daily cdibration?

Answer: Non-routine adjustments are alowed prior to RATAs and linearities because calibration
gases are only guaranteed accurate to within 2% of the tag value. For daily cdibrations,
users of dilution-extractive systems that are very sendtive to ambient conditions, the revised
rule dlows an adjustment away from the tag vaue (but sill within the performance
gpecification band), when it isjustified on technical grounds, such as an anticipated
barometric pressure change, and is part of the QA plan for the CEMS. An additiona
cdibration error test must be performed after non-routine adjustments to demonstrate that
the andyzer is ill operating within its performance specifications.

References: Appendix B, Section 2.1.3(c)
Key Words: Cdlibration error, Linearity, RATA

History: Firg published in March 2000, Update #12
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Question 10.36
Topic:

Question:

Answer:

Refer ences:
Key Words:

History:

Question 10.37

Topic:

Question:

Answer:

MPC for Units With Low NO, Levds

There will be many new units coming online in the Northeast with NOy emissons controlled
to very low levels. How can we determine MPC for those units? If we use the congtants
provided in Tables 2-1 or 2-2 of Appendix A to Part 75, we will have to revise the MPC,
gpan, and range vaues once historical data has been obtained.

If you believe that the valuesin Tables 2-1 and 2-2 are unrepresentative of the maximum
potential NO, concentration for your affected unit, you may petition EPA under § 75.66 for
permission to use an dternative MPC vadue (e.g., ardiable etimate of the uncontrolled
emissons provided by the turbine manufacturer).

§ 75.66
NO, monitoring

Firgt published in March 2000, Update #12

Effects of BAF on Full-scale Exceedance Reporting

When full-scale exceedances of a high-scale monitoring range occur, Part 75 requires a
vaue of 200% of the range to be reported. If the full-scale range is exceeded for only part
of the hour, Policy Question 10.27 dlows the hourly average to be caculated using a
combination of real monitored data and the default value of 200% of the range. What
happensif an hourly average SO, concentration caculated in this manner is multiplied by
the bias adjustment factor (BAF), and gives aresult grester than 200% of the range (e.g., if
data are off -scae for 59 minutes of the hour and on-scale for one minute)? Will the
Emission Tracking System (ETYS) give an error message?

If the calculated hourly average SO, concentration times the BAF gives aresult less than or
equal to 200% of the range, report this result as the bias-adjusted SO, concentration. If
the calculated SO, concentration times the BAF gives aresult higher than 200% of the
range, report 200% of the range as the bias-adjusted concentration. Thiswill ensure that
no error message is generated by ETS.

Page 10-34
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Note that when a"default high range" SO, value of 200% of the MPC is used for
exceedances of alow-scale monitor range (as alowed under Section 2.1.1.4 (f) of
Appendix A to Part 75), smilar consderations apply. If the caculated hourly average SO,
concentration times the BAF gives aresult less than or equal to 200% of the MPC, report
this result as the bias-adjusted SO, concentration. If the calculated SO, concentration
times the BAF gives aresult higher than 200% of the MPC, report 200% of the MPC as
the bias-adjusted concentration (see Policy Question 10.29).

References: Appendix A, Sections 2.1.1.4(f), 2.1.1.5(b)
Key Words: Bias adjustment factor, Range

History: Firg published in March 2000, Update #12
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Section 11

Other QA/QC Requirements

Question 11.1

Topic:
Question:

Answer:

References:
Key Words:

History:

Question 11.2

Topic:
Question:

Answer:

Refer ences:
Key Words:

History:

QA/QC Plan
What are the specific requirements for content of a QA/QC Plan?

The minimum requirements for a Quaity Assurance/Quality Control (QA/QC) Plan are
specified in Appendix B to 40 CFR Part 75.

Appendix B, Section 1
Quality assurance, Recordkeeping

First published in Origind March 1993 Policy Manud

QA/QC Plan
Must the QA/QC Plan be submitted to EPA?

Thefina Part 75 rule does not require that the QA/QC Plan be submitted to EPA.
Rather, as specified in the "Response to Public Comment” document, the intent of the
ruleisthat the Plan be maintained at the gpplicable plant ste and that the Plan be
updated as necessary.  Since the requirement to conduct daily assessments on the
system is effective as of the date when certification testing is completed (see Section
2.1 of Appendix B to 40 CFR Part 75), the Plan should be in place as of the date
certification testing is conducted on a CEM system.

§ 75.54(a)(4), § 75.57(a)(4)
Quality assurance, Recordkeeping

First published in Origind March 1993 Policy Manud
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Question 11.3
Topic:

Question:

Answer:

Refer ences:
Key Words:

History:

Question 11.4
Topic:
Question:

Answer:

REVISED
How Temperature QA

How should we qudity assure temperature monitoring devices used by a flow monitor
to determine temperature corrections?

Since there are no separate performance specifications for temperature measurement
equipment, there are no QA procedures that must be used to evauate the accuracy of
temperature calculations performed by such monitoring devices. The accuracy of
measurements made with such devices, however, will be determined through periodic
(semiannud or annua) relative accuracy test audits of the flow monitor and the
quarterly flow-to-load ratio evauations.

Appendix A, Sections 3, 6.5, and 7.2; Appendix B, Section 2.2.5
Flow monitoring, Flow-to-load test, Qudity assurance, RATAS

First published in Origina March 1993 Policy Manud; revised in October 1999
Revised Manud

Hands-off Requirement for QA Testing
Please darify what is meant by performing a QA test hands-off.

For daily cdlibration error tests, hands-off means that the zero and upscale calibrations
are performed in succession, with no adjustments to the monitor. For linearity tests
and RATAS, the hands-off requirement means that only routine cdibration adjustments
(as defined in Appendix B, Section 2.1.3) aredlowed during thetest. For example, if
the linearity test for a peaking unit extends over more than one day and aroutine daily
cdibration error test is performed before completing the linearity check, the monitor
may be adjusted after the daily cdibration error test, but only in aroutine manner (i.e.,
S0 as to match (to the extent practicable) the cdibration gas tag value).  For flow
RATAS, hands-off also means that the polynomid coefficients or K factor(s) must not
be changed, either during the test at a particular load leve or in-between load levels.
The rule requires athree-load flow RATA if the polynomias or K-factor(s) are
adjusted.

Page 11-2
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References: Appendix B, Section 2.1.3

Key Words: Cdlibration error, Linearity, RATAS

History: Firg published in October 1999 Revised Manua

Question 11.5

Topic: Appendix A, Section 2.2 Deletion

Question: Section 2.2 of Appendix A appears to have been removed from Part 75, according to
the May 26, 1999 version of the Federal Register. Does that mean that this section is
no longer gpplicable?

Answer: Section 2.2 of Appendix A was removed from the May 26, 1999 version by error and
isgtill gpplicable. EPA will issue atechnical correction that reinstates Section 2.2 of
Appendix A.

References: Appendix A, Section 2.2

Key Words: N/A

History: Firgt published in October 1999 Revised Manua

Question 11.6

Topic: QA Plan Format

Question: Does our QA Plan need to have a standard format? We refer to other documents,
such as manuas provided by vendors, but the information in these documents is not
included in the QA Plan. Do we need to retype/reword the information in the manua
and indludeit in the QA Plan?

Answer: No standard format is required and it is not necessary to retype the information from
the other manuas. The QA Plan should reference the other documents and these
documents should be available on site.

References: Appendix B, Section 1
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Key Words: Quality assurance

History: Firg published in March 2000, Update #12
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Question 12.1  REVISED
Topic: Monitoring Plan

Question: For an initid monitoring plan, do we use current conditions or conditions that will be
gpplicable at the time of the certification tests?

Answer: Since theinitid monitoring plan is submitted prior to the certification tests, the plan
should reflect the expected conditions at the time when the certification tests will be
conducted. However, if there should be a change in any of these conditions prior to
the testing, the owner or operator is required under 8§ 75.53(b) to update the
monitoring plan accordingly.

References: §75.53
Key Words: Certification tests, Monitoring plan

History: Firg published in Origina March 1993 Policy Manud; revised in October 1999
Revised Manua

Question 12.2 RETIRED

Question 12.3
Topic: Pre-certification Requirements
Question: Is there arequired minimum run time for aCEM system before certification?
Answer: With the exception of opacity monitors being certified in accordance with Performance

Specification (PS) 1 from Appendix B of 40 CFR Part 60, there is no minimum run
time prior to certification. Opacity monitors being certified in accordance with PS 1
are subject to a 168-hour conditioning period that precedes a 168-hour operational
test period.

References: 40 CFR Part 60, Appendix B (PS 1)
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Key Words:

History:

Question 12.4

Question 12.5

Question 12.6

Question 12.7

Topic:

Question:

Answer:

Certification tests, Opacity monitoring

First published in Origind March 1993 Policy Manud

RETIRED

RETIRED

RETIRED

REVISED
Certification Applications

May autility submit certification applications separately for different CEM systems
(eg., SO, and NO,) a one unit? If the utility unit submits one certification gpplication,
will EPA issue partid gpprovas?

Yes. Theutility may choose to conduct certification activities separately. The utility
would have to give proper (45-day) advance notice for each battery of tests, and
would have 45 days after completion of each series of tests to submit theresults. The
120-day review time would apply individualy to each submisson. However, the rule
does require that some monitors at the unit be tested concurrently for certification;
specificaly, NO,-diluent monitoring systems, and where gpplicable, SO,-diluent
monitoring systems (through 1999).

EPA may a0 issue separate certification approvals in some cases where a utility
submits one certification gpplication for al the monitoring sysems a one unit. For
example, if EPA determinesthat dl but one of the monitoring systems passed the
certification requirements, then EPA would issue a disapprova only for the monitoring
system (e.g., the SO, system) which failed, and would issue a certification gpprova for
therest (e.g., the NO,-diluent system, flow monitor, CO, monitoring system, and

opacity monitoring system).

Page 12-2
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References: § 75.20; Appendix A, Section 6.5

Key Words: Certification gpplications, Deadlines, EPA approvas

History: Firgt published in Origina March 1993 Policy Manud; revised in October 1999
Revised Manud
Question 12.8
Topic: Timing of Tedts
Question: Must the 7-day cdibration error test and the linearity test be conducted at the same
timeasthe RATA?
Answer: No. Infact, EPA recommends that utility sources complete the required certification

testsin the following order: the DAHS verification tests, the cycle/response time test,
the linearity check, the 7-day cdlibration error test, and the RATA tedts.

References: Appendix. A, Section 6.1

Key Words: Cdibration error, Certification process, Linearity, RATAS

History: First published in Origind March 1993 Policy Manud
Question 12.9
Topic: Certification Testing
Question: If acompany has personnel on gaff with stack testing expertise, is it permissible for the
company to conduct their own CEMS certification tests, rather than hiring an outside
tegting firm?
Answer: Yes. Section 75.20(C) requires that the owner or operator conduct certification tests;

the owner or operator may use either company personnd or hired personnel from an
outside testing firm to conduct these tedts.

Refer ences: 8§ 75.20(c)
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Key Words:

History:

Question 12.10

Question 12.11
Topic:

Question:

Answer:

References:
Key Words:

History:

Certification tests

Firg published in May 1993, Update #1

RETIRED

REVISED

Certification Application -- Paper Documentation

It is easy to generate certification test results within aweek or so in eectronic format,
but paper often takes much longer. Isthere flexibility in the requirement for submisson
of the certification application 45 days after testing (especidly for the extra paper
copies)?

No. A complete gpplication is due within 45 days. A unit will be out of compliance if
it does not submit a complete gpplication within 45 days. However, if autility finds it
cannot submit a complete gpplication, then it would be prudent to submit the eectronic
data within the 45 day period and the hard copy information shortly theresfter. Note
that EPA's 120 day review period will not begin until al paper documentation is
received, thus completing the certification gpplication. For recertification applications,
the EPA Regiond Office (and the applicable State and/or loca agency) may waive the
requirement to receive the hardcopy portion of the gpplication. For both certification
and recertification gpplications, the designated representative does not have to submit
a hardcopy portion of the gpplication to EPA Headquarters.

8§ 75.56, 8 75.59, § 75.63
Certification applications, Deadlines

Firg published in May 1993, Update #1; revised July 1995, Update #6; revised in
October 1999 Revised Manual
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Certification: Administrative/Procedur al

Question 12.12
Topic:

Question:

Answer:

References:
Key Words:

History:

Question 12.13
Topic:

Question:

Answer:

Refer ences:
Key Words:

History:

Cetification Test Natification

From what date do we count back to determine the date of the certification testing
notification? Isit based upon the date of the RATA?

Forty-five (45) days prior to the first day upon which the first certification test is begun.
It isthefird test that matters, not one particular test such asthe RATA or 7-day
cdibration error test.

§ 75.61(a)

Certification process, Notice

Firg published in November 1993, Update #2

REVISED
Scrubber Ingdlation -- Certification Timdine

How much time after CEM S ingtdlation at the scrubber do we have to certify the
operation of the CEMS?

In accordance with the provisons of 8 75.4(e) in the direct fina rule published May
17, 1995, dl certification testing of the CEMS ingtdled at the scrubber must be
complete within "90 caendar days after the date that the emissonsfirgt exit to the
atmosphere through the new stack, flue, or flue gas desulfurization system. . ."

8 75.4(e)

Certification tests, Control devices

First published in November 1993, Update #2; revised July 1995, Update #6
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Question 12.14 REVISED

Topic:

Question:

Answer:

References:

Certification of Excepted Methods

How does the certification process work for approved exceptionsto CEMS (the
procedures in Appendices D and E of 40 CFR Part 75)?

The designated representative submits amonitoring plan at least 45 days prior to
beginning certification tegting (1.e., the date of the first test for ether the Appendix D or
the Appendix E method). Theinitid submission of the monitoring plan should include
the monitoring methods to be used, data supporting the accuracy of fud flow meters,
schematic diagrams showing fud flowmeter and oil sampling locetions, as well as
CEMS and COMS locations, and capacity factor and fuel usage data to demonstrate
gpplicability of the monitoring methods to be used from Appendix D or E.

The designated representative aso submits a certification testing notification to
EPA and the State or loca agency &t least 45 days prior to beginning certification
testing for Appendix E only (no test notification requirements apply for Appendix D,
including fuel flowmeter cdibration testing). For aunit using the proceduresin
Appendix E, the certification testing notification includes the testing procedures that will
be used in the NO, emission rate/load corrdation (including the planned load levels,
fuels, and excess O, leves).

Provisional certification aso gppliesfor Appendix D or E procedures. Thiswould
apply upon successful completion of al test results included in the certification
gpplication, including test results demondrating the flowmeter accuracy and the results
of any DAHS verification tests devel oped for these methods.

The designated representative submits a cer tification application within 45 days after
completing certification testing to EPA and to the gppropriate State or loca agency.
This certification gpplication includes results of any DAHS verification tests and afind
monitoring plan, including: test data supporting the fud flowmeter accuracy; testing
results from the correation of NO, emission rate and load (for Appendix E procedures
only); and data for deriving the F-factor used (for Appendix E procedures only).

Aswith certification of a CEMS, EPA has a 120 day period for review of a
certification gpplication for an excepted monitoring method. The 120 day period Sarts
upon EPA's receipt of a complete certification gpplication, including the fina
monitoring plan with al test results for the methods in Appendices D and E, and test
results for the DAHS.

§ 75.20(q), § 75.63, Appendices D and E

Page 12-6
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Key Words: Certification process, Excepted methods

History: Firg published in November 1993, Update #2; revised in October 1999 Revised
Manudl

Question 12.15 RETIRED

Question 12.16 RETIRED

Question 12.17
Topic: 7-day Cdibration Error Test
Question: Must a unit operate continuoudy for al 168 hours of the 7-day cdlibration error test
during certification?
Answer: No, for purposes of Part 75. (Under many other programs, such as the New Source

Performance Standards, a unit must operate continuoudy for 168 hours while the
cdibration drift test for certification is performed.)

According to Section 6.1 of Appendix A, units must be operating when measurements
aremade. The same section of Appendix A of Part 75 specifies that units may be
tested on non-consecutive caendar days (but the certification test must be performed
0N seven consecutive unit operating days). This dlows certification testing of CEMS
on pesking and intermediate load units at actud stack conditions and at conditions
gmilar to those that will be encountered later after certification.

When a unit has been shutdown, the monitor readings may drift. In order to improve
monitor accuracy when the unit is again operating and to dlow the monitor to passthe
7-day cdibration error ted, it is permissible to check the cdibration of the instrument
and adjut it while the unit is sill shutdown. Cdibration tests during shutdown periods
are not to be reported as part of the 7-day calibration error test data. When a unit
comes back on-line after an outage, it is recommended that the 7-day cdibration error
test not be resumed until the unit operation has stabilized. This alows the monitor to
measure while its probe is exposed to normd flue gas moisture and temperature
conditions.
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Refer ences:
Key Words:

History:

Question 12.18
Topic:

Question:

Answer:

Refer ences:
Key Words:

History:

Appendix A, Section 6.1
Cdibration error, Certification tests

Firg published in November 1993, Update #2

REVISED
Fud Howmeter Cdibration Methods

Has EPA approved any cdibration methods for fudl flowmeters besides the standards
listed in § 75.20(g)(1)(I) (in the direct find rule published May 17, 1995)?

Yes. Intherulerevisons promulgated on May 26, 1999, EPA combined the list of
approved methods in 8§ 75.20(g)(1)(1) with the existing list in section 2.1.5.1 of
Appendix D to Part 75 to avoid repetition and potentia inconsistency. In addition,
EPA revised one of the agpproved methods to refer to the most recent version of the
method: American Gas Association (AGA) Report No. 7, Measurement of Gas by
Turbine Meters, section 8 (Second Revision, April, 1996). However, EPA will
continue to accept results for meters dready in place that met the earlier versions of
this design standard (either the 1981 or 1985 editions). In addition, EPA added
Sections 2, 3 and 5 from Chapter 4 of the Manua of Petroleum Measurement
Standards, October 1988 (Reaffirmed 1993) (American Petroleum Ingtitute) to the list
of approved procedures to verify accuracy or design.

To obtain permission to use other methods, designated representatives should combine
the information required for a petition under § 75.23 and § 75.66(c) with the
monitoring plan and certification gpplication. The Agency will then review the petition
as part of the certification application.

8 75.20(9)(2)(1), 8 75.23, § 75.66; Appendix D, Section 2.1.5.1, Question 12.26
Excepted methods, NO, monitoring, SO, monitoring

First published in October 1994, Update #3; revised July 1995, Update #6; revised in
October 1999 Revised Manua

Page 12-8
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Question 12.19 REVISED

Topic: Accuracy Specifications for Gas Fue Flowmeters

Question: What is the flowmeter accuracy specification for a gas flowmeter for use in Appendix
D or E of Part 75?

Answer: Section 2.1.5 specifies an accuracy specification of 2.0 percent of the upper range
vaue (URV). Section 2.1.2 of Appendix D requires that each fudl flowmeter used to
meet the requirements of the protocolsin Appendix D and Appendix E satisfy this
accuracy specification, except for certain Stuations as provided in Section 2.1.4 of
Appendix D.

References: Appendix D, Section 2.1.1

Key Words: Excepted methods, NO, monitoring, SO, monitoring

History: Firg published in August 1994, Update #3; revised in October 1999 Revised Manua

Question 12.20 RETIRED
Question 12.21 RETIRED
Question 12.22 RETIRED
Question 12.23 REVISED

Topic: Fud Howmeter Certification

Question: For initid certification of fue flowmeters, how old may calibration deta be and till be
considered valid for certification test purposes?

Answer: Initid certification test results for accuracy of afue flowmeter should be no more than

ayear old. Except for orifice, nozzle, and venturi-type flowmeters, EPA generdly
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expects utilities to retest or recaibrate their fue flowmeters annudly (or once every
four fue flowmeter QA operating quarters for intermittently operated units). This
requirement may be extended to once every five years where a source conducts fuel
flow-to-load testing under Section 2.1.7 of Appendix D. These exceptions to annua
retesting or recdibration are intended to provide reduced burdens for ongoing quaity
assurance requirements for infrequently operated units or where the unit substitutes the
fud flow-to-load test for adirect cdibration. The Agency does not believe that either
of these exceptions are warranted or gpplicable for initia certification of afue
flowmeter for use under Part 75.

For orifice, nozzle, and venturi-type meters, the initiad cdibration includes physica
ingalation of the orifice, which will not change; therefore, it is gppropriate to use that
initid ingdlation and cdibration information to gpply for initid certification of an orifice,
nozzle, or venturi fuel flowmeter, even if it is more than ayear old. If the orifice,
nozzle, or venturi-type flowmeter is more than a year old, perform avisua inspection
of the meter and a cdibration of the pressure and temperature transmitters before using
the fud flowmeter to provide data for the Acid Rain Program.

References: § 75.20(9)(1); Appendix D, Sections 2.1.5 through 2.1.7
Key Words: Cdlibration, Certification tests, Excepted methods
History: Firg published in July 1995, Update #6; revised in October 1999 Revised Manua
Question 12.24 RETIRED
Question 12.25 RETIRED
Question 12.26 REVISED
Topic: Alternatives to ASTM/ASME Methods Incorporated by Reference
Question: | want to use an dternative method for cdibrating my fud flowmeter that is not listed in
Section 2.1.5.1 of Appendix D. What do | need to submit to EPA to get the
alternative procedure approved?
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Section 12

Certification: Administrative/Procedur al

Answer:

Refer ences:
Key Words:

History:

Question 12.27
Topic:

Question:

Answer:

Submit the information required under § 75.23 and 8§ 75.66(a) and (c) for an
dternative to an ASTM method or other standard incorporated by reference. This
includes. (1) adescription of why the prescribed Part 75 method (or methods) is not
being used; (2) a description and diagram(s) of any equipment and procedures used in
the proposed dternative; (3) information demongtrating that the proposed dternative
produces data acceptable for use in the Acid Rain Program, including accuracy and
precision statements, NIST traceability certificates or protocols, or other supporting
data; and (4) the designated representative certification statements required by
§72.21.

The procedures and description of equipment should be sufficiently detailed that an
observer would be able to tdll if the procedures and equipment were being used.

Note that it is the submitter's reponsibility to demongtrate that the dternative to the
gtandard in Part 75 will give equivaent results and is acceptable. If any of the dements
discussed above are missing, EPA may request further information or even disgpprove
the petition.

§75.23, § 75.66(c); Appendix D, Section 2.1.5.1; Question 12.18

ASTM methods, Cdibration, Petitions

Firg published in July 1995, Update #6; revised in October 1999 Revised Manua

REVISED
Fud Flowmeters -- Accuracy Information

What information must | submit with my certification or recertification gpplication to
demondtrate accuracy of afud flowmeter?

Submit data and calculations to demondrate that the fuel flowmeter meets an accuracy
of 2.0% of the upper range vaue. When calibration is done usng one of the dlowable
methodsin Section 2.1.5.1 or by comparison againg a reference flowmeter, as
described in Section 2.1.5.2 of Appendix D, include:

(1) Range of the instrument at which cdibration was conducted (usualy expressed as
a percentage of the upper range value). Data should include the full scale value
and at least two other values.

(2) The upper range vdue--URV (full scae).

Acid Rain Program Policy Manual -- March 28, 2000 Page 12-11



Certification: Administrative/Procedur al Section 12

(3) Readings from the flowmeter being tested (in Ibs/min, scfh, or other gppropriate
units).

(4) Readingsfor the reference device (same units as the flowmeter).
(5) Error or accuracy cdculations, as a percentage of URV.
If possible, present datain atable, such as Table D-1 in Appendix D to Part 75.

When using aNIST traceable procedure, include certificates to show that equipment
currently meets NIST standards.

For orifice, nozzle, and venturi-type flowmeters, you may certify by design. If you
select this option, provide a certificate from the vendor showing that the fud flowmeter
meets the requirements of AGA Report No. 3. Also provide calibration data to
indicate that the pressure, temperature, and differential pressure
transmitters/transducers meet the 2.0% flowmeter accuracy requirement (see Section
2.1.6.1 of Appendix D). Provide thisinformation with the certification or
recertification application.

Refer ences: 8§ 75.53(c), § 75.59(b), § 75.63; Appendix D, Section 2.1.6.1 and Table D-1
Key Words: Cdliibration, Certification gpplications, Excepted methods, Fud sampling
History: Firgt published in November 1995, Update #7; revised in October 1999 Revised
Manudl
Question 12.28 RETIRED
Question 12.29 RETIRED
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Section 13

Recertification

Question 13.1
Topic:

Question:

Answer:

Refer ences:
Key Words:

History:

Question 13.2
Topic:

Question:

Answer:

Refer ences:

Recertification with Reference Method Monitors

The new regulations provide for instrumental methods of recertification. For someone
who may be looking to purchase portable instrumentation, is there anything we might
need to consider?

Any portable instrumentation that is used for recertification testing must be designed so
that it can be operated as a reference method monitor (i.e., the analyzer should be
capable of meeting performance specifications in the applicable reference method and,
when used for recertification testing, must be operated as a reference method
according to 40 CFR Part 60).

§75.22
Portable monitoring, Recertification, Reference methods

First published in Origind March 1993 Policy Manud

Routine Maintenance

What is the type and extent of maintenance to probes, andyzers, DAHS, etc., that
would require recertification of a CEM system?

A discussion of issues related to recertification isincluded in 8 75.20(b), and according
to this section of the regulations, recertification would be required for any change that
ggnificantly affects the ability of the CEM system to measure or record SO,, NO,,
CO,, or opacity. Recertification would not be required, however, for changes
resulting from routine or norma corrective maintenance and/or qudity assurance
activities. When in doubt regarding the impact of specific changes, we recommend
that you contact the gppropriate EPA Regiond Office for a determination.

§ 75.20(b)
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Section 13

Key Words:

History:

Question 13.3
Topic:
Question:

Answer:

Refer ences:
Key Words:

History:

Question 13.4
Topic:

Question:

Answer:

Recertification

First published in Origind March 1993 Policy Manud

Recertification with Backup Monitors

Can we use a certified backup monitor to recertify our primary monitor?

Y es, under certain conditions. A certified backup pollutant concentration or diluent
monitor could be used to do the RATA test for recertification, provided that the
certified backup monitor is used as an instrumental reference method (Methods 6C,
7E, 3A). Otherwise, the backup monitor could not be used to conduct arelative
accuracy test for recertification.

40 CFR Part 60, Appendix A

Backup monitoring, Recertification, Reference methods

Firgt published in May 1993, Update #1

REVISED

Monitoring Plan Requirements for Component/System Replacements

If | replace the andyzer for an SO, or NO, system, what are the requirements for
assigning new component IDs or system 1Ds?

The requirements in this Stuation depend on whether the utility reports any datafor the
new replacement component/system which overlgps with data reported from the
previoudy certified component/system.

(1) Requirements for Andyzer Replacement with Overlapping Use

If autility replaces an andyzer (whether or not the analyzer is the same brand or
mode as the previoudy ingaled andyzer) and the second analyzer reports test
data or emissons data for any hour during the same cdendar quarter in which the

Page 13-2
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fird analyzer isdso used to report test or emissions data, the utility must assgn a
new component ID and a new monitoring system ID to the second analyzer and
st of associated components.

For example, suppose that a utility intends to replace component SO1 in monitoring
system 101 with anew andyzer of the same model. Suppose further that testing of
the new analyzer beginsin the 2nd quarter and that the utility continues to use and
report quaity-assured data from the previoudy certified system while testing the
replacement analyzer. |If the new andyzer is certified and beginsto be used in the
middle of the 2nd quarter, two separate, active monitoring systems (i.e., the old
system and the new one) must be defined in the monitoring plan, because some of
the quarterly data was recorded by the old system and some of it was recorded by
the new one. The replacement analyzer must aso be assigned a new component
ID. Then, in the next quarter, show the old system as ddeted in RT 510 of the

quarterly report.
Example of Overlapping Data
Reporting
Certified System 101/ |----------=mmmmm-- |
Component S01 Jan 1 March 1
Teding Reporting
Replacement System 102/ [--------mmmmm- [-------mmmmm e |
Component S02 March 1 March 31

(2) Anayzer Replacement Without Overlapping Use

If autility must replace component SO1 in monitoring system 202 with anew
andyzer and ceases to report data from the previoudy certified system at the end
of acaendar quarter, and begins reporting data with the new, certified andyzer in
the following quarter, the utility may use one of two gpproaches.

(8 Define new, unique, monitoring component/system IDs in the monitoring plan.
In the first quarter that the new system is used, assign a status code of D"
(delete) to the old monitoring system and assign a status code of "A" (add) to
the new system in RT 510 of the quarterly report; or

(b) Retain the exigting monitoring system and component 1D for the replaced
andyzer. Inthis case, assign astatus code of "C" to the replacement andyzer
component in RT 510, to indicate that this component was changed out.

If there isagap between the last date on which the previoudy-certified sysem is
used and the date on which the new system beginsto report valid deta (Note: this
includes conditionaly vaid data under § 75.20(b)(3)), either use an gpproved
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backup monitor or apply the appropriate missing data routines until the new
monitoring system is able to provide quality-assured data.

Example of Non-overlapping Data

Certified System 202/ [-----mmmm e |------mmmmm e |
Component S01 Jan 1 April 1

Replacement System 102/Component 30S or |---===meemmnne- |-=m==mmmmmem e eeee |
Recertified System 202/Component S01 April 1 June 30

Y ou may reuse a system or component |D for areplacement system for the same
parameter (i.e., SO, to SO,) in anon-overlapping case as stated above.
However, you may not reuse a system or component I1D for a replacement
component/system associated with a different parameter (i.e., SO, to NO,), at the
same unit or stack.

References: §75.53, 8§ 75.61
Key Words: Monitoring plan, Recertification

History: Firg published in March 1995, Update #5; revised in October 1999 Revised Manud;
revised in March 2000, Update #12

Question 13.5 REVISED
Topic: Monitoring Plan Requirements for DAHS Changes

Question: What are the requirements for assigning new system and component IDs for DAHS
version upgrades and DAHS vendor or platform changes?

Answer: It is not necessary to change any monitoring system or component IDs for DAHS
verson upgrades or for DAHS vendor or platform changes.

In the dectronic report for the quarter in which the software verson is upgraded or the
new DAHS isfirg used for reporting, provide the updated manufacturer and verson
informetion for the DAHS component in RT 510 and use a satus code of "C" in
column 16 to indicate that the DAHS component was changed. Also provide RT 555
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(if reporting in EDR v1.3 or v2.0) or RT 556 (if reporting in EDR v2.1), describing the
changes to the DAHS and indicating the date on which the required diagnostic testing
of the new DAHS component was completed.

References: §75.20, 8§ 75.61

Key Words: DAHS, Diagnogtic testing, Monitoring plan

History: Firg published in March 1995, Update #5; revised in March 2000, Update #12
Question 13.6 REVISED

Topic: Reporting and Testing for Recertification and Maintenance Events

Question: What events require recertification and what must a utility do when recertifying a

sysem?
Answer: Different events require different levels of testing -- not al changes to a monitoring

system require recertification. The May 26, 1999 revisons to Part 75 have clarified
this (see 88 75.20(b) and (g)(6). For instance, for change outs of analyzers EPA
requires successful completion of al hardware recertification tests before the
component/system reports quaity-assured data. For DAHS changes, however, only
diagnostic testing congsting of a DAHS verification and daily cdibration of dl sysems
associated with the DAHS isrequired. EPA isworking to develop amore
comprehensive policy on the type(s) of tests required for particular recertification and
maintenance events, but in the interim, EPA will provide guidance on a case-by-case
bass. If recertification is required, the designated representative must notify EPA and
the gppropriate State agency in writing of the dates of recertification testing in
accordance with 8 75.61, and must submit a recertification application in accordance
with § 75.63.

The following table summarizes EPA policy on the types of tests required, the need to
assign new component/system IDs and the requirement to submit RT 555 (for EDR
v1.3 orv2.0) or RT 556 (for EDR v2.1), for recertification and maintenance events,
as described in Policy Questions 13.4, 13.5, and 13.6.
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* %

Requirements Associated with Recertification and M aintenance Events

COMPONENT RT 555 (v1.3)
TYPE OF CHANGE TO AND SYSTEM ID or RT 556 REICAE(;;II— (l)lchl/(A:ngToSR
MONITORING SYSTEM CHANGE (v2.1) REQUIRED
REQUIRED? REQUIRED
RATA/Bias Test
Data Overlap Yes Yes Linearity *
Analyzer Change Cycle Response Time *
No Data No Yes 7-Day Cal Error
Overlap DAHS Veification**
DAHS Version Upgrade, or DAHS No Ves Daily Cdlibration
Vendor or Platform Change DAHS Verification
Other Modifications No Yes Consult with EPA

Not required for flow.

DAHS verification may consist of either new verification tests or a Certification Statement that the previous

DAHS verification applies.

Refer ences:
Key Words:

History:

Question 13.7
Topic:

Question:

Answer:

§75.61, 8 75.20
DAHS, Monitoring plan, Recertification

Firg published in March 1995, Update #5; revised in October 1999 Revised Manud;
revised in March 2000, Update #12

REVISED
Quarterly Reporting of Reasons and Corrective Action for Missing Data Periods

Has EPA considered an dternative, streamlined approach to report the reasons and
corrective actions for missing deta periods when utilities submit a quarterly report?

Yes. EPA has received many comments and suggestions regarding these submissons.
In response, ARD established optional RT 550: Missing Data Reasonsto provide a
format for reporting eectronically the reasons for and actions taken to resolve missng
data periods. Thisrecord type alows a utility to identify the reason missng deta are
being used (using a designated code and short supplementary narrative field) and a
description of the corrective action taken. In addition, the May 26, 1999 rule revisons
removed the requirement to report thisinformation and therefore RT 550 is optiona
beginning in the third caendar quarter of 1999. The utility, however, must ill record
thisinformation.

Page 13-6
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Refer ences: 8§ 75.54(g), 8 75.57(h), § 75.64(a)(2)(vi)
Key Words: Electronic report formats, Reporting
History: Firg published in March 1995, Update #5; revised in October 1999 Revised Manual
Question 13.8 REVISED
Topic: Reporting of Recertification Events
Question: How should a utility inform EPA when a change to the monitoring system requires
recertification testing and report to EPA the results of the required recertification
testing?
Answer: The designated representative must notify EPA and the appropriate state agency in

writing of the dates of recertification testing when dl of thetestsin § 75.20(c) are
required for recertification or for other modifications to sysem hardware in
accordance with § 75.61.

In the norma course of maintaining and operating monitoring systems under Part 75,
EPA anticipates that utilities will need to replace or repair various components or
change the type of equipment or software ingtalled to measure and report emissons.
To facilitate informing EPA of these changes, EPA has defined RT 555 (EDR v1.3) or
556 (EDR v2.1). These record types provide an eectronic format for reporting the
type of event requiring diagnogtic testing or recertification, the tests which must be
performed and, if completed, the date and time on which the tests were successfully
completed. EPA will rdlease RT 556 and afind list of reason codes with EDR v2.1.

Events that require the submission of an RT 555 or 556 include:

(1) Change-outs of analytica components and DAHS vendor changes,

(2) DAHS verson upgrades, which require diagnogtic testing consisting of DAHS
verification (to be kept on-ste) and successful daily cdibration (of al associated

systems);

(3) RATASstriggered by a change of the polynomid coefficient(s) or K factor(s) of a
flow monitor or moisture monitoring systems;

(4) Modification to the flue gas handling system or unit operation that Sgnificantly
changes the flow or concentration profile;
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(5) Probe location change, for gas monitoring systems,

(6) How monitor location change; and

(7) Other systern modifications that require one or more tests, as determined in
accordance with the EPA Acid Rain Policy or through consultation with EPA
Regiona Office and Headquarters staff.

For further discussion of the requirements for submitting RT 556 please seethe "EDR

v2.1 Reporting Ingtructions’ provided by EPA.

References: §75.61, 8§ 75.20(a)(1), 8 75.64

Key Words: Electronic report formats, Recertification, Reporting

History: Firg published in March 1995, Update #5; revised in October 1999 Revised Manual

Question 13.9 RETIRED

Question 13.10 RETIRED

Question 13.11 RETIRED

Question 13.12 REVISED

Topic: Recertification Policy
Question: What isthe policy on recertification?
Answer: The EPA's generd recertification policy isasfollows: for aspecific recertification

event, if the testing requirements are not identified in this guidance (Policy Manud
Section 13) or in § 75.20(b), the utility should identify and be prepared to discuss
what activity is occurring, details about what hardware/software is being
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replaced/modified, the function of the hardware/software that is affected, and what

impact this change might have on the ingrument. In generd, any event or modification

which requires a RATA triggers recertification with the exceptions listed in § 75.20(b).

Then, the utility should consult their Regiona or Headquarter EPA contact to

determine what testing is required. The EPA strongly recommends that events

requiring recertification be coordinated with QA/QC testing whenever possible.
References: §75.20

Key Words: Recertification

History: Firg published in July 1995, Update #6; revised in October 1999 Revised Manua

Question 13.13 REVISED
Topic: Replacement of Components

Question: What are the recertification or diagnostic test requirements for a gas andyzer that hasa
capillary tube replaced with another one of like modd and manufacturer?

Answer: The andyzer mugt pass alinearity check. Since replacement of the capillary tube does
not require aRATA, it is not a recertification event (see 8§ 75.20(b)). The linearity
check is considered to be adiagnostic test. Report data from a backup system (if
avalable) garting with the hour in which the capillary tube is replaced until the analyzer
passes the linearity check. If abackup monitor is not available, use missing datain the
time period from the hour in which the tube is replaced until a subsequent probeationary
cdibration error test (as defined in 8 72.2) is passed. Then, use the conditiona data
validation procedures of § 75.20(b)(3) until the linearity test has been passed. Report
the results of the linearity check in the dectronic quarterly report. Also submit RT 556
to describe the maintenance event.

References: 88 75.20(b), (b)(1) and (b)(3), § 72.2
Key Words: Diagnodtic testing, Linearity, Missing data, Recertification

History: Firgt published in July 1995, Update #6; revised in October 1999 Revised Manua
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Question 13.14
Topic:
Question:

Answer:

Refer ences:
Key Words:

History:

Question 13.15
Topic:

Question:

Answer:

REVISED
Notification Requirements for Recertification RATAS
Should a utility notify the State and EPA Regiond Office of arecertification RATA?

Yes, utilities must notify the State and EPA Regiond Office of arecertification RATA
unless awaiver has been issued in accordance with § 75.61(a)(1)(iv) by the
Adminigtrator, the gppropriate EPA Regiond Office, or the applicable State or local
ar pollution control agency. For recertification under 8 75.20(b), the utility must notify
the EPA Regiond Office and the State Office in writing, by telephone, or by e-mall at
least 7 days prior to the first scheduled day of testing. In the case of emergency
rescheduling of RATA testing, 8 75.61 dates "in emergency Stuations when testing is
required following an uncontrollable failure of equipment that resultsin lost data, notice
shdl be sufficient if provided within 2 business days following the date when testing is
scheduled.” In addition, State and loca environmental agencies may have different
notification requirements with which the utility must also comply.

8 75.20(b)(2), 8 75.61(a)(1)(ii) and (iv)
Notice, Recertification

Firgt published in July 1995, Update #6; revised in October 1999 Revised Manua

REVISED

Diagnogtic and Recertification Tests for Flow Monitor Component Replacements

What tests are required when amajor component of aflow monitoring system is
replaced?

A mgor component of aflow monitoring system is any part of the sysem that is
involved in the direct sensing of the flow velocity or in caculaing the tota volumetric
flow rate. Examples of mgor flow components include sensors, pitot tubes,
transducers, thermal bridges, and microprocessors. Non-mgjor components include
power supplies, blower motors and other inactive components not involved in the
direct senang of flow or in the subsequent caculations.

When amgor component of aflow monitoring system is replaced, if the component
replacement sgnificantly affects the monitor's ability to accurately measure flow rate,

Page 13-10
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then recertification is required in accordance with 8 75.20(b). For this reason, EPA
recommends that, to the extent practicable, replacement of mgor flow system
components be done at the time of scheduled semiannua or annud quaity assurance
RATAs However, when thisis not possible, the utility may ether recertify the
monitoring system by performing a RATA or may perform an abbreviated flow-to-
load ratio diagnostic test as described in Section 2.2.5.3 in Appendix B to Part 75 to
determine whether the replacement of amagor flow component has had a sgnificant
effect which requires aflow RATA to be done. (Note that thereis one exception to
this: if the component replacement requires re-characterization or re-linearization of the
flow monitor (i.e,, if the polynomia coefficients or K-factor(s) of the instrument must
be changed), a 3-load RATA isrequired to bring the monitor back into control, and
the abbreviated flow-to-load ratio diagnostic test would not be appropriate.

When the abbreviated flow-to-load ratio diagnostic test is performed, operation at
normd load is preferred. However, if norma load is unattainable a the time of the
component replacement, the diagnostic may be performed at another load. If this
becomes necessary, then the appropriate pre-replacement RATA information (mean
reference method flow rate, load and % CO,) must be obtained for that load leve in
order to perform the diagnostic test properly.

References: § 75.20(b)(1); Appendix B, Section 2.2.5.3
Key Words: Diagnodtic testing, How monitoring, RATAS, Recertification

History: Firg published in June 1996, Update #9; revised in March 1997, Update #11; revised
in October 1999 Revised Manual

Question 13.16 REVISED
Topic: Flow Monitor Multiple Point Sensor Replacement

Question: Suppose that a utility has athermd or differentid pressure-type flow monitor with
multiple point sensors, and one of the sensors must be replaced. May the abbreviated
flow-to-load ratio diagnostic test described in Question 13.15 be used to vdidate data
from the flow monitoring system in the period extending from the removal of the bad
sensor until anew sensor can be ingaled? After the new sensor isingdled, doesthe
diagnostic test have to be repested?

Answer: If, following the removal of the bad sensor, a probationary cdibration error test of the
monitoring system is passed and the abbreviated flow-to-load ratio diagnogtic test is
performed and passed, then data from the flow monitor may be considered vaid from
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References:
Keywords:

History:

Question 13.17
Topic:

Question:

Answer:

the hour of the probationary cdibration error test until the new sensor isingaled.
However, both the probationary calibration error test and the diagnostic test must be
repeated following the sensor replacement, to verify that the new component is
working and has not sgnificantly affected the monitoring system's ability to accurately
measure flow rate. 1f the post-replacement diagnogtic test isfailed, the flow monitor is
consdered to be out-of-control. Data from the monitoring system are invalidated
back to the hour of the post-replacement calibration error test and a single-load or 3-
load RATA (as applicable) must be passed to bring the monitor back in-control (see
Section 2.2.5.3(c) in Appendix B). Datavaidation for the RATA shdl be donein
accordance with Section 2.3.2 of Appendix B. The RATA isconsdered to bea
recertification unless the only change to the monitor required to bring it back into
control is adjustment of the polynomial coefficients or K factor(s) (see § 75.20(b)).

8 75.20(b), (b)(1) and (b)(3); Appendix B, Sections2.2.5.3 and 2.3.2
Diagnodtic testing, How monitoring, RATAS, Recertification

First published in March 1997, Update #11; revised in October 1999 Revised
Manudl

REVISED
Reporting of Flow Monitoring Diagnogtic Tests

When the flow-to-load ratio diagnostic test described in Question 13.15 is performed,
what information, if any, must be reported to EPA, and what information can be kept
on-Ste?

When amgor flow monitoring system component is replaced and the diagnostic test
described in Question 13.15 is performed, a RT 555 (if reporting in EDR v1.3) or RT
556 (if reporting in EDR v2.1) must be reported to EPA in the eectronic emissons
report for the quarter in which the diagnogtic test is completed. For flow monitoring
systems with multiple point sensors, if the diagnogtic test is done twice (i.e., after
removal of the bad sensor and after ingtdlation of the new sensor), submit a separate
RT 555 or 556 for each test.

For reporting in EDR v1.3, fill out the 555 record(s) as follows:

(1) Incolumns 13 and 19, enter the date and hour of initiation of the component
replacement.

Page 13-12
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(2) In column 21, use the specific event code that EPA has created for the flow
component replacement. If no appropriate recertification event code exists, use an
event code of "99" (Other).

(3) If an event code of "99" appearsin column 21, then, beginning in column 23,
describe the component replacement (e.q., like-kind flow transducer replacement).

(4) Beginning in column 73, indicate that the diagnogtic test was done, and the results,
asfollows

(@ If thetest was passed, indicate: "flow diagnogtic test passed.”
(b) If thetest wasfailed, indicate: "flow diagnogtic test failed; RATA required.”

(5) If the diagnostic test was passed, enter "DLC" in column 141, to indicate that the
required pre-diagnostic cdibration error test was performed. Then, in columns
150 and 156, enter the date and hour of that calibration error test.

(6) If the diagnodtic test wasfailed, enter "RAN" for norma-load RATA in column
135 toindicate that aRATA isrequired. If the flow monitor was recharacterized,
athree-levedl RATA isrequired; enter in column 135 "RA3" for athree-leve
RATA. Enter the date and time of completion of the RATA in columns 150 and
156. If the RATA isnot completed by the date of the eectronic quarterly report
for the quarter in which the diagnostic test is done, leave columns 150 and 156
blank; then, submit an identical RT 555 in the quarter in which the RATA is
completed, with the RATA completion date and time entered in columns 150 and
156.

For reporting in EDR v2.1, fill out RT 556 in accordance with the EDR v2.1 Reporting
Ingtructions provided by EPA.

A record of each mgor flow component replacement must be kept on-stein the
maintenance log for the flow monitoring system, indicating the date and time of the
replacement and the component replaced. The date(s), times, and calculated results of
the diagnogtic test do not have to be reported to EPA but must be kept on-site,
suitable for ingpection.

References: § 75.20(b)(1); Appendix B, Sections 1.1.3 and 2.2.5.3; EDR v2.1 Reporting
Ingtructions
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Keywords.

History:

Question 13.18
Topic:

Question:

Answer:

References:
Keywords:

History:

Question 13.19
Topic:

Question:

Diagnodtic testing, Electronic report formats, How monitoring

Firg published in March 1997, Update #11; revised in October 1999 Revised
Manudl

REVISED
Flow Monitoring Diagnostic Tests -- Reporting Conditionaly Vdidated Data

If the flow-to-load ratio diagnogtic test described in Question 13.15 has not been
completed by the reporting deadline for the quarter in which the change occurred, how
should the period of conditiona data be reported in the quarterly report?

If the diagnostic procedure described in Question 13.15, has not been completed by
the time the quarterly report is generated for submission to the Agency, then the utility
should use a suitable conditionally vaid data flag, as described in § 75.20(b)(3)(ix).
When reporting in EDR v1.3, there is no appropriate deta flag within the EDR,;
therefore, indicate in RT 910 (or hardcopy |etter transmitting the quarterly report) that
the quarter ended with conditionaly valid flow rate deta. When reporting in EDR
v2.1, the gppropriate conditionaly valid dataflag isfound in column 51 of RT 556.
Report a"C" in RT 556(51) to indicate that data from the flow monitor were
conditionally valid at the end of the reporting quarter. See the EDR v2.1 Reporting
Ingtructions for a further discusson of conditiona deta validation and the use of RT
556.

§ 75.20(b)(2), 8 75.20(b)(3)(ix); EDR v2.1 Reporting Instructions
Diagnodtic testing, Flow monitoring, Reporting

Firg published in March 1997, Update #11; revised in October 1999 Revised Manual

Recertification Following Replacement of Umbilica Cord

| useadilution type CEMS. Do | need to recertify if | replace the umbilica cord?
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Answer:

References:
Key Words:

History:

Question 13.20
Topic:

Question:

Answer:

References:
Key Words:

History:

No. If anumhilica cord for adilution type CEM system is replaced with one having
lines of the same length, insde diameter and materid, perform a cdibration error test
and aleak check. In performing the leak check, it is good practice to either pressurize
or draw apartial vacuum (for a positive pressure or a negative pressure system,
respectively) on dl linesin the bundle, including sample, dilution and cdibration. If a
line has a different indde diameter, is a different length or is made of different materia
from the replaced line, dso perform a cycle time test and a linearity check. Report the
resultsin the quarterly report.

§ 75.20(b)
Recertification, Reporting

First published in October 1999 Revised Manua

Appendix E Retesting

Appendix E testing must be re-done after 3,000 operating hours. Isthat considered a
recertification?

No. That isastandard QA test and is not consdered arecertification. The State
agency should be notified when Appendix E testing occurs.

Appendix E, Section 2.2
Excepted methods, Notice

Firgt published in October 1999 Revised Manua
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Question 14.1 RETIRED
Question 14.2 REVISED
Topic: Quarterly Reporting -- First Report
Question: When isthe owner or operator of a source responsible for capturing and reporting
emissons datafor aunit that is coming on-line?
Answer: There are two Stuations that dictate when an owner or operator of a source must

begin capturing and reporting emissons data. Firg, for anew unit for which data were
not previoudy reported under Part 75, the owner or operator must begin reporting
emission data by means of an automated data acquisition and handling system (DAHS)
beginning either on the date of provisond certification of the continuous emission
monitoring systems (CEMS) or in the firgt hour following the applicable certification
deadline, whichever date isearlier. The CEMS must be provisondly certified no later
than 90 days after the commencement of commercid operation. For aretired unit that
losesits exemption from Acid Rain requirements, the owner or operator must capture
and report data beginning with the hour that it recommences commercid operation as if
it were anew unit.

Second, for an affected unit that has been shutdown since the beginning of the Acid
Rain program but is now coming back on-line (deferred unit), emissons data must be
reported beginning with the first hour of commercid operation in accordance with

§ 75.64(a). The owner or operator must complete certification testing for the deferred
unit by the earlier of ether 45 unit operating days or 180 cdendar days after the
commencement of commercia operation in accordance with § 75.4(d).

Please refer to the table below for a summary of data collection and reporting
requirements for new units.
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Data Collection and Reporting Requirementsfor New and Previoudy Deferred Units

Unit : : :
: Responsiblefor Responsiblefor Responsible for
Operation Capturing Data Certifying CEMS! | Reporting Data AT DEEISEVTE
Category

Deferred Capture databeginning |Complete certification [Submit report From the hour of recommencing
with the first hour of testing by the earlier  |beginning with the commercia operation until all
recommencing of: 45 unit operating |calendar quarter certification tests are completed, use
commercial operation.  |days; or, 180 calendar |corresponding tothe  [maximum potential values, reference
(8 75.64(a)) days after date of recommencing |methods (under § 75.22(b)), or an

commencing commercial operation. |EPA approved alternative.

commercia operation. |(8 75.64(a)) Maximum values are determined

(8 75.4(d)) using Appendix A, Sections2.1.1.1,
21.21,2131,2132,and 2.1.4.1,
and Appendix D, Sections2.4.1 and
2.4.2.2. Alternatively, for CEMS,
you may use the conditional data
validation proceduresin
§ 75.20(b)(3).

Retired Any retired unit that See new unit. See new unit. See new unit.
loses the retired unit
exemption will be
considered a new unit on
the date that it
recommences
commercial operation.

(8 72.8)(d)(6)(B)(ii) See
new unit.

New Capture databeginning |Complete certification [Submit report If the certification tests are passed
with the earlier of: the  |testing no later than  |beginning with the prior to the certification deadline,
hour of provisional 90 days after earlier of: the calendar |report provisional data as “quality-
certification; or, the hour |commencing quarter corresponding |assured” from hour of provisional
corresponding to the commercia operation [to the date of certification until the certification
relevant certification (8 75.4(b)(2) provisional application is approved or
deadline. (§ 75.64(a)) certification; or, the  |disapproved.

calender quarter

corresponding to the  [If the certification tests are not

date for the relevant passed prior to the certification

initial certification deadline, use maximum potential

deadlines. (§ 75.64(a)) |values until certification testing is
completed, except when the
conditional data validation procedures
of § 75.20 (b)(3) are used. Maximum
values are determined using Appendix
A, Sections2.1.1.1,2.1.2.1,2.1.3.1,
2.1.3.2,and 2.1.4.1, and Appendix D,
Sections 2.4.1 and 2.4.2.2.

! For adeferred unit, § 75.4(d) presently contains language that the source is responsible for data for all unit operating hours

onceit isback on-line. It is EPA’sintent to modify this language to more clearly support the use of commercial operating hours

asatrigger for hourly emissions accountability as specified in 8 75.64(a). At present, use the provisions of § 75.64(a).
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Refer ences: 8§ 75.64(a)
Key Words: Deadlines, Quality assurance, Reporting
History: Firgt published in Origina March 1993 Policy Manud; revised in October 1999
Revised Manud
Question 14.3  REVISED
Topic: Recordkeeping
Question: The recordkeeping requirements at 8 72.9(f)(1) state that records (including al
emission monitoring data) must be kept on site at the source for a period of five years
from the date the document is created. The recordkeeping requirements at § 75.54(a)
and 8§ 75.57(a) state that records required by Part 75 (CEM data) must be kept for
three years. Should we keep CEM records on sSite for five years or for three years?
Answer: Since § 72.9(f)(1) begins with the qudifying statement "Unless otherwise provided ...,"
the record retention requirementsin § 75.54(a) and § 75.57(a) supersede thosein
§72.9(f)(1). Therefore, aretention period of three yearsis adequate for the types of
records specified in 88 75.54(a) and 75.57(a).
References: 8 72.9(f)(1), § 75.54(a), 8§75.57(a)
Key Words: Recordkeeping
History: First published in Origina March 1993 Policy Manud; revised in October 1999
Revised Manud
Question 144 REVISED
Topic: Recording Data Avallability
Question: The percent monitoring availability requirement for a CEM system (8 75.32) cdlsfor

hourly caculations even when no dataare missing. Would it be appropriate to
cdculate availability only when there are missing dataand at the end of each quarter
ingtead of redundant calculations every hour? Where will this data be recorded in the
Electronic Report File Formats?
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Answer: Once you begin using the standard missing data procedures of § 75.33, you must
caculate hourly percent monitor data availability (PMA) for each hour in which
qudity-assured data are reported. However, calculation of PMA is optiona during
missing data periods. For further discusson of PMA and missing data periods, see
Section I1.C.(12), "Missing Data & Percent Monitoring Data Availability” in the EDR
v2.1 Reporting Ingructions. See aso the ingtructions for reporting PMA under RTs
200, 201, 210, 211, and 320 in that document.

Refer ences: 8§ 75.54(c) - (), and § 75.57(c) - (f)

Key Words: Electronic report formats, Missing data, Recordkeeping

History: Firg published in Origina March 1993 Policy Manud; revised in October 1999
Revised Manua

Question 14.5 REVISED

Topic: Recording Hourly Data

Question: How doesthe utility report hourly data when they change time standards (e.g., from
EST to daylight savingstime or vice-versa)?

Answer: All data are to be reported in standard time.  See Section 11.C.(6), entitled "Reporting
in Standard Time" in the EDR v 2.1 Reporting Ingtructions.

References: §75.54, 8 75.57

Key Words: Recordkeeping, Reporting

History: Firg published in Origina March 1993 Policy Manud; revised in October 1999
Revised Manua

Question 14.6  REVISED

Topic: Cdculation Equetions

Question: The monitoring plan submission will include the equations used to caculate emissions
data (see citations at § 75.53(c)(6), corresponding to EDR v1.3, and
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Answer:

References:
Key Words:

History:

Question 14.7
Topic:

Question:

Answer:

References:
Key Words:

History:

8§ 75.53(e)(1)(vi), corresponding to EDR v2.1). Assume that during EPA review of
the monitoring data it is discovered that an equation isin error. Would data be
invdidated if the data could smply be corrected by modifying the equation?

Issues of thistype will have to be handled on a case-by-case basis. However, the
Agency will develop a procedure to address data errors, omissions, and discrepancies.

§ 75.53(c)(6), 8§ 75.53(e)(1)(vi)
Missing data, Monitoring plan, Recordkeeping

First published in Origina March 1993 Policy Manud; revised in October 1999
Revised Manua

REVISED
Missing Data -- Electronic Format

If data are missing for arecorded parameter, and no explicit data subgtitution is
necessary, what should be reported to EPA for that particular field?

An example would be the reporting of hourly gross unit load or steam load in

8§ 75.54(b)(3) or § 75.57(b)(2). Thereisno specified missing data procedure in Part
75 for this parameter. If load data are missing, report the best available estimate of the
load for the hour, based upon knowledge of process conditions and engineering
judgment.

88 75.54 and 75.57

Electronic report formats, Missng data, Reporting

Firg published in May 1993, Update #1; revised in October 1999 Revised Manua
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Question 14.8
Topic:

Question:

Answer:

Refer ences:
Key Words:

History:

Question 14.9

Question 14.10

Question 14.11

Question 14.12
Topic:

Question:

Answer:

References:

DAHS Veification

If aDAHS includesaLAN or aWAN, will it be necessary to perform DAHS
verification testing on each termina hooked to the LAN or WAN?

No. Only theingtdled DAHS software must be tested, and on aLAN or WAN, this
may be accomplished by performing the testing on any one of the attached termindls.

§ 75.20(c)(7)
DAHS

Firgt published in May 1993, Update #1

RETIRED

RETIRED

RETIRED

REVISED
QA Tedt Reslts

Must the calculated result for tests (e.g., confidence coefficient) be caculated by the
DAHS? Or could it be added to the ASCII flat file manually?

The information may be added to the ASCII file manually. See Section 11.C.(3)(d),
"RATA Daa' in the EDR v2.1 Reporting Ingtructions.

N/A
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Section 14 DAHS, Recordkeeping, and Reporting
Key Words: DAHS
History: Firg published in May 1993, Update #1; revised in October 1999 Revised Manua
Question 14.13 RETIRED
Question 14.14 RETIRED
Question 14.15 REVISED
Topic: Method of Determination Codes for CO,
Question: What should be reported for the method of determination codes (MODCs) for CO,
concentration data (RT 202) and CO, mass emissons data (RT 330)?
Answer: Prior to April 1, 2000, if the CO, missing data proceduresin § 75.35(c) are followed

and data are reported in EDR v1.3, use the following guiddines:

If both a certified flow monitoring system and a certified CO, pollutant concentration
monitor provide quality assured data, fill inaMODC of "01" in column 30 of RT 202.
If either monitoring system does not provide qudity assured data, fill in ablank. If one
or both of the monitoring systems does not provide quality assured datafor 72
consecutive unit operating hours or when the CO, percent monitor data availability is
less than 90 percent, fill inan MODC of "13" in column 31 of RT 330, to indicate thet
datais being provided usng the Appendix G fud sampling methodology. Seethe
following teble:
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DAHS, Recor dkeeping, and Reporting Section 14

Method of Determination Code
(Until Upgradeto EDR v. 2.1)
Data Comes From:
CO, Pallutant Conc. CO, Mass Emissions
(RT 202) (RT 330)

CO, primary monitor 01
CO, backup monitor 02
CO, AMS 03
CO, Reference Method 04
CO, Missing data routine HB/HA average 06
CO, Missing data routine Appendix G -- 13

On and after April 1, 2000, use of the revised CO, missng data proceduresin

§ 75.35(b) and (d) isrequired and datareporting in EDR v2.1 isrequired. The new
CO, missng data procedures involve the use of amathematicd dgorithm (smilar to
the SO, missing data agorithm) and Appendix G fud sampling is no longer required
during periods of monitor downtime. Therefore, in EDR v2.1, the MODC fidd in
column 31 of RT 330 is reserved and the appropriate MODC codes for CO, (i.e.,
codes 01 through 04, 06 through 10, and 12, as applicable) are tracked only in RT
202.

References: §75.35, § 75.54 (Table 4), 8§ 75.57 (Table 4A)
Key Words: CO, monitoring, Electronic report formats, Reporting

History: First published in November 1993, Update #2 #1; revised in October 1999 Revised
Manua

Question 14.16 REVISED
Topic: Method of Determination Codes for NO,

Question: What should be reported for the method of determination codes for NO, pollutant
concentration data (RT 201) and for NO, mass emission rate (RT 320)?

Answer: The dlowable method of determination codes are found in Table 4 in § 75.54 (for
EDR v1.3) and in Table 4A in § 75.57 (for EDR v2.1). For further record type
specific information, see Section 111.B.(2) of the EDR v2.1 Reporting Ingtructions,
entitted "RT 201: NO, Concentration Data" (in particular, see the ingtructions for
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Section 14 DAHS, Recordkeeping, and Reporting
Column 30 of RT 201) and aso refer to Section 111.B.(20), entitled "RT 320: NO,
Emisson Rate Datd’ (in particular, see the ingructions for Column 53 of RT 320).

References: 8§ 75.54 (Table 4), 8§ 75.57 (Table 4A)

Key Words: Electronic report formats, NO, monitoring, Reporting

History: First published in November 1993, Update #2; revised in October 1999 Revised
Manud

Question 14.17 REVISED

Topic: Reporting of Load Operating Levels

Question: How does an owner or operator of a unit performing a multi-load flow RATA report
operating levelsin RT 610, column 63, and RT 611, column 116?

Answer: In EDR v1.3, the normd load isindicated by usng aletter code of "N" in RT 610/63
and 611/116, instead of using the code"L", "M," or "H". However, in EDR v2.1, the
normd load isto be reported by using its actud letter code ("L", "M," or "H") in RT
610/63 and RT 611/116, and using a normd load indicator flag of "N" in column 127
of RT 611. For further discussion of reporting RATA load levels, see Section
[11.D.(6) of the EDR v2.1 Reporting Ingtructions, entitled "RTs 610 and 611: Rdative
Accuracy Test Audit (RATA) and Bias Test Dataand Results.” In particular, seethe
ingructions for column 63 of RT 610 and columns 116 and 127 of RT 611.

References: 8§ 75.56(a8)(5)(iv)(D), 8 75.59(a)(5)(ii)(E); Appendix A, Section 6.5.2

Key Words: Electronic report formats, RATAS, Reporting

History: Firg published in November 1993, Update #2; revised in October 1999 Revised

Manua
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DAHS, Recor dkeeping, and Reporting Section 14

Question 14.18
Topic:

Question:

Answer:

References:
Key Words:

History:

Question 14.19
Topic:
Question:

Answer:

References:
Key Words:

History:

REVISED
Method of Determination Codes

Which MODC codes identified in Table 4 of § 75.54 (corresponding to EDR v1.3)
and Table 4A of § 75.57 (corresponding to EDR v2.1) are considered quality-assured
monitor data for purposes of missing data subgtitution and availability caculations?

For Table4in § 75.54, MODC codes 01 through 04 and 14. For Table 4A, MODC
Codes 01 through 04, 14, 16, 17, 19, and 20. Hours when these codes are used are
consdered quality-assured for missing data substitution purposes and for data
availability caculations. Note that code 5, data from the parametric subgtitution
method, is excluded from these lists, because the parametric monitoring procedures
would be used ingtead of the missing data routine to calculate subgtitute vaues.

§ 75.54 (Table 4), § 75.57 (Table 4A)

Missing data, Recordkeeping, Reporting

Firg published in November 1993, Update #2; revised July 1995, Update #6; revised
in October 1999 Revised Manual

REVISED

Quarterly Reporting -- Invaidation of Emissons Data

What is EPA's policy on the invadidation of measured emissions data?
EPA’ s palicy on the invalidation of measured emissons datais found in Section
11.C.(3)(a) of the EDR v2.1 Reporting Ingtructions, entitled "Emissons Data from
CEMS."

§75.64

Electronic report formats, Reporting

Firg published in November 1994, Update #4; revised in October 1999 Revised
Manual
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Section 14

DAHS, Recordkeeping, and Reporting

Question 14.20A

Topic:
Question:

Answer:

References:

Key Words:

History:

Question 14.20B

Topic:

Question:

Answer:

References:

Key Words:

History:

REVISED
Quarterly Reporting -- Reporting of Operating Data
What are the requirements for submitting operating records to EPA for the quarter?

The answer isfound in Section [11.B. of the EDR v2.1 Reporting Ingtructions, entitled
"RT 300: Unit Operating Parameters.”

§72.96, 8 75.64, § 75.54(b), § 75.57(b)
Electronic report formats, Reporting

Firgt published in November 1994, Update #4; revised in March 1997, Update #11;
revised in October 1999 Revised Manua

REVISED
Quarterly Reporting -- Reporting of Non-operating Units

What are the requirements for submitting quarterly reports to EPA when the unit or
stack did not operate?

The answer can be found in Section 11.C.(14) of the EDR v2.1 Reporting Instructions,
entitled "Data Reporting Requirements for Non-operating Quarters.”

§72.96, 8 75.64
Electronic report formats, Reporting

Firgt published in November 1994, Update #4; revised in March 1997, Update #11;
revised in October 1999 Revised Manua
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DAHS, Recor dkeeping, and Reporting Section 14

Question 14.21 REVISED

Topic: Quarterly Reporting -- Interpretation of Operating Data

Question: How does EPA determine the operating status for a unit or stack in a given hour?

Answer: To determine the operating status of aunit or stack for a specific hour, EPA generdly
relies upon ether the Unit Operating Time reported in column 18 of RT 300 (any
operdting time value grester than zero indicates unit operation during the hour) or the
presence of reported hourly emissions.

References: §72.96, 8§ 75.64

Key Words: Datavdidity, Electronic report formats, Reporting

History: Firg published in November 1994, Update #4; revised in October 1999 Revised
Manudl

Question 14.22 RETIRED
Question 14.23 RETIRED
Question 14.24 REVISED

Topic: Quarterly Reporting -- Submission of Records for Ingppropriate Time Period

Question: How will EPA treat records in aquarterly file if the records represent hours for another
quarter?

Answer: In general, emissions records will not be accepted for time periods outside the current
reporting quarter. However, for qudity assurance records, there are limited
exceptionsto this. For further discussion see Section 11.C.(9) of the EDR v2.1
Reporting Ingtructions, entitled ""Reporting Data Outside the Reporting Period.”

References: §75.64
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Section 14 DAHS, Recordkeeping, and Reporting

Key Words: Electronic report formats, Reporting

History: Firg published in November 1994, Update #4; revised in October 1999 Revised
Manudl

Question 14.25 RETIRED

Question 14.26 REVISED
Topic: Quarterly Reports -- Missing Moisture Data

Question: If 1 report CO, and SO, on adry basisor if | measure NO, concentration and diluent
on an incondstent moisture basis, | must measure and report an hourly moisture vaue
in either RT 220 (prior to April 1, 2000) or RT 212 (on and after April 1, 2000) to
caculate CO, mass emissons, SO, mass emissons, heat input and/or NO, emisson
rate. How will EPA check the emissons and heat input calculaionsiif the hourly
moigture vaue is missing?

Answer: The Emissions Tracking System (ETS) will attempt to re-ca culate the reported hourly
emisson rate and heet input rate values. If amoigture value is missng from RT 212 or
220, ETS will generate an error message stating that the reported emissonsrate
and/or heat input rate cannot be re-calculated and the owner or operator is not using a
moisture default reported in RT 531.

References: §75.64
Key Words: Electronic report formats, Reporting

History: Firgt published in November 1994, Update #4; revised in October 1999 Revised
Manual
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DAHS, Recor dkeeping, and Reporting Section 14

Question 14.27

Topic:

Question:

Answer:

References:
Key Words:

History:

Question 14.28

Question 14.29

Question 14.30
Topic:
Question:

Answer:

REVISED

Quarterly Reporting -- Measured CO, Concentration Vaues of Zero During Boiler
Sartup

If the CEM S measures a CO, concentration of zero during boiler unit startup, what
vaue should be used to cdculate NO, emission rate?

Use the diluent cap value in such cases. See Section 11.C.(3)(8)2 of the EDR v2.1
Reporting Ingructions, entitled "Data Entered or Edited Manudly." Also see Section
111.B.(20) of the EDR v2.1 Reporting Instructions, entitled "RT 320: NO, Emisson
Rate Data” In particular, see the ingructions for column 14 of RT 320.

Appendix F

CO, monitoring, Electronic report formats, Reporting

Firg published in November 1994, Update #4; revised in October 1999 Revised
Manudl

RETIRED

RETIRED

REVISED

Quarterly Submission of EDR Formatted Monitoring Plans
When | submit a quarterly report, what monitoring plan data should be included?

The requirements for eectronic monitoring plan submittals are givenin 8 75.53(c) and
(d) for reporting in EDR v1.3, and in § 75.53(e) and (f) for reporting in EDR v2.1.
Specific reporting guidance pertaining to each required monitoring plan data dement is
found in Section 111.C, "Monitoring Plan Records’ in the EDR v2.1 Reporting
Ingtructions. To ensure the completeness and qudity of monitoring plan data, EPA has

Page 14-14

Acid Rain Program Policy Manual -- March 28, 2000



Section 14

DAHS, Recordkeeping, and Reporting

References:
Key Words:

History:

Question 14.31
Topic:

Question:

Answer:

Refer ences:
Key Words:

History:

Question 14.32
Topic:

Question:

developed and released the Monitoring Data Checking Software (MDC) on the Acid
Rain Home Page: (URL: www.epa.gov/acidrain/cems/mdc/htm).

§75.53, § 75.64
Electronic report formats, Monitoring plans, Reporting

First published in November 1994, Update #4 as Question 10.9; renumbered as
Question 14.30 in March 1995, Update #5; revised in October 1999 Revised Manua

REVISED

Monitoring Plan Submitted with Quarterly Report File

When the utility submits the monitoring plan (dl of the required 500 leve records) in
the quarterly report file, does the utility need to submit the monitoring plan in hard
copy? A monitoring plan checklist? A certification statement?

It is not necessary to submit a hardcopy verson of the monitoring plan aong with the
quarterly report submittal. Sections 75.53(e) and (f) of the May 26, 1999 revisionsto
Part 75 clearly separate monitoring plan information into two categories, electronic and
hardcopy. Section 75.62 explains when submittal of the eectronic and hardcopy
portions of the plan is required.

§75.53, § 75.62

Electronic report formats, Monitoring plan

Firgt published in July 1995, Update #6; revised in October 1999 Revised Manua

REVISED
Test Natification of Annua/Semiannual QA/QC RATAS

For annua/semiannua QA/QC RATAS, what type of test notification does EPA
require? Should a utility submit atest notification form? A monitoring plan checklist?
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Answer:

Refer ences:
Key Words:

History:

Question 14.33
Topic:

Question:

Answer:

Refer ences:

Key Words:

History:

For annua/semiannua QA/QC RATAS, EPA requires that awritten test notice be
provided to the Administrator, to the EPA Regiona Office and to the applicable State
agency, in accordance with 8 75.61(a)(5). No specia form or format for the test
notification is required; however, a aminimum, the notice should indicate the affected
unit(s) to be tested, the type(s) of RATA(S) to be performed and the scheduled test
date(s). The written notification may be provided by regular mail or by facsmile. The
use of eectronic mail is acceptable if the respective State or EPA office agrees that this
is an acceptable form of notification. Note that under 8 75.61(a)(5)(iii), the
Adminigrator, the EPA Regiond Office or the State air pollution control agency may
issue awaiver from the RATA natification requirements for a unit or group of units, for
one or more tests.

§75.21, § 75.61(a)(5)
Notice, RATAS

Firg published in July 1995, Update #6; revised in October 1999 Revised Manua

REVISED
Reporting Results of Annual/Semiannua QA/QC RATAS

For annual/semiannua QA/QC RATAS how should a utility report results to EPA?
Electronicaly on a separate disk? Electronicdly in the quarterly report? By hard
copy?

Report these test results eectronicdly in the quarterly report required under § 75.64.
Also provide hardcopy RATA results to the gpplicable EPA Regiond Office and/or
State air pollution control agency, upon request. See dso Section 111.D of the EDR
v2.1 Reporting Ingructions, entitled "Quaity Assurance and Certification Data

Reporting.”
§75.52, § 75.64(a) and (d)
RATAS, Reporting

Firgt published in July 1995, Update #6, revised in October 1999 Revised Manua
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Question 14.34 RETIRED
Question 14.35 RETIRED
Question 14.36 REVISED
Topic: Reporting of Partid Hours
Question: How do | account for SO, and CO, emissons and heat input rate during a partia
operating hour?
Answer: Account for partial operating hours when the quarterly cumulative tons of SO, or CO,

iscdculaed. Before summing SO, or CO, mass emissions for the quarter, multiply
each reported hourly SO, or CO, mass emisson rate (i.e., Ib/hr or tonghr) by the
corresponding unit operating timein column 18 of RT 300, to convert it to amass
vaue (Ibs or tons).

For example, if aunit operated only for thefirst 12 minutesin aclock hour and took
SO, readings once every minute, those 12 readings would be averaged and would be
reported as the average hourly concentration in the RT 200. The hourly average
volumetric flow ratein RT 220 would be caculated in the same way. These vaues
would then be substituted into the appropriate equation (F-1 or F-2) to calculate the
hourly SO, mass emission rate reported in RT 310. Supposg, for the sake of this
example, that the hourly SO, and flow averages for the 12 minutes of unit operation
are, respectively, 500 ppm and 25,000,000 scfh. Assuming that SO, is measured on
awet basis, the hourly SO, mass emission rate reported in RT 310 would be 2,075
Ibs’hr, according to Equation F-1. However, to indicate that the unit emitted SO, at
thisrate for only 12 minutes, you would report the unit operating time in RT 300,
rounded to the nearest hundredth of an hour, as 0.20.

The product of the hour's SO, mass emisson rate in RT 310 and the unit operating
timein RT 300 would then give the actual SO, mass emitted during the partiad unit
operating hour: (2,075 Ibs/hr)(0. 20 hr) = 415 |bs. Thiswould then be added to the
products of the SO, mass emisson rates and the unit operating times for dl of the
other unit operating hours in the quarter and divided by 2,000 |bs/ton to determine the
quarterly SO, mass emissions (in tons) reported in RT 301.
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DAHS, Recor dkeeping, and Reporting Section 14

The quarterly CO, mass emissions and heat input should be reported and caculated in
an anaogous fashion (i.e., quantify the effects of partid unit operating hours only when
the cumulaive quarterly CO, mass emissions and heset input vaues for RT 301 are
determined).

Note: Thereisone exception to this. If the DAHS is programmed such thet it
performs the caculation of SO, mass or CO, mass on an hourly basis and entersthe
resultsinto the new, optiona data fields for SO, mass (RT 310, column 35) and CO,
mass (RT 330, column 33), then the quarterly cumulative mass of SO, or CO, emitted
is determined Ssmply by summing al of the reported RT 310/35 or 330/33 vaues for
the quarter.

See d 0 the "Fied Descriptions and Ingtructions' for columns 16, 26, 62, and 72
under "RT 301: Quarterly Cumulative Emissions Data (ARP)" inthe EDR v2.1
Reporting Ingructions.

References: § 75.64(d); EDR v2.1 Reporting Ingtructions
Key Words: Electronic report formats, Reporting
History: Firgt published in July 1995, Update #6; revised October 1996, Update #10; revised
in October 1999 Revised Manual
Question 14.37 REVISED
Topic: Reporting of Partid Hours
Question: Thereis a possble discrepancy between how utilities are reporting their SO,
emissons. There are two interpretations of what RT 310, column 18, "Average hourly
SO, mass emissions,” should contain. For example, assume a unit runs averaging 150
Ib per hour. The unit only runs ¥z hour. Should 150 Ib/hr or 75 Ib/hr be reported for
the SO, mass emissonsrate in RT 310, column 187
Answer: Report the 150 Ib/hr mass emission rate in column 18 of RT 310 and account for the
partid operating hour when caculating the quarterly cumulative mass of SO, emitted.
Alternatively, if the DAHS is programmed to caculate SO, mass on an hourly bass,
report the 150 Ib/hr emission rate in column 18 of RT 310 and report an hourly mass
emissonsvaue of 75 Ib (nat Ib/hr) in column 35 of RT 310. See dso the answer to
Question 14.36.
References: §75.64, RT 310
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Key Words: Data reduction, Electronic report formats
Higtory: Firgt published in November 1995, Update #7; revised in October 1999 Revised
Manudl

Question 14.38 REVISED

Topic: Reporting for Non-operating Affected Units

Question: If I submit an eectronic quarterly report for an existing shutdown unit which does not
yet have aPart 75 certified monitoring system, may | use an dternative certification
Satement?

Answer: An affected, non-retired unit which does not have certified CEM S because the unit

was shut down on the applicable certification deadline in 8 75.4 and has not operated
sgnceisclassfied asadeferred unit. Asof June 25, 1999 (the effective date of the
May 26, 1999 revisions to Part 75), the owner or operator of a deferred unit is not
required to submit quarterly emissions reports for the unit until it re-commences
commercial operation (see § 75.64(a)).

Refer ences: 8§ 75.64(a)
Key Words: Designated representative, Electronic report formats, Reporting

History: Firgt published in November 1995, Update #7; revised in October 1999 Revised
Manudl

Question 14.39 REVISED
Topic: Reporting -- Diluent Cap

Question: Revisonsto Appendix F of Part 75 adlow usto caculate NO, emission rate by
subdtituting a diluent cgp CO, concentration of 5.0% for boilers or 1.0% for turbines
or an O, diluent cap concentration of 14.0% for boilers or 19.0% for turbines for a
messured CEM reading whenever the diluent concentration is below 5.0% CO, for
boilers or 1.0% for turbines or above 14.0% O, for boilers or 19.0% for turbines.
May we use this diluent cgp only in cdculaing the NO, emisson rate in It/mmBtu (RT
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Answer:

Refer ences:
Key Words:

Higtory:

Question 14.40
Topic:

Question:

Answer:

320), and then use the actua measured CO, concentration for caculating heat input
and CO, mass emissions?

Y es, when the diluent cap is used for NO, emission rate, you may use the actud
measured CO, concentration for heat input rate and CO, mass emission rate
caculations, because the diluent cap may only be used when a quaity-assured diluent
gas reading has been obtained. The reverseisdso true (i.e., if you use the diluent cap
vaue for hest input rate and CO, mass caculations, you need not useit to calculate
NO, emisson rate). Note, however, that for aparticular hour, in which both the heat
input rate and CO, mass emission rate are determined usng CEMS, if the diluent cap
is used to calculate one of these parameters, it must dso be used to calculate the other.
(Seedso Section 111.B.(3) of the EDR v2.1 Reporting Ingtructions, entitled "RT 202:
CO, Concentration Data (ARP).")

Appendix F, Sections4.1,4.4.1,5.2.1,5.2.2,5.2.3,5.2.4
Diluent monitors, Reporting

Firgt published in November 1995, Update #7; revised in October 1999 Revised
Manudl

REVISED

Reporting -- Diluent Cap

Revisonsto Appendix F of Part 75 alow usto caculate NO, emission rate by
subdtituting a diluent cgp CO, concentration of 5.0% for boilers or 1.0% for turbines
or an O, diluent cap concentration of 14.0% for boilers or 19.0% for turbines for a
messured CEM reading whenever the diluent concentration is below 5.0% CO, for
boilers or 1.0% for turbines or above 14.0% O, for boilers or 19.0% for turbines.

Are hours when the diluent cap value is subgtituted for a CEM vaue considered
missing data, resulting in lower percent monitor data availability for NO, emisson rate?

No. You may only use the diluent cgp during periods when the diluent monitor is
measuring vaid, quaity-assured data. Therefore, as with any hours of valid, quality-
assured data, these hours count as quality-assured data to go in the lookback period
for substitute data and they count as quality-assured hours for purposes of caculating
availability. If the diluent monitor is not measuring valid, quality-assured data, use the
missing data procedures in subpart D of Part 75 (8§ 75.31 or § 75.33 for NO,,

§ 75.31 or § 75.35 for CO,, and § 75.36 for hest input rate).

Page 14-20
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References: 88 75.31, 75.33, 75.35, and 75.36; Appendix F, Sections 4.1, 4.4.1,5.2.1,5.2.2,
523,524,535
Key Words: Diluent monitors, Missing data, Reporting
History: First published in November 1995, Update #7; revised in October 1999 Revised
Manud
Question 14.41 REVISED
Topic: Reporting -- Diluent Cap
Question: Revisonsto Appendix F of Part 75 alow usto cdculate NO, emisson rate by
subdtituting a diluent cgp CO, concentration of 5.0% for boilers or 1.0% for turbines
or an O, diluent cap concentration of 14.0% for boilers or 19.0% for turbinesfor a
measured CEM reading whenever the diluent concentration is below 5.0% CO, for
boilers or 1.0% for turbines or above 14.0% O, for boilers or 19.0% for turbines.
What should be the method of determination code in RT 320 for aNO, system when
the diluent cap is used? What should be the method of determination codein RT 202
for CO, concentration and for RT 330 for CO, mass emissons?
Answer: Use amethod of determination code (MODC) of "14" in RT 320 (for NO,). This

code indicates an hour in which the NO, emisson rate was calculated using measured
NO, concentration (RT 201) and the diluent cap. Regarding the appropriate reporting
in RTs 202 and 330 when the diluent cap is used, it depends upon which EDR version
is being used, as indicated below:

For EDR v1.3: The EPA prefersthat utilities report the actua monitor reading for
cdculating CO, mass emissons and heet input rather than adiluent cap value. For
these hours in which the actua vaues are used, the MODC in RT 202 would be "01"
or "02". If thediluent cap isused for reporting the CO, concentration in RT 202, then
usethe MODC of "14" in RT 202. Leave the method of determination code blank for
RT 330 (for CO, mass emissons). Note that you should fill in the method of
determination code in RT 330 only when using Appendix G missing data procedures.
Note that reporting in EDR v1.3 will no longer alowed after April 1, 2000. Verson
2.1 must be used on and after that date.

For EDR v2.1: When the diluent cap vaue is used to determine CO, mass emissons,
aways report the actua measured CO, concentration in RT 202, using an gppropriate
MODC (i.e, 01, 02, 03, or 04). Do not report aMODC of 14 in RT 202. Instead,
indicate by meansof a"Y" flag in column 43 of RT 330 that the diluent cgp vaueis
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Refer ences:

Key Words:

History:

Question 14.42

Question 14.43

Question 14.44
Topic:

Question:

Answer:

being used to calculate CO, mass emissions for the hour. (See aso Section 111.B.(20),
entitted "RT 320: NO, Emission Rate Datd' and Section 111.B.(3), entitled "RT 202:
CO, Concentration Data (ARP)" in the EDR v2.1 Reporting Ingtructions). The use of
EDR v2.1 is mandatory, beginning on April 1, 2000.

Appendix F, Sections4.1,4.4.1,5.2.1,5.2.2,5.2.3,5.24

Diluent monitors, Reporting

First published in November 1995, Update #7; revised in October 1999 Revised
Manud

RETIRED

RETIRED

CO, Emisson Reporting

Confirm the following assumptions regarding CO, emission reporting for gas and oil-
fired units

(1) If Equation G-4 isused for ail, report CO, dueto ail intong/day in RT 331.

(2) If Equation G-4 is used for gas, report CO, dueto gasin tonghr in RT 330.

(3) If Equation G-1 isused for gas and ail, report CO, tota (gastail) in RT 331.

(1) Equation G-4 may only be used for gas-fired units as defined in § 72.2. Qil-fired
units usng fud sampling and andysis to determine CO, mass emissons should use
Equation G-1 and report daily in RT 331.

(2) GasHfired unitsusing Eq. G-4. A gasired unit usng Equation G-4 to provide

hourly CO, mass emissons based upon hest input should report in RT 330. This
will be true whether the gas-fired unit is combusting oil or gas.
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References:
Key Words:

Higtory:

Question 14.45

Question 14.46
Topic:

Question:

Answer:

Refer ences:
Key Words:

History:

(3) Unitsusing Appendix G (Eg. G-1) all thetime. A unit usng Equation G-1 of
Appendix G to determine CO, mass emissons by fue sampling and andyss
should report daily in RT 331. Thiswill be true no matter what fue is combusted.
If the unit combusts more than one fuel in aday, determine the totd CO, mass
emissons for the day from dl fuds and report thisin RT 331

§72.2, 8 75.54(€)(2), 8 75.57(€)(2); Appendix G, Section 2
CO, monitoring, Electronic report formats, Gas-fired units

Firg published in November 1995, Update #7

RETIRED

REVISED
Reporting Heet Input -- Multiplication by Operating Time and Fuel Usage Time

For Appendix E recordkesping, do we multiply the fuel usage time by the hourly hest
input rate to determine tota hourly heat input prior to reading off of the NO,
correlation curve?

For Appendix E, use the unfactored heat input rate to determine the NO, emisson rate
aong the NO,/hest input correlation curve. If you burn multiple fuelsin an hour, then
usethetota heat input for each fud for the hour (heat input rate multiplied by fud
usage time) in calculating the average NO, emisson rate for the unit for the hour (see
Equation E-2). See adso theindructions for RTs 323, 324, and 325 in Sections
111.B.(23), (24), and (25) of the EDR v2.1 Reporting Instructions.

Appendix E, Sections 3.3.4, 2.4.1, and 2.4.3
Excepted methods, Heat input, NO, monitoring, Reporting

First published in November 1995, Update #7; revised in October 1999 Revised
Manua

Acid Rain Program Policy Manual -- March 28, 2000 Page 14-23



DAHS, Recor dkeeping, and Reporting Section 14

Question 14.47 REVISED

Topic:

Question:

Answer:

References:
Key Words:

Higtory:

Reporting Heet Input -- Multiplication by Operating Time and Fuel Usage Time

When reporting heat input on an hourly basisin RT 300, do we report the unfactored
heet input rate, or the factored total heat input (heat input rate multiplied by unit
operating time)? Please reply dso for Appendix D sources, during single and dud fuel
hours.

In RT 300, column 36, report the unfactored heet input rate in mmBtwhr. Consder
the unit operating time only when calculating the cumulative hest input for the quarter.
To cdculate cumulative quarterly heat input, multiply each hourly heat input rate in RT
300, column 36 by the corresponding unit operating time in RT 300, column 18, and
then take the sum of these products. Note that there is one exception to this. If the
DAHS s programmed to caculate heat input (in mmBtu) on an hourly bas's, you may
report both heat input rate (column 36) and the heet input (column 57) for the hour in
RT 300. If you report heat input in RT 300/57, smply sum these hourly values at the
end of the quarter to obtain the cumulative quarterly hest input.

For an Appendix D source, during asingle fud hour, the heat input rate in RT 302/45
or RT 303/45 should be the same as the heat input rate in RT 300/36 for the hour.
The fud usagetimein RT 302/52 or RT 303/52 should be identica to the unit
operating timein RT 300/18.

For an Appendix D source, during amultiple fud hour, it will be necessary to
determine an average heet input rate for the hour. This requires multiplying the heeat
input rate in RT 302/45 or 303/45 by the corresponding fud usage timein RT 302/52
or RT 303/52 for a given fud, to obtain the hourly heat input for the fud. Then add the
individud hourly hest inputs from each fudl and divide this sum by the unit operating
timein RT 300/18 to get the unit heat input rate to enter into RT 300/36. See dso
Section I11.B.(11), entitled "RT 300: Unit Operating Parameters' inthe EDR v2.1
Reporting Ingructions.

8§ 75.57(b), § 75.58(c), § 75.64; Appendix D
Electronic report formats, Excepted methods, Heat input

Firgt published in November 1995, Update #7; revised in October 1999 Revised
Manudl
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Question 14.48 REVISED
Topic: Appendix E -- Monitoring Plan, RT 520 Requirements

Question: Have the formula verification requirements for Appendix E certification changed under
the May 26, 1999 revisonsto Part 75?

Answer: Yes. Appendix E formulas are no longer required in an Appendix E certification
goplication. The required Appendix E formula verification procedure is described in
item (4) of Question 26.5. Note that when you begin reporting datain EDR v2.1, you
must report multiple RTs 560, to define the NO, corrdlation curve segments. (See
aso Section 111.C.(20) of the EDR v2.1 Reporting Ingtructions, entitled "RT 560:
Monitoring System Recertification, Maintenance, or Other Events.)

References: Appendix E, Section 3
Key Words: Excepted methods, Monitoring plan, NO, monitoring

History: First published in November 1995, Update #7; revised in October 1999 Revised
Manud

Question 14.49 REVISED

Topic: Appendix D Reporting -- Method of Determination Codes

Question: For RT 302 (field garting in column 31), code "3" isindicated as being for maximum
fud flow rate. Isthisthe maximum observed or maximum potentid flow raie? For
consgstency with subtitution it would be the maximum observed. s this correct?

Answer: No. Usecode"3" for the maximum potentid flow rate. If you are reporting the
maximum fud flow rate in aload range (for multiple fud hours), usecode"1." Thisis
the code for substitute data. (See dso Section 111.B.(13) in the EDR v2.1 Reporting
Ingtructions, entitled "RT 302: Oil Fud Flow™.)

References: Appendix D, Section 2.4.2

Key Words: Electronic report formats, Excepted methods, Reporting

History: First published in November 1995, Update #7; revised in October 1999 Revised
Manua
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Question 14.50

Question 14.51
Topic:

Question:

Answer:

References:
Key Words:

History:

Question 14.52
Topic:

Question:

RETIRED

REVISED
Electronic Reports -- Editing Data

Please clarify various Agency references to editing negative emisson vaues that may
be recorded. Under startup and shutdown conditions, the recording of negative
emisson vauesis possble, but reporting of negative vauesis not permitted by the
Agency. Can the negative emission values manually be changed to zero?

In genera, when negative emissions or percent moisture values are recorded during
gartup and shutdown you may replace them manually with zeros. When you replace a
negative value with zero, you must aso report MODC 21" for the affected gas
concentration (except for CO,), percent moisture, and, if applicable, NO, emisson
rate in the appropriate EDR record types (RTs 200, 201, 212, and 320). MODC
"21" may be manudly entered.

For negative CO, vaues recorded during startup and shutdown, replace these with the
diluent cap value ingtead of zero, to avoid reporting heet input rates of zero while the
unit is operating. For afurther discussion, see Section 11.C.(3)(a)(2) of the EDR v2.1
Reporting Ingructions, entitled "Data Entered or Edited Manudly.”

EDR v2.1 Reporting Ingtructions

Data reduction, Electronic report formats, Reporting

First published in November 1995, Update #7; revised in October 1999 Revised
Manua

REVISED
Electronic Report Formats -- Multiple Fuds
In RT 302 (and 303), would the Single/Multiple Fuel flag be"M" if one type of gas

and one type of oil were combusted, or is"M" to indicate that more than one type of
gas (or oil) was combusted?
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Answer:

References:
Key Words:

History:

Question 14.53
Topic:

Question:

Answer:

References:
Key Words:

Higtory:

If more than one type of fud (for example, oil and gas, or diesd oil and residud ail) is
combusted during an hour, then "M" must be entered in RT 302, column 89 and/or RT
303, column 59. Thisinformation is hecessary to implement Appendix D fud
flowmeter missing data procedures which require alook back to sngle-fud hoursto fill
in for missing data when one fud is combusted and alook back to multiple fue hours
when multiple fuels are combusted. See aso Section 111.B.(13), inthe EDR v2.1
Reporting Ingructions, entitied "RT 302: Oil Fue How" and Section 111.B.(14),
entitled "RT 303: Gas Fued Flow."

8§ 75.64; Appendix D, Sections 2.4.2.2 and 2.4.2.3; EDR v2.1
Electronic report formats, Missng data

First published in November 1995, Update #7; revised in October 1999 Revised
Manud

REVISED

Fud Usage Reporting

If gasisburned for the first 20 minutes of an hour and oil and gas are co-fired for the
remaining 40 minutes, are the fuel usage times for gas and ail reported as"1.00" and "
0.67", respectively, even though the fuel usage times do not add up to 1.00?

Yes. Seedso Section 111.B.(13) of the EDR v2.1 Reporting Ingtructions, entitled "RT
302: QOil Fud FHow" and Section 111.B.(14), entitled "RT 303: Gas Fuel Fow."

§75.64
Data reduction, Reporting

Firgt published in November 1995, Update #7; revised in October 1999 Revised
Manudl
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Question 14.54
Topic:

Question:

Answer:

References:
Key Words:

Higtory:

Question 14.55

Question 14.56

Question 14.57

REVISED
Monitoring Plans -- Electronic Submission

Our undergtanding is that the entire monitoring plan must be submitted in each
electronic quarterly report. Does this mean that the monitoring plansfor dl unitsat a
plant, regardless of association with each other, must be submitted in asingle EDR file?
For ingance, if a plant has acommon stack CS12 for units 1 and 2, asingle stack unit
3, and multiple stacks MSAA and MS4B for unit 4, should dl of these monitoring plan
records be reported in the same datafile? If so, what is the sort order?

No. The monitoring plan records for dl of these units should NOT be in the same data
file. Include only the complete monitoring plan deta records for the gppropriate unit(s)
in the one quarterly data file submitted for that (those) unit(s). Inthe example, the
utility would submit one file which would include al of the gppropriate datafor CS12,
unit 1, and unit 2, including the hourly records, monitoring plan records, and quaity
assurance records in the standard record type order. A separate file would be
submitted for unit 3. An additiona separate file would be submitted which includes all
of the appropriate datafor MSAA, M3AB, and unit 4. See aso Section 11.B.(2) of the
EDR v2.1 Reporting Ingructions, entitled "File Content.”

§75.64
Monitoring plan, Reporting

Firg published in November 1995, Update #7; revised in October 1999 Revised
Manudl

RETIRED

RETIRED

RETIRED
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Question 14.58 REVISED
Topic: Electronic Report Formats -- CO, Performance Specifications

Question: Alternative Performance Specification Flag - RTs 230, 600 and 602. A unit is not
considered alow emitter of SO, or NO, under Section 2.3.1.2(¢e) or (f) of Appendix
B; however, it does use the aternative CO, cdculation for daily cdibration error and
7-day cdibration error tests, and linearity tests. Should the"1" or "0" flag be used?

Answer: For daily and 7-day cdlibration error tests of a CO, monitor, thereis actualy no
dternative performance specification. Section 3.1 of Appendix A to Part 75 specifies
that the calibration error of a CO, monitor isalways expressed in percent CO,, rather
than as a percentage of gpan. Thisis consdered to be the norma calibration error
specification and should have a"0" flag in RT 230 and 600. The dternate specification
flag in these record types applies only to SO, and NO, pollutant concentration
monitors at facilities that are low emitters, under Section 2.3.1.2(¢) or (f) of Appendix
B, of those pollutants.

Regarding linearity tests, however, Section 3.2 of Appendix A clearly identifies both a
norma and an aternative performance specification for CO, monitors. The dterndive
Specification isavailable to all sources, regardless of their emission levels, and may be
used at any of thethreeleves (L, M, or H) of the linearity test. If the normal linearity
specification (5% of the reference vaue) is used, then report 20" flag in RT 602. If
the aternative specification (absolute vaue of R-A # 0.5 % CO,) is used, report a"1"
flag in RT 602.

See dso Section 111.B.(8) of the EDR v2.1 Reporting Instructions, entitled "RT 230:
Dally Cdibration Test Data and Results’ and Section I11.D.(1), entitled "RT 600: 7-
Day Calibration Error Test Data and Results."

References: Appendix A, Sections 3.1 and 3.2; Appendix B, Sections 2.3.1.2(e) and (f)

Key Words: Cadlibration error, CO, monitoring, Electronic report formats, Linearity
History: First published in November 1995, Update #7; revised in October 1999 Revised
Manudl

Question 14.59 RETIRED
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Question 14.60 REVISED

Topic: Reporting a Bias Adjustment Factor for CO, Monitoring

Question: The regulations do not require a bias test for the CO, monitoring system. Section
75.59(a)(5)(ii)(G) statesto report a bias adjustment factor of *1.000 for any
monitoring System that passed the biastest.” Isit correct to report a bias adjustment
factor (BAF) of 1.000 in RT 611 for the CO, monitoring system, even though a bias
test was not performed?

Answer: Yes. Report aBAF of 1.000 in RT 611, column 111 for the CO, monitoring system.
Seeds0 Section 111.D.(6) in the EDR v2.1 Reporting Ingructions, entitled "RT 611:
RATA and Bias Test Results.”

References: 8 75.59(a)(5)(ii)(G)

Key Words: Bias, CO, monitoring, Electronic report formats

History: First published in November 1995, Update #7; revised in October 1999 Revised
Manud

Question 14.61 REVISED

Topic: When to Submit RT 550 (Reasons for Missing Data Periods)

Question: When should RT 550 be submitted?

Answer: RT 550 was origindly crested to dlow dectronic submisson of a portion of the
compliance certification requirement at § 75.64(c), which required submittal of the™...
measures taken to cure the causes for the missing data periods.” However, the May
26, 1999 revisons to Part 75 removed this requirement from therule. Therefore,
submittal of this record typeis optiond.

References: 8 75.64(a)(2)(vi), 8 75.64(c)

Key Words: Missing Data, Reporting

History: First published in November 1995, Update #7; revised in October 1999 Revised
Manua
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Question 14.62 REVISED
Topic: Ordering of RT 550
Question: How should we order RTs 5507 We would prefer to print al RTs 550 for agiven
parameter, then move on to the next parameter. This would mean a record
ordering by parameter, then by date/time.

Answer: The proposed ordering by parameter is acceptable.

References: §75.64; EDRv2.1

Key Words: Electronic report formats, Monitoring plan
History: First published in November 1995, Update #7; revised in October 1999 Revised
Manudl

Question 14.63 REVISED
Topic: RT 550 Reason Codes

Question: Adding the new reason codes for downtime for RT 550 can be donein avariety of
ways. Will it be okay to include this andysis and provision to enter reasonsin
software which is run at the end of each quarter? In other words, can the current regl
time database design be left one?

Answer: It is not necessary to have this information eectronically as part of the red time
database. For example, theinformation in RT 550 may be generated in another
software program and then merged into the quarterly report at the end of the quarter.
In the event of a gte vigt, missng data reasons should be available in some form (e.g.,
CEM log, maintenance log, hardcopy).

References: § 75.64; EDRv1.3
Key Words: Electronic report formats, Missng data, Reporting

History: Firg published in November 1995, Update #7
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Question 14.64
Topic:

Question:

Answer:

References:

Key Words:

Higtory:

Question 14.65

Topic:

Question:

Answer:

References:

Effect of Off-line Hours on RTs 550

Previoudy, EPA has provided guidance indicating that if aunit were down for afew
hours in the middle of a missing data event, the period should be treated asasingle
missing data gap (and the offline hours should not be included in the determination of
the gap length). In agtuation like this, should only one RT 550 record be created to
represent the missing deta gap that happened to include a number of hoursin which the
unit was not operating, or should multiple records be crested?

Create only one RT 550 record, so long as the missing data gap does not extend into
the next calendar quarter. If the missng data gap does extend into the next calendar
quarter, then follow the procedures described in Policy Manua Question 14.66.

§75.64; EDR v2.1
Electronic report formats, Missng data, Reporting

Firg published in November 1995, Update #7

REVISED

Effect of Overlapping Missing Data on RTs 550

If CO, databecomesinvdid at time"0," RTs 550 for the affected CO, and NO,-
diluent monitoring systems would have to be created. If a time"1" later (while CO, is
dill invdid), data from the NO, analyzer becomesinvdid, should another RT 550 be
created for the NO,-diluent sysem? If so, would the end time of the first NO, record
be equd to the hour the CO, data became vaid, and would the end time of the second
NO, record be equal to the hour the NO, (ppm) data became vdid?

No. Createjust one RT 550 for the NO,-diluent system and report one RT 550 for
the CO, system. The NO, missng data period extends from time "0" (when the CO,
monitor data becomes invaid) until both NO, and CO, again becomevdid. The
reason for the NO, missing data period should describe the event that initially caused
the NO, Ib/mmBtu data to be invdidated.

§75.64; EDRv2.1
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Key Words: Electronic report formats, Missng deata, Reporting

Higtory: Firgt published in November 1995, Update #7; revised in October 1999 Revised
Manudl

Question 14.66 REVISED

Topic: Effect of a Quarter Boundary on RTs 550

Question: Previoudy there was detailed guidance provided on how to run missing datafor an
event that overlaps a quarter boundary. Should RT 550 records be treated in asmilar
manner? Three options seem reasonable: (1) asingle RT 550 is reported with actua
begin and end times (when would it be reported?); (2) one RT 550 is reported with
actual begin and quarter end times, followed by another RT 550 (reported next
quarter) with quarter begin time and actua end time; or (3) one RT 550 is reported
with actual begin and quarter end times, followed by another RT 550 (reported next
quarter) with actua begin time and actud end time. What treatment would be
appropriate?

Answer: The second option. Report one RT 550 with the actua beginning time of the missing
data period and the quarter end time. Then in the next quarter, report another RT 550
with the beginning time for the quarter and the actud end time of the missing data
period.

References: §75.64; EDR V2.1

Key Words: Electronic report formats, Missing data, Reporting

History: First published in November 1995, Update #7; revised in October 1999 Revised
Manudl

Question 14.67 RETIRED
Question 14.68 RETIRED
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Question 14.69
Topic:

Question:

Answer:

References:
Key Words:

History:

Question 14.70

Question 14.71

Question 14.72
Topic:

Question:

Answer:

RT 550 End Time

If hours 01:00 and 02:00 are missing some piece of data (eg., SO, ppm), it seems
obvious that the Begin Hour fied (column 23) of the RT 550 should be "01." Should
the End Hour field (column 31) be"02" representing the last bad hour, or "03"
representing the first good hour?

Report the End Hour field as"02," the last hour of the missing data period.

§75.64; EDR v2.1
Electronic report formats, Missing data, Reporting

Firgt published in November 1995, Update #7

RETIRED

RETIRED

Minimum Data Acquistion and Handling System Requirements

What are the minimum requirements for a Data Acquisition and Handling System,
particularly for Appendix D and/or E units?

The Data Acquisition and Handling System (DAHS) must dectronicaly capture data,
perform calculations, and produce eectronic reports in the Electronic Data Reporting
(EDR) format, as specified in Appendix A, Section 4. Note that a DAHS may have
more than one component, as long as the multiple components are identified in the
monitoring plan.
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References:
Key Words:

History:

Question 14.73
Topic:

Question:

Answer:

Refer ences:

For Appendix D and/or E units, the DAHS system can be very smple. For example,
the utility may have amultiple component DAHS, where the first component isa
smple recording device which dectronicaly captures the data from the fue flow meter,
and the second component is acommercially available spreadshest program run on a
PC with asmdl number of customized programming commands within the spreadshest
program to asss in the report generation. Because the fuel sampling and analysis deta
(% sulfur, GCV) is manudly captured, it may be manudly entered into the

Soreadshest. The spreadsheet would then be customized to perform formula and
missing data caculations (see Question 14.73), and to produce the ASCI| flat file
gpecified by the EDR format. The utility could then use the EPA developed software
program, ETS-PC, to ensure that the quarterly report files are in the correct EDR
format.

Appendix A, Section 4
DAHS, Excepted methods

First published in November 1995, Update #7

REVISED
Data Acquisition and Handling System -- Minimum Requirements for Missing Data

Are there any exceptions to the minimum requirements for a Data Acquisition and
Handling System, particularly for Appendix D and/or E units?

Yes. Asdescribed in Question 14.72, an Appendix D and/or E unit could usea
smple DAHS, conggting primarily of acommercidly available soreadshest. However,
EPA recognizes that the missing data calculations may be difficult to program within a
spreadsheet environment. Therefore, for peaking units (as defined in § 72.2) using
Appendix D and/or Appendix E, EPA will consder petitions (which may be submitted
with the certification or recertification application) to use maximum potentid fud flow
rate instead of following the load based missing data procedures outlined in therule. In
the monitoring plan with the petition, in RT 507, provide capacity factor information for
three cdendar years to demondrate that the unit meets the definition of a pesking unit
in§722.

For dl parameters other than fud flow rate, use the missing data procedures specified
in Part 75. For additiona guidance see Questions 15.12 and 15.19.

Appendix A, Section 4
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Key Words:

History:

Question 14.74

Question 14.75

Topic:

Question:

Answer:

DAHS, Excepted methods, Missing data

Firgt published in November 1995, Update #7; revised in October 1999 Revised
Manudl

RETIRED

Vdidation of Stored Data during DAHS Downtime

Data Acquistion and Handling Systems (DAHS) are often made up of multiple
components such as a Programmable Logic Controller (PLC), which does limited data
processing and short term data storage, and a PC, which does more complete data
processing and long term data Storage. Because of this, it may be possible to collect
and store raw data during a DAHS downtime and compl ete the processing of that data
when the complete DAHS is running again. For example, this might occur during the
ingtalation of upgraded software or when a PC crashes. May we collect and store
raw datain a component such as a PLC during a DAHS downtime and then complete
processing of the data when the complete DAHS system is operating again? If so,
would our data be consdered vdid if the reason for the DAHS downtime is a change
to the DAHS that requires recertification?

Yes. Itisacceptableto store raw data during a period when the complete DAHS is
not available (.., during indalation and DAHS verification testing for a new software
verson or when the DAHS PC crashes) and later complete processing of that datain
the DAHS and report that data as valid during the entire time that the DAHS was
unavailable, aslong asthe raw data (including any necessary qudity assurance data)
are:

(1) Quality-assured based on dl other applicable criteria (e.q., daly cdibration has
been passed);

(2) Stored eectronicdly in acomponent (e.q., PLC, datalogger) that isidentified in
the data pathway diagram (in the monitoring plan) of a certified system; and

(3) Captured, stored, and transferred electronically.
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If the software is being upgraded, but the data storage component is not affected, data
may be collected and stored in the storage component while the missng data and
formula verification tests are run on the software. Aslong as those tests are passed,
the data collected and stored in the storage component may be processed by the
newly certified DAHS component and may be considered vaid. Please note,
however, that if the storage component (e.g., PLC, datalogger) is aso being modified
or replaced, data may not be stored on the new or modified component until after the
recertification tests are completed.

References: § 75.10(a)
Key Words: DAHS, Recetification
History: First published in March 1996, Update #8

Question 14.76 RETIRED

Question 14.77 RETIRED

Question 14.78 RETIRED

Question 14.79 RETIRED

Question 14.80 REVISED

Topic: Reporting during Gas-only Hours
Question: EPA hasrevised § 75.11(e) to dlow the reporting of SO, concentration from an SO,

CEMS during hours when the unit is combusting only gas. The revised rule requires
reporting of adefault vaue of 2.0 ppm whenever the SO, hourly average vdue
recorded by the CEMSislessthan 2.0 ppm. How is reporting to be implemented in
RTs 200 and 3107 Should the 2.0 ppm be reported as an unadjusted vaue directly
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from the monitor or as a bias-adjusted value? Isthere a different method of
determination code for hours when the 2.0 ppm default value is reported?

Answer: Report the default value only when the bias-adjusted hourly average SO,
concentration islessthan 2.0 ppm. Leave the unadjusted SO, concentration in column
29 of RT 200 blank when the default is reported. Report the 2.0 ppm vaue as the
bias-adjusted SO, concentration in column 35 of RT 200. Use a method of
determination code of "16" when the 2.0 ppm default value isreported. See dso
Section 111.B.(1) of the EDR v2.1 Reporting Ingtructions, entitled "RT 200: SO,
Concentration Data (ARP)" and Section 111.B.(17), entitled "RT 310: SO, Mass
Emissons Data (ARP)."

Refer ences: §75.11(e)

Key Words: Electronic data reporting, Gas-only hours, SO, monitoring

History: Firgt published in October 1996, Update #10; revised in October 1999 Revised
Manudl

Question 14.81 REVISED

Topic: Cdculation of Hesat Input Rate

Question: Should we use bias-adjusted flow ratesto calculate and report heat input ratein RT
3007?

Answer: Yes. Usethe bias-adjusted flow rate when caculating heat input rate usng equations
F-15, F-16, F-17, and F-18. Report that heat input rate value in RT 300 for each
hour. EPA consders the bias-adjusted vaues to be the officid vaues for determining
compliance for emissons and heet input under the Acid Rain Program. See dso
Section 111.B.(11) of the EDR v2.1 Reporting Ingructions, entitled "RT 300: Unit
Operating Parameters.”

References: Appendix F, Section 5.2

Key Words: Bias adjustment factor, Caculations, Heat input

History: First published in October 1996, Update #10; revised in October 1999 Revised
Manudl
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Question 14.82 REVISED
Topic: Cdculation of Quarterly and Annua NO, Emisson Rates

Question: According to Equations F-9 and F-10 of Part 75, quarterly and annual NO, emisson
rates should be calculated as a Sraight arithmetic average (i.e., the hourly NO,
emisson rates should be summed and divided by the number of hourly NO, emission
rates during the quarter or the year, and should not be weighted by unit operating
time). According to other EPA guidance, it gppears that the quarterly and annua NO,
emission rates should be caculated as atime-weighted average (i.e., the product of the
hourly NO, emission rates and the hourly operating time should be summed and
divided by the total hourly operating time). Which method is correct?

Answer: The correct method isto ca culate the quarterly or annua average NO, emission rate
asadraight arithmetic average usng Equations F-9 and F-10. Thisis the method that
EPA will use to determine compliance with Part 76 NO, emisson limits This
supersedes al previous Agency guidance to the contrary. See also Section 111.B.(12)
of the EDR v2.1 Reporting Indructions, entitted "RT 301: Quarterly Cumulative
Emissions Data (ARP)."

References: Appendix F, Section 3

Key Words: NO, emission rates, Reporting

History: First published in October 1996, Update #10; revised in October 1999 Revised
Manud

Question 14.83 RETIRED

Question 14.84 REVISED
Topic: Quadity Assurance RATA Natification

uestion: S s Clean Air Markets Divison alowing awaiver from the requirement in
Questi Is EPA's Clean Air Markets Division dlowing wver f he requi i
§ 75.61 to notify ARD of the date of periodic quality assurance RATAS?

Answer: Yes. Effective February 28, 1997, the Clean Air Markets Division hasissued a
waiver from the requirement to notify the Administrator (or Administrator's delegatee,
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ARD) of the date of periodic relative accuracy testing under 8§ 75.61(a)(5). This
waiver shdl continue until the Agency issues guidance otherwise. This policy does not
walive the requirement to notify the Administrator for certification/recertification RATA
tegting.

Note that the requirements to notify EPA Regiond Offices or State or local agencies
remain in effect, unless those respective agencies dso issue awaiver.

Refer ences: §75.21(e), 8 75.61(a)(5)

Key Words: Notice, RATAs

History: Firg published in March 1997, Update #11; revised in October 1999 Revised Manua

Question 14.85

Topic: Rule Revison -- Impact on Certification Testing Software

Question: Arethe Part 75 revisons expected to impact software certification testing software
such as DCAS?

Answer: DCAS isdesgned for EDR v1.3 and the old rule. Thus, DCAS cannot be used to
completely perform EDR v2.1 DAHS verification Snce the missing data subroutines
for CO,, heat input, NO, concentration, and moisture are different from the old rule.

References: N/A

Key Words: DCAS

History: Firgt published in October 1999 Revised Manua

Question 14.86

Topic: Update to DCAS

Question: Isthere any plan in the works to update or revise the DCAS or any other CEMS
software certification (verification testing) programs, tool or related testing
requirements?
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Answer: Thereisno plan a thistime to update DCAS. Upon converting to EDR v2.1, owners
or operators (or their software vendors) must devise tests to check that the missing
data dgorithms are functioning properly. Likewise, checks must be made to ensure
that proper equations are used to compute hourly averages for SO,, NO,, CO,, heat
input, and moisture for each formula submitted in RT 520. The Designated
Representative (DR) or AAR must submit the following certification Statements either
in RT 910 or in hardcopy with the first quarterly report submitted in EDR v2.1 format:

Certification Statements:

| certify that the automated Data Acquisition and Handling System (DAHS)
component of each CEM system identified here was tested and that proper
computation of hourly averages for SO,, NO,, CO,, and heat input for each formula
submitted in RT 520 of the eectronic monitoring plan, according to the requirements of
40 CFR Part 75, was verified. The results of the verification tests for each formula
are available on-gte in aformat suitable for ingpection, as required by 40 CFR
75.20(c)(9) and 75.63(a) (2)(iii).

| certify that the automated Data Acquisition and Handling System (DAHS)
component of each CEM system identified here was tested and that proper
computation of the missing data substitution procedures was verified according to 40
CFR Part 75. The results of the verification tests for the missing deta routine are
available on-stein aformat suitable for ingpection, as required by 40 CFR
75.20(c)(9) and 75.63(8) (2)(iii)-

References: 8 75.20(c)(9), 8 75.63(a)(2)(ii)

Key Words: Certification tests, DCAS

History: First published in October 1999 Revised Manua
Question 14.87
Topic: DAHS Vendor/Plaform Change
Question: My question concerns DAHS vendor and platform change. We are currently planning

the change in late July and | wish to verify that DAHS verification and daily cdibration
are dl that will berequired. Also | could use some clarification on data overlap and
component and system ID change requirements.
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Answer: DAHS verificaion (which includes missng data and formula verification) and daily
cdibration are dl that will be required when you change the DAHS and platform.
Please see Questions 13.4 and 13.5 in regard to the data overlap and component and
system ID change requirements.

References: N/A

Key Words: DAHS

History: First published in October 1999 Revised Manua

Question 14.88

Topic: Equationsin RT 585 for Source Burning Two Types of Fud

Question: | operate aprimarily cod-fired unit that occasionaly burns natural gas and therefore
have identified two equationsin RT 520 (i.e., the standard F-1 equation and the F-23
equation (for naturd gas only hours)). Am | required to submit two RTs 585 (i.e., one
RT 585 for coa and CEMS and one RT 585 for naturd gas)? Or do | only submit
one RT 585, for cod? And what monitoring methodology should | report in column
14 of RT 5857

Answer: Submit two RTs 585 for the parameter code SO2, one for cod and one for natural
gas. Incolumn 14 of the RT 585 for cod, use a methodology code of "CEM," to
indicate that an SO, CEM is used when cod is burned. In column 14 of the RT 585
for naturd gas, use a methodology code of "F23," to indicate that you use Equation F-
23 to caculate SO, emissions when natura gasis combusted. Y ou must o report
two RTs 587 for this unit, one for cod (as the primary fuel) and one for natural gas (as
the secondary fud).

References: EDR v2.1, RTs 520, 585, and 587

Key Words: Electronic report formats, Reporting, SO, monitoring

History: Firgt published in October 1999 Revised Manua
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Question 14.89
Topic: Test Methods 2F, 2G, and 2H -- EDR Reporting Requirements
Question: If 1 use any of the new flow rate measurement methods (i.e., Methods 2F, 2G, and
2H) to perform flow monitor relative accuracy test audits (RATAS) under the Acid
Rain CEM rule, are there any specid recordkeeping and reporting requirements?
Answer: Yes. The recordkeegping requirements for each RATA run are found in

8§ 75.59(a)(7)(ii), paragraphs (A) through (T), and the recordkeeping requirements for
each traverse point of each RATA run arefound in § 75.59(8)(7)(iii), paragraphs (A)
through (M). Section 75.64(a)(2)(xiv) requires quarterly eectronic reporting of this
supplementary RATA support information for flow RATAs in which angular
compensation (for pitch and/or yaw angles) is used and for RATAs in which wall
effects adjustment factors are used.

To implement these reporting requirements, EPA has developed three new electronic
record types, RT 614, RT 615, and RT 616, in EDR v2.1. These new EDR record
types are to be reported adong with, and in support of, the summarized RATA results
in RTs 610 and 611. Record Type 614 contains run-level information, RT 615
contains traverse point-level information, and RT 616 provides RATA-level
information.

The reporting of RTs 614, 615, and 616 is not required until the data acquisition and
handling system (DAHS) has been upgraded from EDR v1.3to v2.1. The deadline
for upgrading to EDR v2.1 is April 1, 2000 but you may use EDR v2.1 as of January
1, 2000. If you choose to report in EDR v2.1 as of January 1, 2000, you must use
these record types. Therefore, for flow RATASs done prior to the DAHS upgrade,
only the gpplicable recordkeeping requirements under § 75.59(a)(7)(ii) or

8§ 75.59(a)(7)(iii) must be met and eectronic reporting of that information is not
required. Following the DAHS upgrade, for each flow RATA in which Method 2F,
2G, or 2H isused, report the gpplicable RATA support information in RTs 614, 615,
and 616 asfollows:

(1) Whenever Method 2F or 2G is used for the flow RATA, report one RT 614 for
each RATA run that is used in the rdaive accuracy cdculations. Additiondly,
report one RT 615 for each Method 1 traverse point in each of those test runs.
Report RTs 614 and 615 in this manner when Method 2F or 2G is used, whether
or not Method 2H is used to determine awall effects adjustment factor (WAF).

(2) Whenever regular Method 2 is used for the flow RATA and awadll effects
adjustment factor is determined by direct measurement, report RTs 614 and 615,
but only for the RATA run(s) used to derive awall effects adjustment factor.
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Report one RT 614 for each such run and one RT 615 for each Method 1
traverse point of each such run.

(3) Whenever regular Method 2 is used for the flow RATA and a default wal effects
adjustment factor is used, in accordance with Method 2H, report one RT 616 for
esch load levd a which the default WAF is gpplied.

References: §75.59, § 75.64; 40 CFR Part 60, Appendix A (RMs 2F, 2G, and 2H)
Key Words: Electronic reporting formats, Flow monitoring, Recordkeeping
History: First published in October 1999 Revised Manua
Question 14.90
Topic: Submissons of EDRv2.1
Question: When will ETS be able to accept submissonsin EDR v2.1?
Answer: ETSwill accept EDR v2.1 submissions beginning with submissons for the first quarter
2000; so submissions after April 1, 2000 may bein EDR v2.1 format. EDR v1.3
formats are aso acceptable for the first quarter in 2000.
References: N/A
Key Words: Electronic report formats
History: Firg published in March 2000, Update #12
Question 14.91
Topic: Monitoring Plan -- Hardcopy
Question: If we submit monitoring plans eectronicaly to States and Regions, must we still keep a
hardcopy on site?
Answer: A complete monitoring plan should be available on site for ingpection purposes. As
long as the plan can be printed out during an ingpection, it may be stored eectronicaly
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References:
Key Words:

History:

Question 14.92
Topic:

Question:

Answer:
References:
Key Words:

History:

Question 14.93
Topic:

Question:

Answer:

(see § 75.53(€)). The Monitoring Data Checking (MDC) software, which is available
from the Acid Rain Program web site, may be used to print out the monitoring plan. If
schematics or other parts of the plan are not available eectronicdly, they should be
kept on site in hardcopy.

8 75.53(¢)

Monitoring plan

First published in March 2000, Update #12

Reporting Use of Like Kind Replacement Monitors

For the use of like kind replacement (LK) monitors -- may | list the LK monitor in RT
510 every quarter instead of just the quarters | useit?

Yes.
EDRv2.1, RT 510
Electronic report formats

Firgt published in March 2000, Update #12

DAHS Upgrade and EDR v2.1

Must our DAHS upgrade be complete on April 1, 2000 or may we change over
during the second quarter?

Beginning on April 1, 2000, you must be able to collect dl of the required information
gpecified in EDR v2.1. Y ou must dso be able to generate a quarterly report in EDR
v2.1 format no later than July 30, 2000. All of the datain each dectronic quarterly
report must be in the same EDR verson. Consequently, EDR version upgrades in the
middle of a calendar quarter are prohibited.
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References: EDRv2.1

Key Words: Electronic report formats

History: Firg published in March 2000, Update #12

Question 14.94

Topic: EDR v2.1 Upgrade

Question: Assume | upgraded from EDR v1.3 to EDR v2.1 on February 1, 2000. Whendo |
start reporting data availability -- January 1, 2000 or February 1, 2000?

Answer: Youmay not upgrade to EDR v2.1 in the middle of a caendar quarter. All of the data
in each eectronic quarterly report must be in the same EDR verson. If you are unable
to record dl of the applicable data required under 88 75.57 through 75.59 as of
January 1, 2000, you must wait until the second quarter of 2000 to begin reporting in
v2.1. See Question 14.99 for information on data availability for moisture. For other
parameters, the data availability would not be affected by the upgrade from EDR v1.3
to EDR v2.1.

References: EDRv2.1

Key Words: Electronic report formats

History: Firg published in March 2000, Update #12

Question 14.95

Topic: Use of EDR v2.1 Fuel Sampling Codesin EDR v1.3 Submisson

Question: In the time between now and the EDR v2.1 upgrade, can | use EDR v2.1 fudl
sampling codes in my EDR v1.3 submissons?

Answer: No, you should use the code in EDR v1.3 that is most representative of the action.
Unlessit is specificaly dlowed by EPA guidance, do not submit any EDR v2.1 codes
in an EDR v1.3 submisson.
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Refer ences: EDRv1.3; EDRVv2.1

Key Words: Electronic report formats

History: Firg published in March 2000, Update #12
Question 14.96
Topic: DAHS Veificaion Following EDR Upgrade
Question: What are the DAHS verification requirements for upgrading from EDR v1.3 to v2.1?
Answer: Both formula verification and missng data routine verification are required. The

minimum requirements are as follows.

(1) Emission and hesat input rate formulas must be verified a each unit or sack
location. The results of these checks must be kept on-ste in aformat suitable for

ingoection.
(2) Missing dataroutines may be verified ether:

(i) By performing tests (e.., av2.1 equivdent of DCAS) at each location where
the software isingaled. If the developer of the software is able to perform
this testing for customers via network, rather than by visiting each individua
gte, thisis acceptable; or

(i) By ingdling a sandard software package which has been thoroughly tested by
the developer for conformance with the Part 75 missing data agorithms.

If Option (ii) above is chosen, the following additiond requirements apply:

(A) Themissng data software must be ingtaled a each location using the
same type of operating system on which the software was tested by the
developer;

(B) The developer must provide an officid statement to each user (eg., a
certificate or aletter from the gppropriate corporate officia) certifying that
the missing data software meets the requirements of Part 75; and

(C) Each user of the software must add a provision to the QA plan for the
monitoring systems (if such aprovison isnot aready in place) to examine
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the vaues subgtituted by the DAHS during missing deta periods for
"reasonableness’ (e.g., do the substituted values appear to be correct in
view of the percent monitor data availability (PMA) and the length of the
missing data period; do the substitute NO, and flow rate vaues change
when the load range changes during a missing deta period; are maximum
potentia values substituted when the PMA drops below 80.0%; etc.).
The QA plan mugt include a corrective action provison to resolve any
problems encountered with the missing data routines expeditioudy. If
correction of erroneous subgtitute data is found to have a "significant”
impact on the reported quarterly emissons or hest input (as defined in the
"Quarterly Report Review Process for Determining Find Annua Data™
see Appendix C of this Policy Manua), resubmittal of the affected
quarterly report(s) is required.

For both Options (i) and (ii), you must keep documentation of the tests performed
to verify the missing data routines and the test results on-gte in aformat suitable for

ingoection.

(3) Inthe dectronic quarterly report for the quarter in which you upgrade to EDR
v2.1, you mugt include the following certification statements (as gpplicable) in RT
910 of the quarterly report file:

| certify that the automated Data Acquisition and Handling System (DAHS) component of
each CEM system was tested and that proper computation of hourly averages for SO,, NO,,
CO,, and heat input rate for each formula submitted in the monitoring plan, according to the
requirements of 40 CFR Part 75, was verified.

| certify that the automated Data Acquisition and Handling System (DAHS) component of
each CEM system was tested and that proper computation of the missing data substitution
procedures was verified according to 40 CFR Part 75.

| certify that the automated data acquisition and handling system (DAHS) component of each
Appendix D system was tested, and that the DAHS correctly identifies any datathat is
generated using the missing dataroutines. In addition, | believe that the DAHS performs
missing data substitution procedures set forth in Appendix D of Part 75 and clarified by EPA
guidance.

| certify that the automated data acquisition and handling system (DAHS) component of the
Appendix E system was tested, and that the DAHS correctly identifies any datathat is
generated using the missing dataroutines. In addition, | believe that the DAHS performs
missing data substitution procedures set forth in Appendix E of Part 75 and clarified by EPA
guidance.

Refer ences: EDRv2.1
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Key Words: DAHS
History: Firg published in March 2000, Update #12
Question 14.97
Topic: Monitoring Data Checking (MDC) Software Avalilability
Question: IsMDC 3.0 going to be available free of charge? Whom should we contact with
problems?
Answer: MDC 3.0 will befree. You should contact either Kim Nguyen & CAMD
(nguyen.kim@epa.gov or (202) 564-9102) or Perrin Quarles Associates, the technical
support contractor (mdc@pga.com or (804) 979-3700).
References: N/A
Key Words: Electronic report formats, Monitoring plan, Reporting
History: Firg published in March 2000, Update #12
Question 14.98
Topic: ETS Checksfor EDRv2.1
Question: How can we see aligt of dl of the ETS checks and error messages for EDR v2.1 s0
that we can test our data before submission?
Answer: EPA isin the process of testing the software that contains dl the ETS checks that will

be performed on quarterly reports submitted usng EDR 2.1. Fina decisions about
what checks will go into ETS production have not been made. Y ou can submit your
quarterly report during the first or second quarter, 2000 submission period to see what
effect the new software has on your file and you have the opportunity to resubmit until
the submission deadline. EPA dso has updated the "Quarterly Report Review
Process for Determining Find Annua Data” This document contains al ETS checks
that will result in acritica error (Status 5) or rgection (Status 6). It is available on the
Web and isaso included in Appendix C of the Policy Manudl.
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Refer ences:
Key Words:

History:

Question 14.99

Topic:

Question:

Answer:

EDRv2.1
Electronic report formats, Reporting

Firg published in March 2000, Update #12

Moisture Reporting -- EDR Upgrade

For a moisture monitoring system congsting of wet and dry oxygen monitors, if |
complete the required initid certification tests of the system in the first quarter of 2000,
and aso upgrade to EDR v2.1 in that quarter, how do | report hourly moisture data
for the first quarter of 2000? When do | start doing percent monitor data availability
cdculations for moisture?

If you upgrade to EDR v2.1 in the first quarter of 2000, you must report dl data for
the quarter in v2.1 format. Therefore, you must report al hourly percent moisture data
in EDR RT 212, in accordance with the "Revised EDR Verson 2.1 Reporting
Ingtructions’, and you must discontinue reporting percent moisturein RT 220.

If you complete the certification tests of the moisture monitoring system in the first
quarter of 2000 (i.e., prior to the certification deadline of April 1, 2000), you have the
following options for recording and reporting the hourly percent moisture datain RT
212 for the first quarter of 2000:

(1) You may record and report al of the percent moisture data for the entire quarter
using the same methodology that has been used higoricdly. If thisoptionis
selected, you would not begin reporting quaity-assured data from the certified
moisture monitoring system until the beginning of the second quarter of 2000; or

(2) You may record and report the hourly percent moisture data by the historically-
used method from hour 00 on January 1, 2000 to the date and hour of provisona
certification of the moisture monitoring system (see § 75.20(a)(3)), and then report
quality-assured moigture data from the monitoring system beginning with the hour
of provisond certification.

Whichever option is chosen, for dl hours in which non-qudity-assured moisture datais
reported in RT 212, fill in only the Record Type code, Unit/Stack 1D, Date, Hour,
Average moisture content of flue gases for the hour, and a Method of Determination
Code (MODC) of "55" (manua entry of the MODC is permitted). Leave al other
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References:
Key Words:

History:

Question 14.100

Topic:

Question:

Answer:

Refer ences:
Key Words:

History:

fiddsin RT 212 blank. If Option 2 is chosen, acomplete RT 212 must be reported
for dl hours after the provisond certification of the moisture monitor.

Once you begin reporting quaity-assured data from the moisture monitoring system as
described in option (1) or (2), above, you must use the initid missing data procedures
in 8 75.31(b) for the first 720 quality-assured monitor operating hours. After 720
quality-assured monitor operating hours have been recorded, you must switch to the
standard missing data procedures in 8 75.33(b) (making note of the exceptions and
gpecid cases described in § 75.37, which pertain only to moisture missing data) and
begin ca culating percent monitor data availability according to § 75.32.

8 75.20(a)(3), § 75.30(b), § 75.32, § 75.33(b), § 75.37; EDR v2.1, RT 212
Electronic report formats, Missng data

First published in March 2000, Update #12

Submisson of RATA Records

Do we submit the most recent RATA summary records (RTs 611) in every quarterly
report or only in the quarter in which we performed the RATA?

Include complete RATA data (RTs 610 and 611) only for the quarter inwhich a
RATA ispeformed. Do not include the RTs 611 in subsequent quarterly reports.
This guidance pertains to both Acid Rain and OTC-NO, Budget Program units. This
policy supersedes the guidance given in the "NO, Budget Program Monitoring
Certification and Reporting Instructions,” dated July 3, 1997.

EDRv2.1, RTs 610 and 611
RATA, Reporting

Firgt published in March 2000, Update #12
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Question 14.101
Topic:

Question:

Answer:

References:
Key Words:

History:

Minimum Default Unit Load

During certain operating conditions (e.g., Sartup), aunit may not have any measurable
load in megawatts or klb/hr of geam. This creates a problem in the reporting of unit
heat input rates for common stacks and common pipe configurations, because the heat
input rate measured at the common stack (or pipe) is gpportioned to the individua
units on the basis of unit load. If the unit load is zero, the hest input rate apportionment
equation (Equation F-21a or F-21b) will assgn an hourly heat input rate of zero to the
unit, irrespective of whether the unit is combusting fuel. Reporting a pogtive unit
operating timein RT 300/18 (indicating that the unit is combusting fuel) and a zero unit
hest input rate in RT 300:36 generates an error message in the feedback report for my
EDR submission. How can | avoid generating this error message and ensure that a
positive unit hest input rate is reported for dl hoursin which a pogtive unit operating
time is reported?

Y ou may define aminimum default unit load, which you would use during hours of zero
unit load.

A default unit load of 1.0 MWe (or 1.0 kib/hr of steam, as applicable) is
recommended. However if, for a particular hour, use of a 1.0 MWe (or 1.0 kib/hr of
Seam) default unit load vaue in Equation F-21a (or F-21b) till results (after rounding
off) in azero unit heat input rate, then for that hour, use the smalest whole number
vaue of unit load that gives a reportable unit hest input rate greater than zero.

Include in the QA plan for the facility the exact procedure used to determine unit heat
input rate during unit operating hours where the unit load is zero. Manud subgtitution
of the default unit load vaue and manua correction of the reported unit heat input rate
is permissible for such hours.

EDR V2.1, RT 300
Hesat input, Reporting

Firg published in March 2000, Update #12
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Question 14.102
Topic: Reporting RATA Reaults and Applying aBAF to a Dua Range Andyzer

Question: | have aunit with add-on NO, controls. The unit has adua range NO, anayzer,
which isidentified as two separate, primary systems. According to Section 6.5 in
Appendix A to Part 75, | only need to perform aRATA on the normd (low) range
system. Will ETS give error messages if | do not report RATA results for the high
range system? Also, for reporting purposes, what bias adjustment factor (BAF) do |
apply to data from the high range sysem? The BAF of the low range sysem?

Answer: To ensure that no error messages are obtained, report the results of every low range
RATA twice, once under the low range system 1D and once under the high range
sysem ID. Usethe low range system BAF to adjust the emissions data recorded by
both systems.

References: Appendix A, Section 6.5

Keywords: Bias adjustment factor, RATA, Reporting

History: Firgt published in March 2000, Update #12
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